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PCB Complaint Investigation Report
37-0815-HAAP-02

SUMMARY

On August 13, 2015, inspectors with Tennessee’s Division of Solid Waste Management
Toxic Substances Program arrived at the Holston Army Ammunition Plant office to
conduct a TSCA Section 6 (e) site investigation.

Holston Army Ammunition Plant (HAAP) is an explosives production plant. The
inspection covered the disposal of all equipment containing possible explosive residue
and the location of PCB items onsite. The Scope of this investigation was to determine
if PCBs are present in the materials burned under the HAAP TDEC RCRA and TDEC
Air Pollution Control Title V permits. The inspection also followed up on the status of
previously known PCB electrical equipment.

The site has two burn permits from the state of Tennessee one RCRA permit that
covers waste explosives and residuals that representative stated had no possible PCBs.

The following are possible violations.

Subpart D 40CFR 761.50 {a) (1): The site is burning possible PCB Bulk material and oil
being burned in open pans and burn piles, without providing any analytical data.

Subpart K 40 CFR 761.218 (d) (1): Multiple Certificates of Disposal do not match the
disposed items or manifest.

Subpart C 40 CFR 761.40(a) (2): The labeled used was not the Large Mark and was not
visible on PCB transformers.

Subpart B 40 CFR 761.35 (a) (1). the PCB electrical equipment that was no longer in
use did not meet the marking requirements.

Subpart B 40 CFR 761.35 {a) {2). No maintenance records were available for the out of
service transformers. The transformer in question was removed from service in 2011.
There is no noted removed from service date. The future use of the transformer is not
noted. There is no future use information

Subpart J 40 CFR 761.218 (8) {1) the certificate of disposal dated 3/24/15 does not
have the EPA ID # of the two disposal facilities listed on the certificate.

Subpart J 40 CFR 761.218 (a) (2) there is a discrepancy from the manifest on one item
the manifest stated that a transformer was disposed of (SN L495613PMLB) the
certificate of disposal states material description as oil.

Subpart D 40 CFR 761.60 {2) (1) {A-B) Disposal method for transformers (SN
L495622PMLB/ L495625PMLB) is listed as decommissioned which is not an approved
disposal method. Certificate of Disposal dated 7/19/13 for un-manifested Non-PCB
transformer sent for Reclamation also has a method of disposal of Decommission.
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PCB Complaint Investigation Report
37-0815-HAAP-02

. OPENING CONFERENCE

The inspector met with multiple representatives from BAE and the US Army, see list
below. The purpose for the investigation was explained to all representatives. The
Notification of Inspection, Notice of Confidentiality, and Declaration of Confidential
Business Information (CBI) forms were described and signed. It was explained that
except for items claimed as CBI, inspection of records was a required component of the
inspection; William Shelton was informed that the Receipt for Documents (RFD) form
will note that a request for information will be submitted by email. The RFD form was
completed and signed. William Shelton was provided a set of the signed EPA forms at
the end of the exit interview.

The Scope of this investigation was to determine if PCBs are present in the materials
burned under the HAAP TDEC RCRA and TDEC Air Pollution Control Title V permits.
The inspection also followed up on the status of previously known PCB electrical
equipment.

il. BACKGROUND
A. Date of inspectionftime: August 13, 2015/11:40 a.m.
B. Facility name, address, and phone number:

Site B:

Holston Army Ammunition Plant

4509 West Stone Drive

Kingsport, Hawkins, County, TN 37660
423-578-6257

Site A:

Holston Army Ammunition Plant

501 Wilcox Drive

Kingsport, Hawkins, County, TN 37660

C. Parent company name, address, date of acquisition:

D. Inspector(s) present:
Elizabeth Warner, State of Tennessee, EPA TSCA credential #10736
Pamela Franklin, State of Tennessee, EPA TSCA credential #

Stephanie Day, State of Tennessee
John Webb, TDEC DSWM
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PCB Complaint Investigation Report
37-0815-HAAP-02

E. Facility representative(s) present:

& 85 S > & 8§55

BAE Terry Armstrong US Army Scott Shelton
BAE Michelle Bailey Us Army Ray Brame
BAE Amy Crawford Us Army Gene Faxon
BAE Paul Bailey US Army Joseph Kennedy
BAE James Ogle US Army Michael Vestal

8 8 B 0 O O O

F. Type of facility and operations performed:

HAAP produces RTX explosives for the US Military at Area A and Area B. Area A has
two burn Permits from the state of TN the first permit from TDEC APC is a title V permit.
The second permit is a TDEC RCRA burn permit. The site also has a permit for a solid
waste landfill.

The site has two burn permits from the State of Tennessee one RCRA permit that
covers waste explosives and residuals that representative stated had no possible PCBs.
There is not a permit limit for the size of the burns. The second permit is a title V permit
for potential explosive contaminated material there are two burn piles, two burn cages
and two burn pans. The material is visually inspected before it is cleared to burn.
Possible contents of burn pile:

APC open burn permit:
Filters

Wash cloths

Explosive waste bags
Building debris such as:
Wood

Piping

Plastics

RCRA burn pan permit:
Residual explosives from the manufacturing process.

Demolition of buildings containing explosive manufacturing was being conducted on site
and debris from the buildings was being placed in the burn piles. Asbestos is abated
before demolition and burning. Prior to demolition there is no testing of liquid or non-
liquid for PCBs

There was no testing for non-traditional PCBs that could have been located within the
equipment onsite. The age of the equipment was also unknown though some could be
as old as facility.
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PCB Complaint Investigation Report
37-0815-HAAP-02

The waste oil is collected in drums and burned in the burn piles onsite. The waste oil is
not tracked by which building or piece of equipment it was located in and the waste oil is

not tested for PCBs.

The used oil onsite is collected at a used oil collection point and is recycled using
Enterprise Waste Oil out of Knoxville, TN. The used oil consists of oil drained from
vehicles onsite. There was an open well head or pipe onsite within 15 feet of the used
oil tank. There was no indication where the open pipe lead and the representatives did
not know where the open pipe/well head lead to. No testing is conducted on used oil for

PCBs.

G. Age and ownership history of site:

Holston Army Ammunition Plant has been operating on the property since 1942. BAE
Systems division Ordinance Systems, Inc. has operated the plant for the past 25 years

H. Does the facility currently have or has it ever had PCB/PCB-containing equipment:

The facility currently has electrical equipment containing quantifiable levels of PCB.

lll. PCB AUTHORIZED USES

A. Transformers:

Site B/coal Fired Boiler

GE

PCB Transformers by location

L495599PMLB still operational

Site B/coal Fired Boiler

GE

No noted out of service date at
the time of inspection. A date

L495603PMLE of 2011 was given within

correspondence

Site A/Bldg 8A

7146126

Site A/Bldg 8A

No known information seen on
walk through. Is added to

inventory in 2012 removed no
HOL 35811 note in further inventory.
Inventory number from
inventory sheet

Site A/Bldg 11

Not seen on walk through on
FO62786 2014 inventory, states re-
classified non PCB

Site A/Bldg 12

Not seen on walk through on
APLR49861 10/2/09 inventory

No location

Westinghouse 3164525 Contaminated 122 ppm/ states

Listed on inventory sent in
correspondence. PCB—

re-classified non PCB 2014
inventory
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PCB Complaint Investigation Report
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B. Capagitors;

PCB Capacitors by location

SN not seen on

Site A/Bldg 20A inspection capacitor
switch gear out of service
SN not seen on

Site A/Bldg 7A inspection capacitor
switch gear energized

Site A/Bldg 6A GE 25071/25072/25073 3 bank

Site A/Bldg 5A GE 25060/25061/25062/25063 | 4 Bank

Site A/Bldg 2A GE 24176/24177/24178/24179 | 4 Bank

Site A/Bldg 8A HOL30861 6 capacitor bank Large
Not seen on walk through

Site A/Bldg 201 HOLB0835 on 10/2/09 inventory.
Taken off inventory 2013

C. Other electrical equipment:

No Known PCB Other electrical equipment, no confirmatory analytical data.

D. Heat transfer systems:

There were no known PCB Heat Transfer Systems reported at time of inspection.

E. Hydraulic systems:

No Known PCB Hydraulic systems, no confirmatory analytical data.

IV. STORAGE FOR REUSE:

There were no noted items slated as storage for reuse.

V. STORAGE FOR DISPOSAL.:

The PCB storage area did not have an up to date log at time of inspection. The front of
the building was marked with the large mark. The cage had correct berm size and was
also marked with the large mark.

VI. DISPOSAL & SPILLS:

There have been no reported spills at the location. However waste streams are not
tested.
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Vil WASTE OIL:

Waste oil is collected from machinery onsite, though there is no tracking from machine
to drum. There was no testing of the oil for PCBs. The waste oil that is considered
explosive contaminated is burned.

Vi, RECORDKEEPING:

The annual document logs and annual records were not available at the time of
inspection. Quarterly inspection logs were received in correspondence for the year
20089 for transformers and capacitors.

There was no documentation given for PCB transformers taken out of service since the
last annual document log was completed. There were manifest for three transformers
sent for disposal in March of 2009. There was no remove from service date tag on one
PCB transformer taken out of service in 2011. The Annual Document Logs received by
this office are January 2008-Jun 2009 and also January 2010 to December 2014 logs.
The document logs are Attachment VL.

0002198326FLE 6/19/2008 L495613PMLB  Transformer Ol 619/2019  Incineration (3ADOB0839187 Deer Park, TX
0002196326FLE INN2008  L495622PMLE  Transformer Misc. Electrical 6/23/2009  Decommissioned  GADBS0839187  PPM Coffeyville KS
Equipment
Greater than
500ppm PCB
0002196326FLE 32000 L495625PMLB  Transfurmer Misc. Elerdsicsl H232008  Denomuiesiongd  GADSBORISIST  PPM Coffeyvile KS
Equipment
Greater than
Ailonny PCB
004472699FLE 8112011 24816695  no item meels Capacitor 8/30/2011 Incineration  TXD055141378 Deer Park, TX
description on for Incineration
manifest
004800103FLE 212512013 004800103FLE non DOT PCB Liguids 3212013 oil Reclamation  GADO80839187 PPM Tucker, GA
regulated For
material de-chlorination
{(<500PPM)
GR4B00260FLE non DOT PPMDBOT 7119/2013  Decommissioned  OHD986975399 Twinsburg OH
regulated Transformer
material <50 ppm for
reclamation

The record keeping for transformers was not complete as there was a missing PCB
contaminated transformer not listed along with a PCB containing transformer no longer
in service that had not been moved or disposed of.

IX. FINDINGS AND POTENTIAL NON-COMPLIANCE ISSUES:

Subpart K 40 CFR 761.218 (d) (1)
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Generators of PCB waste shall keep a copy of each Certificate of Disposal that they
receive from disposers of PCB waste among the records they retain under §761.180(a).

Multiple Certificates of Disposal do not match the disposed items or manifest. See
Certificates of disposal in Attachment VI

Subpart D 40CFR 761.50 (a) (1)

(1) No person may open burn PCBs. Combustion of PCBs approved under §761.60 (a)
or (&), or otherwise allowed under part 761, is not open burning.

The site is burning possible PCB Bulk material and oil being burned in open pans and
burn piles, without providing any analytical data. See Attachment V

Subpart C 40 CFR 761.40(a) (4);

Equipment containing a PCB Transformer or a PCB Large High Voltage Capacitor at
the time of manufacture, at the time of distribution in commerce if not already marked,
and at the time of removal of the equipment from use if not already marked

The label used was not the Large Mark and was not visible on PCB transformers. The
label used was is poor condition. See Attachment Il

Subpart B 40 CFR 761,356 {a) (1}

(a) The owner or operator of a PCB Article may store it for reuse in an area which is not
designed, constructed, and operated in compliance with §761.65(b), for no more than 5
years after the date the Article was originally removed from use (e.g., disconnected
electrical equipment) or 5 years after August 28, 1998, whichever is later, if the owner or
operator complies with the following conditions:

(1) Follows all use requirements at §761.30 and marking requirements at subpart C of
this part that are applicable to the PCB Article.

The PCB electrical equipment that was no longer in use did not meet the marking
requirements.

Subpart B 40 CFR 761,35 (a) (2):
(2) Maintains a records starting at the time the PCB Article is removed from use or
August 28, 1998. The records must indicate:

(i) The date the PCB Article was removed from use or August 28, 1998, if the removal
date is not known.

(i) The projected location and the future use of the PCB Article.

(iii) If applicable, the date the PCB Article is scheduled for repair or servicing
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No maintenance records were available for the out of service transformers. The
transformer in question was removed from service in 2011. There is no noted removed
from service date. The future use of the transformer is not noted. There is no future use
information.

Subpart J 40 CFR 761.218 {a)}{(1}

For each shipment of manifested PCB waste that the owner or operator of a disposal
facility accepts by signing the manifest, the owner or operator of the disposal facility
shall prepare a Certificate of Disposal for the PCBs and PCB Items disposed of at the
facility, which shall include:

The certificate of disposal must contain the identity of the disposal facility, by name,
address, and EPA identification number.

The certificate of disposal dated 3/24/09 does not have the EPA ID # of the two disposal
facilities listed on the certificate.

Subpart J 40 CFR 761.218 (a)(2)
The identity of the PCB waste affected by the Certificate of Disposal including reference
to the manifest number for the shipment.

There is a discrepancy from the manifest on one item the manifest stated that a
transformer was disposed of (SN L495613PMLB) the certificate of disposal states
material description as oil.

Subpart D 40 CFR 761.60 (a) (1) (A-B)

(1) Transformers. (i) PCB Transformers shall be disposed of in accordance with either
of the following:

(A) In an incinerator that complies with §761.70; or

(B) In a chemical waste landfill approved under §761.75; provided that all free-flowing
liquid is removed from the transformer, the transformer is filled with a solvent, the
transformer is allowed to stand for at least 18 continuous hours, and then the solvent is
thoroughly removed. Any person disposing of PCB liquids that are removed from the
transformer (including the dielectric fluid and all solvents used as a flush), shall do so in
an incinerator that complies with §761.70 of this part, or shall decontaminate them in
accordance with §761.79. Solvents may include kerosene, xylene, toluene, and other
solvents in which PCBs are readily soluble. Any person disposing of these PCB liquids
must ensure that the solvent flushing procedure is conducted in accordance with
applicable safety and health standards as required by Federal or State regulations.

Disposal method for transformers (SN L495622PMLB/ L495625PMLB) is listed as
decommissioned which is not an approved disposal method. Certificate of Disposal
dated 7/19/13 for un-manifested Non-PCB transformer sent for Reclamation also has a
method of disposal of Decommission.
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ATTACHMENT |
EPA INSPECTION FORMS
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US ENVIRONMENTAL PROTECTION AGENCY
WASHINGTON, DC 20480

VEPA

TOXIC SUBSTANCES CONTROL ACT

NOTICE OF INSPECTION
1. INVESTIGATION IDENTIFICATION: 3.  FACILITY NAME
DATE INSPECTION NO. DAILY SEQ. NO. A A g » D i
“%?1’5 g e nmol Holsﬁ:r\ RMY mmur\\"hcm lant

2. INSPECTOR'S ADDRESS 4. FACILITY ADDRESS
Toxlc Substances Program, TDEC R T
William R Snodgrass, TN Tower
312 Rosa L. Parks Ave, 14th Fi
Nashville, TN 37243

For Internal EPA use. Copies may be provided to recipient as acknowladgment of this notice.

REASON FOR INSPECTION
Ungtler the authorlly of Section 11 of the Toxle Substances Control At

For the purpose of iapacting (ncluding taking samples, photographs, staternents, and other Inspection ackivities) an establishmant,
faciity, or other premises in which chemica! substances ormixturas, artlcles contalning same are manufactirad, processad, storad or
held before or after their distribution in commerce (including records, files, papers, procassas, controls, and facilities) and any
conveyances being used to transport chemical substances, mixdures, or articles containing same in connection with thelr distribution on
commerce (including records, files, papers, processes, controls, and facilities) bearing on whether the requirernents of the Act are

applicable to the chemical substances, mixtures, or articles within, or associated with, such premise or conveyance have been complied
with,

. In addition, this inspection extends to (check appropriate blocks).
7 A. Financlal data I . Personnel data
n B. Sales data N E. Ressarch data
[ C. Pricing data

The nature and extent of inspection of such data specified in A through E above is as follows:

INSPECTOR'S SIGNATURE g,{f‘ RECIPIENT'S SIGNATURE | A ) /72 Q
name £ Irz,r%‘ml—vx \).Acu 0er NAME m{f Ry // 7
TTLEE 0 DATE SIGNED g, 3¢y | TITE i ol 7

) . N L) TR T oSN

%ﬁa&pﬁamﬁa LRy

Retyped for use by the Tennesses Dapartment of Environment and Conservation Division of Solid Waste Management
William R. Snodgrass TN Tower, 312 Rosa L Parks Ave, 14th Floor, Nashville, TN 372431538, mark ATTENTION: Toxic Substance Section
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US ENVIRONMENTAL PROTECTION AGENCY

Ep& WASHINGTON, DC 20460

TOXIC SUBSTANCES CONTROL ACT

DECLARATION OF CONFIDENTIAL BUSINESS INFORMATION

1. INVESTICATION IDENTIFICATION 2. COMPANY NAME
§~'{a§:«j e é&\i%}f Avimyitiion Doy |
DATE INSPECTION NO. | DAILY SEQ. NO.
MY R .
Ly st B S WG L
3. INSPECTOR ADDRESS: 4. COMPANY ADDRESS:
Toxic Substances Program, TDEC RPN e . ; /
William R Snudgrass, TN Tower A :
312 Rosa L. Parks Ave, 14" Fi e i
Mashville, TN 37243 SR ,=_(~_»';_f,> jyfes oo

For intarnal EPA use. Copies of this form may be provided to reciplent as acknowledgment of TSCA Confidential docurnents described below
collected in connection with the administration and enforcament of the Toxic Substances Control Act.

INFORMATION DESIGNATED AS CONFIDENTIAL BUSINESS INFORMATION

NO. DESCRIPTION
INSPECTOR SIGNATURE CLAIMANT SIGNATURE
NAME NAME

Pamela R Franklin

TITLE DATE SIGMNED TITLE DATE SIGNED

EM3

Al s S

EPA FORM 7740-2 (REVISED JULY 1996) PREVIOUS VERSIONS ARE OBSOLETE INSPECTORS COPY

Retyped for use by the Tennessee Department of Environment and Conservation Division of Solid Wasts Management
Witliam R. Snodgrass TN Tower, 312 Rosa L Parks Ave, 14th Floor, Nashville, TN 37243-1535, mark ATTENTION: Toxle Substance Section
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U8 ENVIRONMENTAL PROTECTION AGENCY
WASHINGTON, DC 204680

E p A TOXIC SUBSTANCES CONTROL AGT

TSCA INSPECTION CONFIDENTIALITY NOTICE

1. INVESTIGATION IDENTIFICATION 4. FACILITY NAME

Holsfon Awmy? Aeanonihon Plant

DATE INSPECTION NO. DAILY SEQ. NO.

S ials Loy TSN 0 2
2. INSPECTOR'S NAME |~ li2al0etin Wacner

3. INSPECTOR ADDRESS 8. NAME OF CHIEF EXECUTIVE OFFICER
Toxic Substances Program, TDEC
William R 8nodgrass, TN Tower
312 Rosa L. Parks Ave, 14th Fl
Nashville, TN 37243

For internal EPA uss. Copiea may be provided to recipient as acknowledgment of this notice.

7. TITLE

TO ASSERT A TSCA CONFIDENTIAL BUSINESS INFORMATION CLAIM

It Is possible that EPA will receive public requests for release of the information 2. The information |s not, and has not been, reasonably obiainable without
obtained during the inspection of the facility clted above. Such raquaests will be your company's consent by other persons (other than governmental
handlad by EPA in accordance with provisions of the Freedom of information bodies), or by use of legitimate means (other than discovery based on
Act (FOW), 5 USC 552; EPA regulations lssued thereunder, 40 CFR, Parl 2, showing of spacial nesd in a judiclal or quasi-judicial procesding).

and the Toxic Substances Control Act (TSCA), Section 14. EPA is required to

make inspaction data available in responss to FOIA requests unless the EPA 3. The information 1 not publicly available elsewhere,

Administrator datarmines that the data Is entitied to confidential treatment, or

may be withheld from release under other exceptions of FOIA. 4, Disclosure of the information would cause substantial harm 1o your

company's competitive position,
Any or all information collected by EPA during the Inspection may be claimed as pany P P

confidentlal If It relates to irade secrets, commercial, or financlal makters that
you consider to be confidentlal business information (CBI). ¥ you assert a CBI
claim, EPA will disclose the information only to the extent, and by means of the
procedures set forth in the regulations (cited above) goveming EPA's treatment
of CBl. Among other things, the regulations raquire that EPA notify you In
advance of publicly disclosing any information claimed ag CBL if you are not authorized by your company o assert a CBI claim, this notice will be
sent by certified mail, along with the receipt for documents, samples, and other

A CBI clalm may be aeserted at any tims prior to, during, or after the information | materials to the Chief Exacutive Officer of your company within 2 days of this date.
Is collectsd. This notice was developed by EPA to sssist you in asserting a CBI | The Chief Executive Officer must retum a statement spacifying any Information

At the completion of the inspection, you will be given a recsipt for all documents,
samples, and other materials collected. At that time, you may make claims that
some or all of the Information Is CBIL.

claim. If it Is more convenient for you to asserta CBI claim on your own which should recelve CBI treatmant.
stationary or by making the individusl docurnents or samples “TSCA confidential
business Information,” it s not necessary for you to uss this notice, Tha The statement from the Chief Executive Officer should be addressed to:

Inspacior wil be glad to anewer any questions you may have regarding EPA's USEPA REGION 4
CBI procedures. 61 Forsyth Street, B.W.

Mall Code: 8T28
Atlants, GA 30303-8380 Attention: Kristin Lippert
and mailed by registered, returmn-receipt requasted mail within 7 calendar days of
recelpt of this notice. Claime may be made at any time after the inspection, butthe
inspection data will not be entered into the TSCA/CBI security system untll an officlal

While you may claim any collacted Information or sample as CBI, such claims
are not likely to be upheld if they are challenged unless the information meets
the following criteria:

1, Your company has taken measures to protect the confidentiality of the confidentiality claim is made. The data will be handlad under EPA's routine securlty
information and it intends to continus to take such measures. system unlses and untl a claim ls made.

TO BE COMPLETED BY FACILITY OFFICIAL RECEIVING THIS NOTICE if there is no ons on the premise who is authorized to make CBI claims for this

| acknowledgs receipt of this notice: faciity, @ copy of this notice and other Inapection materials will be sent to the

company’s Chief Executive Officer. If there s ancther official who should also
receive this information, please designate below.

NAME

EPA FORM 7740-4

ne fontrack Mana : » ADDRESS

vvvvvvvvvvvvvvvvvvvvvvvvvvvvvvvvvv T .

R R PR D PRI oo

INBPECTORE COPY

Retyped for use by the Tennesses Dapartmant of Environment and Conservation Division of Solid Wasts Management,
William R. Snodgrass TN Tower, 312 Ross L. Parks Ave, 14th Floor, Mashville, TN 37243-1535, mark ATTENTION: Toxic Substance
Section
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ATTACHMENT i
PCB INSPECTION CHECKLIST
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I. OPENING CONFERENCE

PCB Inspection Checklist

A.

B.

I BACKGROUND

Present credentials
Notice of Inspection
Inspection Confidentiality Notice

State reason for inspection, how to make confidentiality claims, and approximate length of
inspection.

A,
B.

G.

H. Does the facility currently have or has it ever had PCBs/PCB-containing equipment?

g0 Jyps

I

. Is the company a subsidiary of another? If so get name and address of parent company and

. Type of facility:

P
Date of inspection !:ig 18 'L “} ™, ’\:N(w } W
Facility name, address and vhcme n‘umbs.,r - 3

HARY 509 [0 Stone D/& Ki ﬂﬁb@)ﬁo@f /

Address of company headquarters, if located elsewhere

date of acquisition.
Inspector(s) present: fy‘)@abz / ? wav?_ﬁw;(hﬁk) / i L{j{% ne s

Facility representative(s) present, include title(s): £J&.v g;& fg?e,{;ﬁwrg,f
M oen
¢

1. Commercial Facility
2. Utility
3. Industrial Facility

- Operations being performed?

- What is manufactured/facility function?
- What process and/or equipment is used?

Age and ownership history of site: / 4@/&2

PCB Activity: Generate Store for reuse ______, Disposal ,
Commercial storage , Disposal , Transporter , Other

Containers - no contact PCBs, Equipment - contains an Article w/ no contact PCBs

PCH Items: Articles-contact and non-contact (transformers), Containers — contact w/ PCBs, Article
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PCB Inspection Checklist

1L PCB AUTHORIZED USES
A. Transformers (§761.30)

Aszsumption Rules for Transformers - May assume Non-PCRB for Transformers < 3 Ibs fluid, civcuit breakers,
reclosers, cable and rectifiers where PCE concentration is unknows

Must assume PCB-contaminated for Mineral Oil Egquipment mamgfactured prior to 7/2/79 where PCB concentration
not determined. Must assume Mineral Oil for oll pole and pad distribution Tronsformers monyfactured priov to
/2/79.

May assume Electrical Equipment manufoctured after 7/2/79 is Non-PCB.
Must assume PCB-comtaminated if the date of mfz of Mineral Oil equipment is unknown. Must assume PCB-

Transformer if manufactured priov to 7/2/79 with> 31bs fluid other than mineral oil where PCB concentration not
determined or when date or tvpe of fluid is unknown.

1. Are any PCB- Transformers (>500 ppm) or PCB-Contaminated Transformers in use/stored

for reuse? M Q

2. Do any PCB Transformers pose an exposure risk to food or feed? U O

3. Any higher secondary voltage (> 480 volts) network, lower secondary voltage (<480 volts)

network or higher secondary voltage radial PCB Transformers in or near commercial buildings?
OO

4. Were PCB-Transformers in use registered with EPA by 12/28/987 M\{\\h\@w }/\

5. Have any P{ B-Contaminated Transformers been discovered to be PCB-Transformers after
12/28/987 ¢)

& é ﬁ{ v'w»f é{, £ }{Mﬁ j ,{w,é‘?g;w;} w / ﬁ igﬂ '"::};,J'i'il v
If yes: Were Transformers registered with EPA within 30 days? (A person mkmg possession of
a PCB Transformer after 12/28/98 is NOT required to register or re-register the Transformer).

6. Hm«e P ‘B Transformers registration records been maintained?
*{x
7. Hm, ldl.l PCB Transformers been registered in writing with the building owner if in or near a
commercial building?
8. Are combustible materials stored inside a PCB-Transformer enclosure?

Within 5 meters of a PCB Transformer ex’m]murﬁ

Within 5 meters of a PCB Transformer? N

9. Are Quarterly PCB-Transformer inspections made? {*“’0\’ T
Annual inspections may be performed in lieu of Quanterly, IF:

a. Secondary containment of 100 percent of the capacity of the Transformer 1s provided, or
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PCB Inspection Checklist

b. PCB concentration of Transformer 1s <60,000ppm 90 days after service to reduce the PCB
concentration.

10. Have there been any fires involving PCB-Transformers? X}b

If ves: Date?

Who responded?

Did Transformer rupture?

Was fire reported to the National
Response Center?

11. Do Quarterly PCB-Transformer inspection records inciudeg

4

Transformer Location

Inspection Date

Inspectors Name
Date Leak Discovered

Location of Leak
Estimate of PCB Amt released
Date of Cleanup

Containment

Repair

Description of Cleanup

(MARKING §761.40 & §761.45)

12. Are PCB-Transformers labeled with 6x6 ML‘?{M} s

?w {\%
13. Is all equipment containing a PCB-Transformer ;mgkﬁ,{i}&}?\

14. Are means of access to PUR-Transformer enclosures mark;d with ML 'b\) «;)

15. Were any leaking PCB or PCB-Contaminated Transformers observed? 3 *%

(xr a0

16. Have gny, Mineral Oil-containing Transformer been tested and found to be >500 ppm PCB?

B. Capacitors (§761.30(1))
Use conditions: Use of PCB-Large Capacitors after 10/1/88 1s prohibited except for:

A ACD

N
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PCB Inspection Checklist

1. Restricted Access and Contained Indoor 1nstallation
2. Restricted Access Substations

Small capacitor - <3 Ibs of dielectric fluid; if weight is unknown use §761.3 assumption(s)’
Large High Voltage Capacitor - 23 1bs of dielectric fluid and operating at 22000 volis
Large Low Voltage Capacitor - >31bs dielectric fluid and operating <2000 volts AC or DC
Light ballasts are regulated for commercial sources.
Must assume Capacitor mfg prior to 7/2/79 with no test is PCB.
May assume Capacitor mfg after /2179 is non-PCE.
Must assume Capacitor is PCB if mfy date is unknown,

z%fm’ aszteme Capucitor morked non-PUB By mifg is Jon- -PCB.

Mm’ assume Capacitor with total volume < 100 in® has <3 Ibs fluid

*Must assume Capacitor with total volume > 200 i’ has > 3 Ibs fluid.

*May assume Capacitor with total volume > 100 in’ but < 200 i’ is < 3lbs fluid if total weight of Capacitor i
< 9ibs.

1. Are any PCB-Capacitors in use/stored for reuse? If so, how many?
2. Are 50 ppm PCB LHV or LLV Capacitors in use or storage?

3. Are Capacitors marked with ML? (LHVC and LLVC (§761.40(k)(1)) in service need to be
marked)

4. Have any Capacitors been removed from service?

If yes: have Capacitors been individually labeled with ML?
NOTE: LLYC (<2000 volts) must be labeled upon vemoval from service.

5. Are all Capacitors cquipped with nameplates specifying the type of dielectric fluid?
(Capacitors without nameplates must be assumed to be PCB)

6. Are any Capucitors rrmnuﬁzﬁumd after Z/1/78 in use at the facility? If yes, are these
Capacitors marked "No PCBs™ ( f‘) /\j(‘;}

7. Were any leaking Capacitors observed during the inspection?
. Other electrical equipment:
1. Any oil-filled switches, circuit breakers, reclosers, voltage regulators, etc. in use/stored for

reuse? RN

o

o) W akY #pCB
“x}“‘% y
Y b. # PCB contaminated

2. How was concentration determined? (by test, asked mfr,..
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PCB Inspection Checklist

£
D. Heat transfer systems (Note: found most often in chemical industry}; B&)

Age A

Purchased new or used?

| Type of fluid

Capacity

Operating temperature

Was if tested, drained and refilled?
(not applicable to all systems)

E. Hydraulic systems: <« ™
oM

1. Any hot oil-based systéms used? If so, provide the following:

Age

Brand of oil

Operating temp

Capacity (gallons)

Ever contain PCB?

Ever PCR tested?

Any water cooling?

If yes, is the system open or
closed?

If open, where is the water
discharged?

How is the water treated?

Is the water tested for PCBs?

Who conducts the tests?

lathes and threaders.

Note: PCBs are often used in hot hydraulic systems (because of its heat vesistance) which in turn find use
mainly in the metal-working industries like die casters, iron foundries, forges and metal formers, in
the following tvpes of equipment: die cast machines, metal pouring mechanisms of metal melting
Jurnaces, furnace hydraulics (often door opening/closing mechanisms), forge presses, high tension
welding machines and flame hardening equipment. PCBs con also be found contaminating the
hvdraulics of some "cold” (room temp) systems, again usually in the metal-working indusiries. Some
examples are: drills, mills, broaches, chuckers, boring machines, gear machines, grinders, presses,

¥. Recordkeeping (Note: Go to Recordkeeping Inspection Sheet, Module VIHL)

IV. STORAGE FOR REUSE (8761.35) (NOTE: Persons stoving PCE Articles for reuse must follow all use
comditions ol §761.30 imd marking requirements at Subpart C thet sre applicable 1o the PCB Articlex)

A, Are PCB Articles stored for reuse in an area that does not comply with §761.65(b)?

If yes, continue with checklist items B and C.

J
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PCB Inspection Checklist

B. Are records with the following information available for each unit stored in an area that does
not comply with §761.65(b)? . %
Date article was removed from use )

Projected location and future use of article

If applicable, scheduled repair/servicing date

C. Have any articles been stored for reuse for more than 5 years?

D. Annual Records (NOTE: the information in B above, if not recorded on the item or maintained in o separate
log, should be mainiained in the annual document log. Go to Recordieeping Inspection Sheet, Module VIIE

V. STORAGE FOR DISPOSAL (§761.65)

A. Storage for Disposal Unit (SFDU) Requirements (§761.65(b)) (Note: Conditions for PCB
storage may differ for TSCA and RCRA or other alternative SFDUs)

1. Does it have an adequate roof, walls and floor?

2. 1s the floor smooth and non-porous (as defined in §761.3) with continuous 6" (minimum)
curbing? (NOTE: 6" curb not required for RCRA storage areas)

3. Are any drain valves, floor drains, and expansion joints, sewer lines or other openings that
would permit escape of liquid from containment area?

4. Is the containment volume adequate:

(At least 2 times the nternal volwsie of the ovpest POB weticle/consaingr or23 percent of the toral imernad
volume of all PUB arviclss or comtaingrs in stovege . For RURA uwits, 1 times the iermal volume of the
largest or 10% of the total internal volume)

5. Is the SFDU above the 100-yr flood water elevation

6. Is the SFDU marked with a 6x6 ML label

B. PCB Storage

1. Are any PCB's/ PCB Items stored within the SFDU If yes: Obtain an itemized inventory.
2. Are items dated when they were taken out of service for disposal?

3. Are items checked every 30 days for leaks?

4. Are leaks cleaned up immediately?

5. Are PCB Transformers, PCB Containers, or PCB Capacitors marked with ML?
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PCB Inspection Checklist

6. Are any PCB ltems declared "for disposal” stored outside the SFD?

If ves: are the applicable marking, 30 day temporary storage limits, reserve SFD storage
capacity, inspection frequency, SPCC plan requirements met.

7. Are stationary tanks being used to store PCB items for disposal? (§761.65(c}7))
(If yes, go to Waste Oil Inspection Sheet, Module VII)

C. Commercial PCB Storage
1. Are PCBs generated by others stored for disposal at this facility?

2. Ifyes, answer the following:

Does the facility have a TSCA PCB commercial disposal approval,

TSCA interim status authorization,

A RCRA Part B container storage permit,

Or is the facility a transfer facility storing PCB waste for < 10
days?

3. If the facility is a TSCA facility, is a copy of the current closure plan, closure cost estimate
and financial assurance documentation available for review?

4. If the facility has a commercial storage approval, check storage inventory against maximum
capacity limits and waste types approved for storage in written approval.

VL DISPOSAL & SPILLS 76767 60 & §761 Subput ()

A. Ever dispose of any PCBs/ltems? If so, what records are maintained: ADLs
Manifests . Bills of Lading , CDs -

3

a. Quantity (gallons, kg, etc.) _
b, Date(s) -

¢. Manifest #(s)

d. Certificate(s) of Disposal

o
e

-

-

s

a. Type of equip (iransformees; regulators,
circuit breakers. Etc.)
b. Quantity / weight”
g,, Date(s)
i?fm‘{ #(s) (if no wmanifest, note
whp nsported and who disposed)
& Certificate(s) of Disposal
" f. Decontamination
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PCB Inspection Checklist

| a. Type of Container & Contents

b. Quantity & weight(s)

¢. Date(s)

d. Mamifest #(53  (if no wmanifest, note
who transported and who disposed

e. Certificate(s) of Disposal

B. Each PCB disposal manifest since 2/5/90 should contain the following information:

I.EPAID I#
2.1dentity of waste

3.Serial #/other means of ID if no serial ## (not req. for bulk: waste)

4 (Earliest) date out of service for disposal
5. Weight in kg. for each ltem disposed______
6.Note transporter and/or designated disposer

Note: disposal manifests and Certificates of Destruction are collectively called ‘annual records’, and the
requirement 1o keep them didn't begin until disposals made on or afier 2/5/90; thervefore. If theve have been any

disposals since 2/5/90, do they have the required manifests and Certificates of Destruction?

(P
) e : o , RN VN ‘«i}&}
C. BEver have any PCB spills? If so, provide the following information: g \L Uw«? S
Source
When

Quantity of PCB mvolved

Cleaned up per §761 Subpart G?

When

By whom

How debris disposed*

Clean-up report prepared?

Post clean-up test results OK?'

D. Ever have any fires mvolving PCBs/Items?  If so, when, quantity, cleanup details:
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PCB Inspection Checklist

VI. WASTE OIL

Are waste oils generated, used, or stored at the
facility?

What is the source of the waste oils?

Are waste oils tested for PCBs?

Indicate which of the following classes of oils
area generated, used or stored:

Waste o1l containing 2 - 49 ppm PCBs

Waste oil containing 50 - 499 ppm PCBs

Waste oil containing™> 500 ppm PCBs

Are waste oils picked up by a recycler?
List name of recycler (s).

Are waste oils burned at the facility?

If yes, has facility notified EPA-RCRA as a used
oil burner?

{5 burner unit a "qualified incinerator” as defined
under §761.37 Type of burner?

Have any PCB-contaminated waste oils (50-500
ppm) been shipped to a commercial
storage/disposal facility?

Have any PCB-contaminated waste oils (50-500
ppm) been sold for fuel or burned in a high
efficiency boiler?

e
]

Are bulk storage tanks used for waste oils
containing <50 ppm PCB?

Is an SPCC plan available for < 50 ppm PCB
bulk storage tanks?

Are bulk storage tanks labeled? (These tanks
must labeled if the PCB concentration is
unknown or >50 ppm.)

Are m-out records (date amount) available for
bulk storage tanks? §761.65(c)(8)

éfé@ixz/é (é”‘:

Have PCB fluids (>500 ppm) ever been added to
bulk storage tanks?

Have PCB-contaminated fluids (50-500 ppmy)
ever been added to <50 ppm PCB bulk storage
tanks?

yoya
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PCB Inspection Checklist

VIIL RECORDKEEPING  §761.180

Arnnual Document Logs should constitute single documents which include all of the required elements identified in
8§761.180(a). Annual Records constitute all signed manifests and all Certificates o/ Disposal received during the
calendar year plus all records of inspection and cleanup performed in accordance with 761. 65 (c)(5) for the year.
Annual Reports are vequired to be submitted by a commercial storer only by 7/15 and bosed on ADL & AR Records

Are Annual Document Logs (ADL) and Annual Records
(AR) available?

Are ADL on calendar year basis? (§761.180(a) -1989
must cover 1/1/89 — 2/5/90. 1990 must cover 2/6/90 —
12/31/90)

Are PCB-Transformers removed from service and PCB
Articles stored at the facility itemized in ADL?

Is the Total Weight (kg) of PCB's contamed in these
transformers shown?

Date removed from service

Date placed into transport for disposal

Is the number of PCB Transformers and the Total Weight
(kg) of PCB's remaining in service at calendar year end

Are PCB Voltage Regulators recorded as PCB-
Transformers

Are LHV/LL V PCB-Capacitors removed from service
itemized

Date removed from service

Date placed into transport for disposal

Is the number of PCB LHV/LLV Capacitors remaining
service at calendar year end shown

Is the number of PCB-Containers in the SFDU area
shown

Is the Weight (kg) of these PCBs also shown

Are the container contents identified

Are PCB-Items in containers listed

Date placed into storage

Date placed into transport for disposal

Are PCB-Items distributed in commerce listed

Name, address, and phone number of receiving facility
shown

Date of transfer shown

10
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PCB lnspection Checklist

Serial number or internal 1D number shown

Are names/locations of disposal / storage facilities for
PCB shipments shown

Are ADL kept for 3 years

Does ADL list the unique manifest number for all
shipments during the calendar year? (§761.180)a)}(2)(11))

Do ADLs list total number of PCB Containers and the
Total Weight in kg of the contents of PCB Containers

11
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Holston Army Ammunition Plant Notes

Location: Holston Army Ammunition Plant (HSAAP)
4509 W Stone Drive
Kingsport, TN 37660

Date: August 13, 2015

Personnel Involved: See sign-in sheet

Notes — Opening Conference

e Round-table introductions, discussion about purpose of inspection and signing of EPA forms

e Request for updated inventory list

e 1hr breakforlunch

e Permitting — 2 permits for facility
1. RCRA - pan burns for explosives and production(?) residuals
2. Title 5 — explosives-contaminated equipment (e.g. PPE, not machinery), demolition debris,

cloths {e.g. washcloths), explosives wastes bags. Primary constituents of burn pile are
packaging, pipe, and PPE. These are done in the form of burn piles, approximately 4x/year.

e HSAAP personnel stated that there was no possibility of PCB contamination in RCRA burn pans,
but potentially in the Title 5 burn piles due to the presence of demolition debris, although
motors, etc. are decontaminated before being sent to the burn pile.

e Waste tickets are generated for each burn that list what’s sent to the burn pile, but may not be
sufficiently detailed.

e FEquipment of concern is changed out (regularly? When malfunctioning?) decontaminated for
reuse/rebuilding/storage (?) notes unclear about final destination for decontaminated
equipment

e Personnel stated that air monitoring was not required by their two permits.

Misc.

e Asbestos removal is performed prior to demolition

e Control unites/panels are separate from the process manufacturing areas

e Some hydraulics/oil used in the production areas which generate waste oil. These were stated
to be primarily motor oil and thus should not be contaminated with PCBs.

e HSAAP is starting a 12 month waste characterization study to quantify the amount of wastes in
the buildings to be demolished. These buildings have been cleaned with respect to explosives
residues only and then mothballed.

e Light ballasts are collected then sent off. The process by which HSAAP determines which ballasts
are considered PCB contaminated and where they are sent was not noted.

e On-site landfilling is available.

e Recentinspections include December 12, 2014 (air) and end of July 2015 (hazardous waste).
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Holston Army Ammunition Plant Notes

¢ The HSAAP site may be given back/sold to Eastman Chemical Company; if so, the Army would
make a determination on the handling of PCB items.

e Personnel noted that no ballasts in the light fixtures in the explosives manufacturing buildings —-
the explosive-proof fixtures/lighting contain no ballasts

e Scrap metal from demolished buildings is handled by Thompson Metal for the site.

Transformers/electrical equipment

e All/most have been retrofilled and are considered PCB contaminated
e Known areas of PCBs from last inspection
o Bldg 200 (steam plant) — 2 present, supposedly uncharged, but at least one was live
o Pump Room — determined to have no PCBs present
o Bldg 122 — PCB storage area
e Bldg 200 (steam plant)
o It was stated that the one of the transformers present were disconnected
= Email dated August 18, 2015 stated that transformer #1 (SNL495603PMLB) was
disconnected potentially in 2011 — last service dates to around January 31,
2011. No determination on fate made yet.
o Transformer 1 — SN L495599PMLE, temp 20°C
o Electrostatic precipitators are present to reduce danger at steam plant
e There is an inventory of all of the pad mounted transformers and one containing most of the
pole mounted ones containing in their GIS database.
e Potentially an issue with small capacitors at the waste water treatment plant (there is a letter
that HSAAP has that explains further. A copy of this document was requested)

Burn Pile

e Primary constituents were wood, metal, piping and plastics. Piping (utilities) had been
segregated at the time due to concern about lead based paint (LBP) from the production line.

e Pile heated to 1200 degrees for 6 hours to decompose explosives; water coming off of the pile
goes to the on-site waste water treatment plant.

e Waste tickets generated for the burn pile doesn’t necessarily detail debris amounts, type or
original location; its intended use is as an internal safety measure.

e HSAAP is starting a 12 month waste characterization study to quantify the amount of wastes in
the buildings to be demolished. These buildings have been cleaned with respect to explosives
residues only and then mothballed.

e Light ballasts are collected then sent off. The process by which HSAAP determines which ballasts
are considered PCB contaminated and where they are sent was not noted.

e On-site landfilling is available.

e Aninfrared camera is used to monitor the burn pile temperature to ensure complete
decomposition of explosives.
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Holston Army Ammunition Plant Notes

¢ Burn schedule — 4 burns in 2012 and 2013; 3 burns in 2014; 2 burns to date in 2015.
PCB storage area

e No items in storage area at time of inspection.
e Correctly labeled on front door; no label at rear garage entrance

Waste and Used Oil

e Used oil from the auto shop is recycled using Enterprise (Waste Oil out of Knoxville?)

e  Water collects in the used oil storage pit when it drains; the water is tested {for leaks) and then
disposed of at the waste water treatment plant.

e  Waste oil from equipment (e.g. elevators, lifts, motors) is sent to the burn pile.

e Waste oil is not tracked by which building or piece of equipment it comes from. No note on
where the accumulation point is.

Close-out conference

e Inspectors requested the following items

Inventory of pole and pad-mounted PCB transformers on site

Disposal records of the 5-6 steam room transformers that occurred in the past
Inspection logs for PCB storage area

Records of disposal for light ballasts in all buildings, especially demolished ones
Storage for reuse records

o O O O
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Ronnie Wilhoit

From: Ogle, James (US S5A) <James.Ogle@baesystems.com>

Sent: Friday, August 01, 2014 421 PM

To: Ronnie Wilhoit

Le: Shelton, William (US SSA); Armstrong, Terry (US SSA); Crawford, Amy (US SSA); Bailey,

Paul (US SSA); Proffitt, Skip (US SSA); Light, Jon (US SSA); Vestal, Michael Mr CIV USA
AMC; Quincy Styke

Subject: BAE Systems (OSI) HSAAP (37-0028) confirmation of conditional approval for planned
open burning

Mr. Wilhoit,

RE: BAE Systems Ordnance Systems Inc.'s (OS1), operating contractor for Holston Army Ammunition Plant (HSAAP} in Kingsport,
Tennessee, confirmation of conditional approval for open burning of the explosive contaminated materials pile (source 37-0028-10)
in accordance with Title V Permit Number 558406 Condition E5-2.

This email is being sent to document and confirm that OSI will be conducting open burning of the explosive
contaminated materials pile (Source 37-0028-10) during the week of August 4, 2014 through August 8, 2014 provided
proper conditions are present to ensure good air dispersion and that all other requirements of Condition E5-2 from Title
V permit 558406 are met. If the weather is not favorable, OS! will continue to evaluate the weather for a day with the
proper conditions to conduct the burn during the following week. If additional time before the end of August is needed
to ensure that conditions are favorable another email will be provided to keep you informed.

As required and discussed during our July 29, 2014 conversation, 05! will conduct the open burning in accordance with
the Division of Air Pollution Control {DAPC) Rule 1200-3-4-.04 {1){k}) and Conditions E5-1 through E5-8 of Title V permit
558406. Part of these conditions which we also discussed is to monitor the weather to ensure that appropriate
conditions exist and that there is no air stagnation occurring that would potentially impact the dispersion. As stated OSI
does monitor this information and will only burn if acceptable pollutant dispersion conditions are present. OS] checks
with the EPA Air Now website to ensure that an action day alert has not been issued. As discussed the burn was not
conducted in the second quarter since a good ventilation rate could not be calculated during a date available for the
burn.

Approval

The optimum day from the dates listed above will be selected based on the forecasted conditions. OS! plans to use the
finalized Excel based tool, developed using information provided by a consulting meteorologist from the March 2012
burn, to properly document the burn and to ensure that the intent of Condition E5-2 has been met. The forecasted
weather conditions and the completed Excel tool documents will be maintained and made available during inspection.
We understand the verbal approval of these dates were given only as long as a method is used to ensure the selected
burn date is conducive for adeguate air dispersion to meet the permit condition.

Backeground

All explosive contaminated materials must be disposed of in accordance with the requirements of DOD 6055.09 STD:
DOD Ammunition and Explosives Safety Standards. Currently, no approved safe alternative 1o burning can be utilized to
meet the desired level of decontamination for safe handling of the material. In accordance with our standard practice
and Condition E5-1, we will light the pile between 0830-0900 hours uniess low surface winds negatively affect the air
dispersion, in which case a later start time will be selected.
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if there are any concerns with the proposed burn schedule or further notification needs to be made to the Johnson City
Environmental Field Office please contact me by phone at (423) 578-6231 or by email at james.ople@baesystems.com. if
you or others are interested in attending the scheduled burn just let me know.

Thank you in advance for your discussion and for your conditional verbal approval,

James E. Ogle

Environmental Affairs Specialist- Air
BAE Systems Ordnance Systems Inc.
Holston Army Ammunition Plant
Phone: 423-578-6231

Cell: 423-863-5102

CONFIDENTIALITY NOTICE

The information in the attached communication is confidential, is intended solely for the addressee, and includes proprietary
items. If you are not the intended recipient, any disclosure, copying, distribution or any action taken or omitted to be taken in
reliance on it, is prohibited and may be unlawful. If you have received this communication in error, please notify the sender and
shred any paper copies. if you are not the intended reciplent you may not retain, copy or use this communication for any
purpose. If you are the intended recipient you should not disclose all or any part of the contents to any other person, except In
accordance with all applicable nondisclosure and confidentiality agreements. Sender reserves all intellectual property rights in
this communication, including but not limited to copyrights, trade secrets, patents and trademarks as applicable.
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CSWAB

CITIZENS FOR SAFE WATER AROUND BADGER

E12629 Weigand’s Bay South - Merrimac, WI 53861
Telephone (608) 643-3124

Hmail: info@cswab.org

Webslte: www.cswab.org

www facebook.com/cswab.org

July 20, 2015

Ken Feely, Regional PCB Coordination/Cleanups
USEPA Region 4

61 Forsyth Street, 5.W.

Mail Code: 9725

Atlanta, GA 30303-8960

Phone 404-562-8512

Feely ken®@Epa.gov

SENT BY ELECTRONIC MAIL

RE: Request for EPA Assistance in Assuring Compliance with TSCA Regulations in the Treatment
of Explosives-Contaminated Wastes at the Holston Army Ammunition Plant, Tennessee

Dear Mr. Feely:

As the regulatory agency responsible for enforcing Toxic Substances Control Act (TSCA) regulations, we
are requesting EPA’s assistance in assuring that open air burning and thermal treatment (including
heating) of explosives-contaminated wastes at Holston Army Ammunition Plant are in compliance with
these regulations. PCBs (polychiorinated biphenyls) are the only chemical class specifically named in
TSCA because Congress believed that the chemical and toxicological properties of PCBs posed a
significant risk to public health and the environment." TSCA also provides for the regulation of asbestos.
EPA’s immediate attention is requested as multiple sources at the site are currently active.

Human exposure to PCBs is a concern because of the wide range of adverse health effacts including skin
irritation, reproductive and developmental effects, immunologic effects, liver damage, and cancer. The
developing fetus, infants, and children are the population groups most vulnerable to exposure.
Exposure may impede the development of their brains, reproductive, immune, and endocrine systems,
Emissions from open air burning may be expected to cause an increase in respiratory symptoms for
individuals with asthma or other sensitive populations such as children or the elderly.?

1 U.s. Environmental Protection Agency, TSCA Enforcement Program, accessed online July 7, 2015 at

it/ ferwew epapov/regiont/enforcement/iscal

2 U.S. EPA, Region 5, Comments on the Analysis, Preliminary Determination and Draft Plan on the Explosive
Decontamination and Demolition at Badger Army Ammunition Plant (BAAAP) in Wisconsin, September 22, 2003,

1iPage
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EPA has affirmed that dioxins (i.e., chlorinated dioxins and chlorinated furans) could be a byproduct
from combustion of the PCBs found in buildings and demolition debris. In addition, polychlorinated
dibenzofurans could also be formed and may be the predominant form.?

Because PCBs and dioxins are actually mixtures of semivolatile organic compounds with congeners that
have a range of volatilities, PCBs and dioxins emitted to air will distribute between the vapor phase and
the particulate phase {by adsorption onto particles}. The vapor phase PCBs and dioxins are subject to
direct uptake by the leafy parts of grass and crops; and the particulate matter can deposit onto crops
and soil.®

Also, vapor phase and particulate PCBs and dioxins can diffuse into water bodies, deposit directly onto
water bodies, and enter waterbodies via soil erosion and runoff. Both PCBs and dioxins are persistent in
the environment and do not readily degrade. PCBs can travel long distances in the air (>10 miles} and
deposit in areas far from where they were released.

In addition to direct exposure through inhalation, indirect pathways are possible and associated risks
from these pathways could be higher.” Examples of indirect pathways include uptake of PCBs and
dioxins into edible crops and pasture grass, human consumption of edible crops, consumption of
pasture grass by beef and dairy cattle and other livestock followed by human consumption of the
livestock and milk, incidental soil ingestion and dermal contact with PCBs and dioxins in soil, uptake and
bioaccumulation of PCBs by fish in waterbodies, and human consumption of fish.®

Holston Army Ammunition Plant

The open burning area for waste explosives and explosives-contaminated material at Holston Army
Ammunition Plant is located approximately 0.85 miles from the closest facility boundary and
approximately 1.5 miles from the closest resident, according to BAE Systems Ordnance Systems Inc.
{QSI) — the operating contractor for Holston Army Ammunition Plant. The base is located at the
headwaters of the Holston River at Kingsport, Tennessee.

In December 2011, officials with the Tennessee Division of Air Pollution Control reported observing
ground level smoke from Holston lingering in the general area, impacting local air quality.” On multiple
occasions, community members have reported and photographed ground level smoke in neighboring
residential areas that coincides with open burning at Holston. These observations indicate that residents
are at risk for exposure to emissions from open air burning. 1t is also reasonable to expect that
populations in closer proximity to the various source areas at Holston, such as onsite workers and other

* U.S. EPA, Region 5, Comments on the Analysis, Preliminary Determination and Draft Plan on the Explosive
Decontamination and Demolition at Badger Army Ammunition Plant (BAAAP) in Wisconsin, September 22, 2003,
* UU.S. EPA, Region 5, Comments on the Analysis, Preliminary Determination and Draft Plan on the Explosive
Decontamination and Demalition at Badger Army Ammunition Plant (BAAAP) in Wisconsin, September 22, 2003.
> U.S. EPA, Region 5, Comments on the Analysis, Preliminary Determination and Draft Plan on the Explosive
Decontamination and Demclition at Badger Army Ammunition Plant {(BAAAP) in Wisconsin, September 22, 2003,
® U.S. EPA, Region 5, Comments on the Analysis, Prefiminary Determination and Draft Plan on the Explosive
Decontamination and Demglition at Badger Army Ammunition Plant (BAAAP) in Wisconsin, September 22, 2003,
’ Tennessee Department of Environment and Conservation, Tennessee Division of Air Pollution Control (DAPC),
online database accessed July 7, 2015 at http://environment-online.state.tn.us:8080/pls/enf_reports/
fPp=19031:34251:7106768381034::N0:34251:P34251_ROW _11:23734
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personnel, are at increased risk for exposure to the uncontrolled release of pollutants from open air
burning and thermal treatment activities.

There are three main types of wastes that are burned at Holston, according to 051.2 The first is bulk raw
explosives that have become contaminated through contact with the manufacturing floor or out-of-spec
product unsuitable for use or reprocessing. This waste is burned normally each week in open burn pans.

The second type of waste consists of explosives-contaminated small articles such as plastic bags, paper
towels, filters, personal protective equipment, and dewatering filter socks. This material is placed in a
steel cage and is generally burned once a week even though it is permitted daily. 3

The third type of waste is large articles that may be contaminated with explosives and includes various
materials, piping from buildings, process vessels, building demolition material including concrete, and
possibly soil surrounding these areas. This material is placed in large piles at the burning ground. 10

Since many of the materials that are required to be thermally decontaminated are not combustible,
large amounts of clean wood are used along with small quantities of kerosene or diesel to facilitate the
burning of pile material. **

Over the past several years 08! and the Army have been working on removing inoperable and
decommissioned equipment and structures from the site. This has been a multi-year project and is
approximately 50% complete, 0S| has reported. The estimated completion date for the second phase of
the demolition projects is in approximately three years.

The Holston Army Ammunition Plant is the major supplier of explosive materials — primarily RDX- and
HMX-based products — to the U.S. Department of Defense, according to OSI. The EMCW (Energetic
Material Contaminated Waste) generated is primarily composed of paper, plastic bags, pallets, boxes,
liners, piping, and other items potentially contaminated with EM. in the past, EMCW disposal accounted
for 92 percent all material disposed."? Flashing has been conducted outside the open burning grounds
in decontamination ovens or in one of the EMCW piles.

® BAE Systems Ordnance Systems Inc., Reviewed by HSAAP Staff, Correspondence to Tennessee Department of
Environment and Conservation, Division of Air Pollution, Subject: BAE Systems Ordnance Systems Inc., Holston
Army Ammunition Plant, Information Requested by TDEC for Open Burning Ground Scources 37-0028-10 and 37-
0028-53, July 13, 2012.

° BAE Systems Ordnance Systems Inc., Reviewed by HSAAP Staff, Correspondence to Tennessee Department of
Environment and Conservation, Division of Air Pollution, Subject: BAE Systems Ordnance Systems inc., Holston
Army Ammunition Plant, Information Requested by TDEC for Open Burning Ground Sources 37-0028-10 and 37~
0028-53, July 13, 2012,

1% BAE Systems Ordnance Systems Inc., Reviewed by HSAAP Staff, Correspondence to Tennessee Department of
Environment and Conservation, Division of Air Pollution, Subject: BAE Systems Ordnance Systems Inc., Holston
Army Ammunition Plant, Information Requested by TDEC for Open Burning Ground Sources 37-0028-10 and 37-
0028-53, July 13, 2012,

1 BAE Systems Ordnance Systems Inc., Reviewed by HSAAP Staff, Correspondence to Tennessee Department of
Environment and Conservation, Division of Air Pollution, Subject: BAE Systems Ordnance Systems Inc., Holston
Army Ammunition Plant, Information Requested by TDEC for Open Burning Ground Sources 37-0028-10 and 37-
0028-53, July 13, 2012.

2 U.5. Army Corps of Engineers, Alternatives for Open Burning/Open Detonation of Energetic Materials, Technical
Report 98/104, August 1998, page 22.
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Open Air Burning of Munitions-Contaminated Wastes as a Source of PCBs/Dioxin Releases

Beginning in 2000, the Army began pressing for approval to open air burn more than 1,000 excess
buildings at Wisconsin's Badger Army Ammunition Plant {Badger) — a proposal that even the military
acknowledged was not environmentally friendly.”® Studies by the U.S. Army Industrial Operations
Command at Sunflower Army Ammunition Plant in Kansas confirmed that open burning of explosive-
contaminated structures produces toxic emissions including “nitrous oxide, carbon monoxide, ashestos,

lead vapors, lead particulates, zinc, polyaromatic hydrocarbons, and dioxins”.™

The Army study affirmed that during an open burn materials are “changed from a solid form and are
released to the atmosphere where they will certainly be deposited over a large area resulting in
contamination of soil and surface water”.”® Open air burning of excess structures would pose several

potential risks including:

« Potential risks to workers posed by the inhalation of vapors and fugitive particulates during the
burning of the building; *®

e Potential risks to personnel and others who may be exposed to air borne vapors and dust
generated during burning; ”

e Potential risks to both human receptors and environmental receptors from the deposition of air
borne particulates; these deposited materials could affect both soil and surface water bodies in
the area surrounding the burn site.’®

in 2002, the Army at Badger first reported that high levels of PCBs had been detected in paint in
buildings at concentrations more than 400 times the federal threshold of 50 ppm (parts per million). In
2003, EPA Region 5 received a draft plan and request to burn buildings at Badger as a form of
demolition. Open burning of excess structures would not only cause the uncontrolled release of PCBs, it
would disperse dangerous levels of dioxins and furans to the environment — toxins that are known to
accumulate in the food chain and cause birth defects in humans and animals.

CSWAB maintained that if the EPA approved open burning of regulated levels of PCBs at Badger that it
would set a significant national precedent. The regional office agreed and the decision was referred to
EPA headquarters in Washington, DC,

During the three years that EPA considered the Army’s proposed open burning of PCB-contaminated
buildings, CSWAB organized a strong national campaign opposing open burning that garnered support
from more than 160 organizations. We traveled to Washington {0 meet with federal legislators and EPA

B 1.5, Army Industrial Operations Command, Plexus Scientific, Risk Analysis and Environmental Stabilization Plan
for Excess Personal Property, Sunflower Army Ammunition Plant, Final, 29 July 1996, page 4-3.

“ Ibid.

1311.5. Army Industrial Operations Command, Plexus Scientific, Risk Analysis and Environmental Stabilization Plan
for Excess Personal Property, Sunflower Army Ammunition Plant, Final, 29 luly 1996, page 5-4.

18 15.5. Army Industrial Operations Command, Plexus Scientific, Risk Analysis and Environmental Stabilization Plan
for Excess Personal Property, Sunflower Army Ammunition Plant, Final, 29 July 1996.

7 U.s. Army Industrial Operations Command, Plexus Scientific, Risk Analysis and Environmental Stabilization Plan
for Excess Personal Property, Sunflower Army Ammunition Plant, Final, 29 July 1996.

8 1.5, Army Industrial Operations Command, Plexus Scientific, Risk Analysis and Environmental Stabilization Plan
for Excess Personal Property, Sunflower Army Ammunition Plant, Final, 29 July 1996.
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headquarters, to Chicago to meet EPA officials there, and submitted dozens of Freedom of Information
Act requests.

Our members sent in more than 1,400 postcards to the EPA, thousands of emails were sent to
legislators, EPA officials, and the Wisconsin Department of Natural Resources {(WDNR). National and
local media attention ~ radio, television, and print — raised the visibility of the issue and our campaign.
In addition to considerable citizen activism, there was significant local Congressional involvement. 9
Prominent among them were U.S. Senator Russ Feingold, U.S. Senator Herbert Kohl and then-
Congresswoman Tammy Baldwin.

With support from community members, we hired an expert on dioxins. We built and strengthened
alliances with communities near other bases including the Ravenna Arsenal in Ohio, Indiana Army
Ammunition Plant, Sunflower Army Ammunition Plant in Kansas, and others. Community members
there helped to organize grassroots support for our shared campaign to protect human health and the
environment.

Collectively, these actions prompted officials at Badger to explore non-thermal solutions and the Army
successfully gained approval from the U.S. Department of Defense Explosives Safety Board for wet
demolition of buildings that had been previously identified by the military as highly sensitive.
Altogether, more than 1,300 explosives-contaminated buildings that were originally slated for open air
burning were successfully decontaminated and demolished at Badger using this non-thermal alternative.

At the same time, the Army at Ohio’s Ravenna Army Ammunition Plant abandoned plans to open air
burn more than 100 buildings. At lowa Army Ammunition Plant, the Army used chemical neutralization
instead of burning to desensitize contaminated buildings. The Army utilized indirect heat to treat
explosives-contaminated buildings (without PCBs) at Twin Cities Army Ammunition Plant in Minnesota.

in 2008, after extensive multi-program discussions, EPA Headguarters confirmed that the burning of
buillding levels of PCBs was prohibited and could not be approved ™ Ultimately, TSCA

PCB issues an a citizen opposition stopped the Army’s plans for open air burning. 2

Thermal Treatment of Munitions-Contaminated Wastes as a Source of PCBs/Dioxin Releases

Thermal treatment of painted non-flammable objects is considered the source of unsafe levels of PCBs
in soils at the Badger Army Ammunition Plant in Wisconsin. Following the detection of high levels of
PCBs in paint on pipes, flanges, and other metal objects, CSWAB asked state regulators to require
environmental testing for PCBs at the site of a former decontamination oven — a facility used to
thermally treat metal objects for explosive contamination. During operation, resultant particulates and
fumes from the oven were released directly to the open air with no treatment or emissions controls.

1% .S. Environmental Protection Agency, Briefing Paper, Topic: Badger Army Ammunition Plant, Baraboo,
Wisconsin, May 10, 2007.
* 1.5, Environmental Protection Agency, Briefing Paper, Topic: Badger Army Ammunition Plant, Barabog,
Wisconsin, May 10, 2007,
*1 1.5, Environmental Protection Agency, Briefing Paper, Topic: Badger Army Ammunition Plant, Baraboa,
Wisconsin, May 10, 2007.
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In 2005, testing by the Army detected Aroclor 1254 (a commercial PCB mixture) in adjacent soils at
levels as high as 740 ug/kg, exceeding the EPA Region 9 Residential Preliminary Remedial Goal (PRG) of
220 ug/kg and “right at” the EPA Region 9 Industrial PRG of 740 ug/kg.

The WDNR has confirmed that temperatures in Badger's decontamination oven were sufficient to
volatize PCBs and other contaminants. In correspondence to CSWAB, the WDNR wrote: “The primary
PCB Aroclor used in paint was 1254 ... under heating at 450 degrees Fahrenheit it is likely that the
Aroclor 1254 did volatize out of the paint.” *

In the past, paint manufacturers used from 5 to 12 percent PCBs in paints as a plasticizer. According to
the Washington State Department of Ecology, lead, mercury, cadmium, and chromium were commonly
used in paint as pigments and preservatives and are found in paint on older buildings. Arsenic was used
as a pigment, a wood preservative, and as an anti-fouling ingredient. Barium was used as a pigment and
a corrosion inhibitor. Latex paint produced before 1992 may contain mercury which was added as a
fungicide.

Accordingly, analysis of paint on structures, pipes and other equipment at Badger Army Ammunition
Plant detected elevated levels of arsenic, barium, cadmium, chromium, lead, mercury, silver and PCBs.2
(A table with these test results is attached.)

If paint is found to contain asbestos, disposal could be subject to the ashestos NESHAP (National
Emissions Standards for Hazardous Air Pollutants) regulations.” Regulators held that if 1% asbestos
concentration was found to be entering the decontamination oven at Badger that ashestos abatement
would be required, especially as heating can cause flaking of the paint with the potential for release of
asbestos into the air.”

In addition to paint, PCBs were also used in other building materials such as mastics, sealants, adhesives,
and specialty coatings. PCBs were a common additive to caulk because of their water and chemical
resistance, durability, and elasticity. Caulk containing PCBs was used in some buildings, including
schools, primarily between 1950 and 1980.

Other significant potential sources of dioxins emissions include combustion of wood, plastics, and other
building components. In some instances “several tons of wood” are burned to treat a very small amount
of waste at Holston, according to officials with the Tennessee Division of Air Pollution Control.

22 wisconsin Department of Natural Resources letter to Laura Olah, Executive Director, Citizens for Safe Water
Around Badger, Subject: Decon Qven at the Badger Army Ammunition Plant, luly 25, 2003.

2 .S, Army, Badger Army Ammunition Plant, Paint Analysis Data, table obtained from U.5. EPA Region V via FOIA
reguest in 2009,

.5, Environmental Protection Agency, EPA Comments on the Tests of PCB Releases During Burning Activities At
Ravenno Army Ammunition Plant — Draft Phase 1 Test Plan, September 28, 2005.

.5, EPA/Wiscansin DNR, Badger WAAP Meeting Minutes, June 4, 2008. Document obtained through CSWAB
FOIA request to EPA Region 5.
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Asbestos

As noted above, concrete and building demolition materials are specifically identified as thermally
treated wastes at Holston by the operating contractor. Asbestos was historically added to a variety of
building materials and is found in concrete and concrete-like products. In addition to asbestos in the
concrete itself, ashestos can be present in materials used to coat the ashestos such as paints and asphalt
type coatings. Some caulks, used to seal seams or joints, contain asbestos.

There can also be asbestos concrete pipes or transite siding (a fireproof composite material made of
asbestos and cement), and cement ducts embedded in the concrete. Cement-like products used to
patch or fill concrete and brick may contain asbestos. Literally hundreds of cement-based products used
for insulation, masonry, stucco, finishing, roads, and other applications contain asbestos. In other
words, even if the concrete does not contain asbestos that does not mean that there are not other
asbestos containing products that may need to be addressed.

Hubbellite is the brand name for a poured seamless floor that entered the market in the 1940s and is an
example of applied flooring that may contain asbestos. Hubbellite applied to concrete floors at
Wisconsin's Badger Army Ammunition Plant contained approximately 10 percent chrysotile or “white
ashestos”. Hubbellite is composed of a mixture of cement, limestone, copper and magnesium
compounds, and proprietary additives. According to the manufacturer, Hubbellite flooring is fire
resistant, chemical resistant {including solvents), non-sparking, and static-disseminating.

In 1998, the EPA issued a memao alerting industry and labor organizations of the potential for asbestos in
“soft” concrete in the roofs of buildings. An inspection of a roof repair project on a government building
revealed that the concrete material used for forming the roof surface in 1934 contained a high
concentration of asbestos. Analysis of the concrete revealed it had an asbestos content of between two
and 10% by weight.

Military Formulation of Super Powerhouse insulation cement {produced from 1957 to 1971} contained
5% chrysotile asbestos and was developed to conform to government specification. This product was
manufactured and sold exclusively for U.S. government military installations. {The commercial
formulation without asbestos continued in production.) Both products were dry, mixtures containing
spun mineral-wool, hydraulic setting binders, clays and other ingredients. Its use in or on concrete is not
known.

Cuestions:

¢ Are all items and wastes subjected to open burning, thermal treatment or heating {(asina
decontamination oven) at Holston Army Ammunition Plant tested for PCBs, asbestos and other
TSCA-regulated substances? How is this documented and where can the public access this
information and corresponding data?

e |5it possible that items and wastes containing regulated levels of PCBs, asbestos or other TSCA-
regulated substances were subjected to open air burning, thermal treatment or or heating (as in
a decontamination oven) at Holston in the past? How has this been addressed and where can
the public access this information and corresponding data?

% Citizens for Safe Water Around Badger, Asbestos in Concrete at U.S. Military Bases, June 6, 2005. Accessed
online at http://cswab.org/asbhestos-in-concrete-at-u-s-military-bases/.
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Recommendations:

e |f comprehensive analysis for TSCA-regulated substances has not and is not being conducted, all
open burning, thermal treatment and heating (as in a decontamination oven) of items and
wastes at Holston should be immediately suspended until the Army can demonstrate full
compliance with all applicable federal regulations.

+ Consistent with EPA’s Environmental Justice policies, the Agency should take active steps to
promote community outreach and engagement. This should include regular public forums that
provide community members with the opportunity to make recommendations, seek
clarification, express concerns, and have their questions answered.

Sincerely,

LaliraiOlah, Executive Director

Below: Photographs (6)

Attached as .pdf files:
e Paint analysis data for PCBs and other parameters at Badger Army Ammunition Plant
s Defense Environment Alert, EPA Refects DOD Colls for Allow Open-Burning of PCB-Coated
Materials, August 29, 2006
e Record-Courier, Burn at Ravenna Arsenal Not Likely - EPA Rejects Plan to Dispose of Buildings,
September 2, 2006

€C w/attachments:
Gina McCarthy, EPA Administrator
Cynthia Giles, Assistant Administrator, EPA Office of Enforcement and Compliance Assurance
Scott Gordon, U.S. EPA Federal Facilities Program, Region 4
U.5. Senator Lamar Alexander
U.S. Senator Bob Corker
U.S. Congressman Phil Roe MD
Governor Bill Haslam
Lt. Governor Ron Ramsey
State Representative Bud Hulsey
State Representative Jon Lundberg
Quincy Styke, Tennessee Department of Environment and Conservation
John C. Webb, Tennessee Department of Environment and Conservation
Ron Withoit, Tennessee Department of Environment and Conservation
Renée Victoria Hoyos, Tennessee Clean Water Network
Jane Williams, California Communities Against Toxics
Mark & Connie Tochey
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Photographs of smoke affecting residential areas near Holston AAP, December 2011 and March 2013
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Burn Pile East Side

2/11/2016
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2/11/2016

Burn Pile possible lead based painted pipe

Burn Pile possible lead based painted pipe
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Burn Pile South Side

Burn Pile West Side
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Burn Pile North Side

Burn Cage
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Burn Pile close up Northside lead based paint pipe
pile
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Burn Pan

Burn Cage Eat side
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Bldg 200 PCB Transformer
L495599PMLB

Bldg 200 PCB Transformer
L495599PMLB
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Bldg 200 PCB Transformer
L495603PMLB

Waste oil area
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Bldg 122 PCB storage area
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Bldg 122 PCB storage Cage

Used oil area
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Used oil area

Bldg 20 A PCB Large Mark
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Bldg 20 A capacitor inside switch gear

Bldg 7 A Large Mark
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2/11/2016

Bldg 7 A unknown capacitor bank PCB concentration

Bldg 2 A switch gear
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Bldg 8 A Transformer HOL 35811

Bldg 8 A Transformer HOL 35811
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2/11/2016

Bldg 8 A Transformer unreadable HOL ID number

Bldg 8 A Capacitor 6 Bank HOL 30961
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US ENVIRONMENTAL PROTECTION AGENCY
WASHINGTON, DC 20480

RECEIPT FOR DOCUMENTS

1. INVESTIGATION IDENTIFICATION:

DATE INSPECTION NO. DAILY SEQ. NO.

FIBIS

AE LT RRAD S

2. COMPANY NAME
Holston Aay Ammonhan Yoy

Contact Person:

3. INSPECTOR ADDRESS Toxic Substances Program, TDEC
William R Snodgrass, TN Tower
312 Rosa L. Parks Ave, 14" Fi
Nashville, TN 37243

4, COMPANY ADDRESS ,
ﬁi}f&f} i:? wjﬂﬁ?ﬂ i:;"?é:} e b

For internal EPA use. Copies of this form may be provided fo recipient as acknowledgment of the documents described
below collacted in connection with the administration and enforcement of the Titla X, Section 1038 Disclosure Rule.

RECEIPT OF DOCUMENT(S) DESCRIBED IS HEREBY ACKNOWLEDGED:

DUPLICATE COPIES: REQUESTED AND PROVIDED
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NO. DESCRIPTION
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Crawford Amy (US SSA)

From: Foy, Matthew (US S5A)

Sent: Tuesday, July 30, 2013 11:23 AM

To: Bright, Michael (LS SSA); Harper, Scott (US 55A); Boggs, Jeffery (US SSA); Alley, Calvin
{US SSA); Darnell, Justin (US SSA)

Ce: Crawford, Amy (US SSA)

Subject: Bldg 201 Pump House - Capacitors in basement

Importance: High

All,

See confirmation below. These capacitors DO NOT contain PCB fluids. Hence, any all references to them being treated
as such, should be discontinued.

Amy — if you will update environmental’s records {PCB plan, SPCC plans (7))}, I'll see that our PM is updated to remove
these items from the inspection list.

Thanks,

£ gwy,

BAE Svstermns - Ordnance Bystems Inc.
Manager, Electrical & Instrument Services
O: 423.578.6086

E: matthew foyibaesystems oom

CONFDENTIALITY NOTICE: The information in the attached communication is confidential, is intended solely for the addressee, includes proprietary items. If yvou are
not the intended recipient, any disclosure, copying, distribution or any action taken or omitted {o be taken in reliance on i, is prohibited and may be unlawful. If you
have received this communication in ervor, pleasa notify the sender and shred any paper copies. if you are not the intended recipient vou may not retain, copy or use
this communication for any purpose, If you are the intended recipient you should not disclose all or any part of the contents 1o any other person, except in
accordance with all applicable nondisclosure and confidentiality agreements. Sender reserves all intellectual property rights in this communication, including but not
limited 1o copyrights, trade secrets, patents and trademarks as applicable.

From: ENERGY Parts Only Requests (GE Energy Services) [mailtoie
Sent: Tuesday, July 30, 2013 11:14 AM

To: Foy, Matthew (US SSA)

Subject: 43F763DA1 Capacitor

Hi Matt,
I spoke with my technical contact in regards to the Capacitor. Based off of the information you supplied me
with.
The numbers on the Capacitor:
43F763DAL
1886733

161a8668p10
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Specs:

B00v dc surge
200mfd

non polar

My technical contact was able to conclude.
This is an electrolytic capacitor, it does not contain pyronol {PCB) fluid

I hope this helps. If you need any more information on this or anything else, come to us at the Parts Group.

Regards,
Michelle
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FW: Information requested from Holston Army Ammunition Plant

FW: Information requested from Holston Army Ammunition Plant

Pamela Franklin

Elizabeth Warner; Adrianne White; Stephanie N. Day

Tuesday, September 01, 2015 4:18 PM

PCB Storage
Inspection...

Pamela R Franklin | Environmental Manager
Division of Solid Waste Management

Toxic Substances Program

William R Snodgrass Tennessee Tower

312 Rosa L Parks Ave., 14th Floor
Nashville, Tennessee 37243

Office 615-532-0849

Fax ©615-532-0886

Cell 615-306-1829

DSWM’s Mission Statement: To protect health and improve environmental guality for all
Tennesseans through responsive and effective oversight of waste management activities.

Tell us how we're doing! Please take 5-10 minutes to complete TDEC’s Customer
Service Survey

From: Crawford, Amy (US) [mailto:amy.crawford@baesystems.com]
Sent: Tuesday, August 18, 2015 2:42 PM

To: Pamela Franklin

Cc: Shelton, William (US); Vestal, Michael Mr CIV USA AMC

Subject: Information requested from Holston Army Ammunition Plant

**% This is an EXTERMNAL email. Please exercise caution. DO NOT open attachments or ¢lick links
from unknown senders or unexpected emall - OIR-Security. ¥

Pam,
We did not regularly inspect the Building 122 cage area if nothing was stored there until March of 2012

HAAP Page 1
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when the electrical group added it to their preventive maintenance work orders. The linemen indicated
lights stored in the cage area in the summer of 2013. The electrical department did some checking for
me on that. They had stored the lights there in case the ballasts contained PCBs. Once they took them
apart, they found 1 ballast that was questionable while the rest did not contain PCBs. The questionable
one was taken to the drum we keep at Building 102 for PCB-containing light ballasts which are disposed
of with Southeast Recycling in Johnson City.

We believe Transformer L495603PMLB was disconnected in 2011. An actual date could not be
determined from Maintenance or Operations other than some time after January 31, 2011 when Boiler
#2 was taken off-line for the baghouse project. There are no plans to re-start Electrostatic Precipitator #
2, and it does not appear the transformer could be used for Electrostatic Precipitator #1. We will make
plans to dispose of it.

A question came up about the labeling of Building 122. The cage area is the PCB storage area, not the
entire building. So, would the requirement be just to label the cage area?

Thank you,

Environmental Affairs Specialist
BAE Systems Ordnance Systems Inc.
Holston Army Ammunition Plant
4509 West Stone Drive

Kingsport, TN 37660

Phone: 423-578-6417

Cell: 423-782-7871

Fax: 423-578-6329
amy.crawford@baesystems.com

HAAP Page 2
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Clean Harbors
1672 East Highland Road
Twinsburg, OH

330-425-3825
Fax 330-487-5784

www.cleanharbers.com

MR. MICHAEL BRIGHT

BAE SYSTEMS ORDINANCE SYSTEMS
4509 WEST STONE DRIVE
KINGSPORT, TN 37660

e e - it S Ve ek e e

Enclosed you will find signed copies of your shipping documents, which indicates acceptance of
your waste at our Clean Harbors PPM facility in Twinsburg, OH.

004800260FLE RECEIVED 06/20/13

in accordance with 40 CFR 264.12(b), Clean Harbors PPM, LLC-Twinsburg Faclility has the
appropriate state and federal permits to accept, store, and/or treat the waste you shipped to our
facility. This letter should be kept on file with your copy of the signed manifest.

We appreciate your business. If you have any questions, please contact me at (330) 425-3825.

Sincerely,

Jahznu ke
Shantanu S. Pahi

Facility General Manager

Enclosures

Holston Army Ammunition Plant Page 28
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Clean Harbors Environmental Services
1875 Forge Street
Tacker, GA 30084

www.eleanharbors.com

March 15, 2013

Paul Bailey

Bae Systems Ordinance Systems
4509 WestStone Drive

Kingsport, TN 37660

RE: Sales Order #: GA5020174

Dear Mr. Bailey:

Enclosed please find a signed copy of your shipping document, which indicates
acceptance of your waste at our Clean Harbors PPM facility in Tucker, Georgia.

Shipping Document Number: 004800103FLE

Date Received: 31113

In accordance with 40 CFR 264.12(b), Clean Harbors PPM, LLC-Tucker Facility
has the appropriate state and federal permits to accept, store, and/or treat the
waste you shipped to our facility. This letter should be kept on file with your copy
of the signed manifest.

We appreciate your business. If you have any questions, please contact me at
(770) 934-0902 x 6562.

Sincerely,

Carol Ramsay
Compliance Guard

Enclosure(s)

1875 Forge Street, Tucker, GA 30084 ph: 770.934.0802 fax 770.496.5098

Holston Army Ammuniticn Biad . . . » Page 28
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ERVIRQUMENTAL 52

&

RVICES®
March 28, 2008

Altny: Ms. Karin Bumetle
BAE Systems Ordinance
4504 West Stone Drive
Kingsport, TN 37860

RE: Job Control # GAZ2280818-001

Dear Ms. Burmnetle:

Enclosed please find a sighed copy of your manifest, which indicates acceplance
of your material at our Clean Harbors PPM facility in Tucker, Georgia,

Manifest Document Number: 0021868326FLE

Date Received: 03724/08

if vou have any queslions, please contact me at (770) 834-0802 x 6562
Sincerely,

o,

ey

~ / }
] 0 S |
T w\

Carol Ramsay
Records Administrator

Enclosure: manifest

1875 Forge Strest, Tucker, GA 30084 ph 770.834.0802 & 770 496 8096
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Clean Harbors PREM LLC
1875 Forge Street
Tucker GA, 30084

GADDEOS39187
(7703} 934-0802

CERTIFICATE OF DISPOSAL

Gansrator Facllity Name: Bae Systerns Qrdinance Systems Sates Ordert: GAZIBOG2E
Genersior Address: 4509 Weast Stone Drive Dats Recelved: JE43008
Kingspont, TN, 37680

Genarator Coniant Name,

Ganarator EPA D: TN5210020421 Load #: 3119589
danifest & QU2 1983E8FLE

Criginal Date Removed Unit  Unigue ¥ Material Dlaposal dMathod of Disposal Facliity
CHID® From Service Typs Serlal § Desoription Diate Disposal

17944283 BAS/2008 CM L4ABES13IPMLE G § iw BFRI009 Entriaration Bawr Park, TX Faclity
17214284 31472009 C¥ LAGSHZIPMLE Mise. Blactrival Eguipmani, BIAI2009 Dacomeiaioned PP - Coffayvitle, K3

Gromtar Than SO0PPRM POB
17014235 312008 CM LAS5825PMLE wtar, Bleckical Egupmant, BIEIII0Y Bmcomimbaionad FER - Coffeywiile, KS

Graatyr Than S00PEM PCR

UNDER CIVIL AND CRIMINAL PENALTIES OF LAW FOR THE MAKING OR SUBMISSION OF FALSE OR
FRAUDULENT STATEMENTS OR REPRESENTATIONS (18 U.8,C. 1001 AND 158 U.5.C. 2618), | CERTIFY
THAT THE INFORMATION CONTAINED IN OR ACCOMPANYING THIS DOCUMENT IS TRUE, ACCURATE,
AND COMPLETE, AS TO THE JDENTIFIED SECTION(S) OF THIS DOCUMENT FOR WHICH | CANNOT
PERSONALLY VERIFY TRUTH AND ACCURACY, | CERTIFY AS THE COMPANY OFFICIAL HAVING
SUPERVISORY RESPONSIBILITY FOR THE PERSONS WHO, ACTING UNDER MY DIRECT INSTRUCTIONS,
MADE THE VERIFICATION THAT THIS INFORMATION I8 TRUE, ACCURATE, AND COMPLETE,

ﬁ“% a Q?VW Tuesday, June 30, 2009
Authorized Agent Date

Page 1ol 1
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Clean Harbors Deer Park, LLC
2027 Independence Parkway South
La Porte TX, 77571
TXDOS55141378
{281) 930-2300

CERTIFICATE OF DISPOSAL

Sales Ordert: LV3898937
Date Received: 82272011

Generator Facility Name: Bae Systems Ordinance Systems
Generalor Address: 4509 West Stone Drive

Generator Contact Name:

Genarator EPA {D: TNS210020421 Load #: 334888
Manifest #: 004472699FLE
QOriginal Date Removed Unit  Serial#/ Material Disposal Method of Disposal Facility
CHID# From Service Type Customer D Description Date Disposal
2416695 {12011 M 24816695 7 Capacitor For Incineration 83072011 incinaration Degr Park, TX Facility

Under Civil and Criminal Penaities of Law for the making or submission of false or fraudulent statements or representations (18 U.S.C. 1001
and 15 U.8.C. 26815), | certify that the information contained in or accompanying his document is rue, accurate, and complete. &s to the
identified section(s) of this document for which | cannot personally verify truth and accuracy, | certify as the company official having supervisory
responsibility for the persons who, acting under my direct instrugtions, made the verification that this information is rue, accurate, and complate.

Thursday, Seplember 08, 2011
Date

,f/\ D B

Authorized Agent

Page 1 of 1
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Clean Harbors PPM LLC

1875 Forge Street
Tucker GA, 30084
GADS80835187
{770) 834-0902
CERTIFICATE OF DISPOSAL
Generator Facility Name: Bas Systems Ordinance Systems Sales Ordend: GASO82008
Generator Address: 4508 West Stone Drive Date Recsived:  &11/2013
Kingsport, TN, 37660
anera’tor Contact Name:
Gengrator ERPA 1D; ThE210020421 Load #:
‘ ' Manifest &: 004800103FLE
Original Date Removed Unit  Serial#/ Material Disposal  Methodof  Disposal Facility
CHID# From Service Type CustomeriD Desecription Date Disposal
30000880 202512013 TT  G04800103FLE/  POB Liguids Fun;} [;aom‘urfnaﬁon SM2/2013 Cil Reclamation  PPM - Tucker, GA Pacliity
' (<500RFM)

Under Civil and Crmina) Penalties of Law for the making or submission of false or fraudulent statements or representations (18 U.8.C. 1001
and 18 U.8.C. 2615), | certify that the information contained in or accompanying this document is frue, acourats, and complete. As o the
[dertified saifon(s) of this document for which | cannot personally verify truth and accuracy, | certify as the company official having supervisory
responsibility for the persons who, acting under my direct Instructions, made the verification that this information is frue, acourate, and complete.

il Tussday, April 02, 2013
Authorized Agent Date

Page 10f 1
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Clean Harbors PPM LLC
1672 East Highland Road
Twinsburg OH, 44087
OHDYBEYT75399
(330) 425-3825

CERTIFICATE OF DISPOSAL

Genarator Contact Name: Sales Orderf:  GAB473767
Genarator Facility Name: Bae Systems Ordinance Systems Date Received:  8/20/2013
Generator Address: 4508 West Stone Drive

Kingsport, TN 37680

Generator EPA ID: TNE210020421 Manifest #: 004800280FLE
Line # Profile/Description Digposal Methed of Disposal Disposal Facility
Date
1 PRMDB0T TRANSFORMER <80 ppm FOR RECLAMATION THB2013 Diecommission Twinsburg, O Facliity

Undar Chil and Criminal Penaties of Law for the making or submission of false or frasdulent stetements or representations 118 U.S.C. 1001
and 15 ULS.C. 2618), | cantify thut the Infurmetion sonteingd In or ssoompanying this dooument iy, acouraie, and somplats. As i the
Kantifiad saction(s) of this documant Jor which | cannot parsonally vertly troth snd soouraey, | cerifras tha company pificlal having supbrisary
responsibiity for the parsons whn, acting under my dirert inshuntions, mate the veifliostinn that his Informiation i bue, seeirats, and complets,

Name:

Title: antal Aoplications

Environm

Date:  Tussday, July 30, 2013

Page 1of1
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PCB Complaint Investigation Report
37-0815-HAAP-02

ATTACHMENT Vil
PCB ANNUAL DOCUMENT LOGS
FROM Amy Crawford

ED_001691B_00002018



PM / Inspection Checklist

PHE{INEPE . 123 Buliding AreaBG PM Description: PCB Quaf&eﬁy in&p}gﬁmﬁs

Next Due Date 7/15/2009 Last Complete 4/15/2009  PM Completion Date: *{ fie L?} Status Active Hours
Dusevery 3 miths Person Assigned Procedure STF

BM Group Lineman, Faciity Power PM Category Inspection 5030

Motes Per Inspection Report - 1/3/08 - 5-4, 11-A, 12-A - NON PCB
728408 - L495813PMLB - Moved fo Blidg #122, PCB Storage, taken off this PM.
B/40B- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,
3 HQQ L4Q5625PMLE & E_495622PMLB rem@ved fm»n Bldg 200 & stored at Bidg ‘522

Btem Descﬁptlen Procedure Equiph Comp
1 5& Transformer PGB { 3164568 ) STF 9030 SN 3164568 : w
Check PCB Logo -'

Check condition of equipmentfieak or filming
Check for equipmeant in use
. [NONPCB) e e
2 8-A Transformer (?‘MB’E% y §TE 8030 SN7148128 . T

Check PCB Logo
Check conditon of equipmentiieaks or fiming
Cheack For equipment In use

"3 414 Transformer (FB52786) 8TF 9030 SiN F962786

Check PCB Logo
Chack condition of squipment/ieak or filming
Cheok for equipment in use
N )
& 12-A Transformer { PLR42EG } STF 8030 SN PLR4BERY

Check PCE Logo

Check condition of squipmentfisak or filming
Cheack for squipment in use
{NON PCB)

'§  Transformer, Preciphator (L435598PMLE ) 2150 iLbs © STF030 INLAGHSOSPMLE

Check PCB Logo

Chack conditon of squipmentfaaks or fiming

Chech For equipmant in use

Pyrandl I T . ,
&  Tranaformer, Pf%@ipﬁ&%@? {st@@zmw 3 2150 Lbs STF %030 3N LASREDEPMLE T e

Check PCB Logo
Check condfion of sguipmentfieaks or filming
{heck For equipment in use
e PV B e
8 5A Small Capacitator (MCC DOOR ) 8TF 9030 104 0045

Check PCB Logo
Check conditon of equipmentieaks o filming
Check For squipment in use

10 6-A Small Capacitator (MCC DOOR ) © BTS00 IDHOD4E

Check PCB Logo
Check conditon of aquipmentfieaks or fiming

STF 9030 T ipEoer

S

Check PCE Logo
Check conditon of equipmentfieaks or filming
Check For squiptment In use

12 20-A Smsli Capacitator (HCC DOOR) T srRreni ID# 0050

Chack PLB Logo
Check conditon of equipmenifleaks o filming
..., Check For equipment in use. vt e i i i et et e O
13 &:apacﬁm {8 m%‘i) STF 5030 HOL 30969
(heck PCB Logo
Chack condition of equipment/leak of fiming

STFU030 HOLBORIS

Check PCB Logo
Check condition of squipment/ieak or flming
Chack for equipment in use

Tuesday, June 30, 2008 Issue & work order if more than 30 minutes of maintenance repair time is reguired as s result of an inspection, Page 1 of 2
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FiA 7 Inspection Checklist

1% Copeedior BE0Y Bosemant RIF B0 HOL BOBE4 [iﬂ - :Tf
Chank POE Logo
Chenk condifon of squipmentisak o Bing
Chash R BQuipment BO88
Fuesday, Jone 30, 2008 fxane n work order i miove then 30 minoies of meioiveanss sepsir thme b vegudred e 8 rosudt of an bspention, Pape 2 ofd
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PM] Ensp@ctién Checklist

PR INGPE 123 Bullding AreaB-G

Hext Due Date 10/1/2009  Last Complete 7/4/2009
Busevery 3 mihs

Pi Description:  PUB Quarterly Inspretions

o~

PM Completion Date: /1.

Person Assigned wﬁg}’f&:\ _________

PM Category Inspeclion

Notes Perinspeciion Report - 173108 - 5-4, 11-A, 12-A - NON PCB
/28108 - LAS5B1IPMLE - Moved 1o Bldg #122, PCB Slorage, laken off this PM.
8/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER.
3111/08 - LASEE25PMLE & L495622PMLE remaoved fron Bldg 200 & stored at Bldg 122

PM Group Lineman, Facility Power

Status Aciive

Procedure STF

8030

Hem Description

t 5A Transformer PCB { 3164568
Check PCB Lago
Check condition of equipmentieak or filming
Check for eguipment in use
NG POBY

Prosedurs
STF 9030

Equip#
SN 1164568 T .

2 8-ATransformer { 7146126 )
Chack PCB Logo
Chack conditon of equipmentfieaks or filming
Chack For equinment in use

3TF 8030

GNTIGIE T

3 14-A Transformer (F952785)

Check PCB Lego
Chack condiion of equipmentieal or filming
Chack for equipment in use

STF 8030

SINFOE2TEE U

......... (NN PCB)
4 12-A Transformer { PLR4988Y }
Check PCE Loge
Check condition of squismentfieak or filming
Check for aquipment in use
{NON PCE}

8TF 8030

SibtPLR4SES

5 Transformer, Precipitator (L493599PMLE ) 2450 HLbs

Check PCB Logo

Check conditon of squipmentfisaks or fiming
Check For equipment in use

Furangl Fiuid

BTF 9038

3N LABESROPMLE ]

s Tréﬁsformer, Pracipltator {L495803PMLE } 2150 Lbs
Check PCB Logo
Check conditon of equipmentfieaks or fiming
Check For equipment in use
Pyranol Fluid

8TF 803G

3N LAYS60IPMLE |

s 5.A Small Capacitator (MCC DOOR )

Chack PCB Logo
Chack conditon of equipmentfieaks or filming
Check For syuipment in use

BTF 8030

0¥ 0045

107 6-h Smali Capacitator (MGC DOOR )

Chack PCB Logo
Check conditon of equipmentfeaks or fliming
Check For squipment in uge -

STF 8030

oEgoE

117 7-A $mall Capacifator (MCC DOOR )

Check PCB Logo
Checi conditon of equipmentieaks or flming
Chack For aguipiment in Use

STF 8030

14 0087

12 20-A Small Capacitator (MCC DOOR)

Check PCB Loge
Check conditon of equipmentieaks of filming
Chack For equipment I use

STF 8030

B4 0050

13 Capacitors (6} (30381)

Check PCB Logo
Check condition of equipment/leak o filming
Check for equipment in use

" TF 9030

HOL 30661

14 Capaciior B201 Basemant
Chack PCB Logo
Check condition of equipment/leak or filming
Check fur squipment in use

STF 3030

HOL 60835

nursday, October (1, 200

1ssue a work order if more than 30 minutes of maintenance repair time is required 25 4 result of an ingpection,

Page 1 of'2
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PM / Inspection Checklist
15 Capacitor B201 Basement STF 28030 HOL 60834

Check PCB Loge
Check condiffon of equipmentfieak or fiming X
Cheek lor squipment In use

wisday, October 01, 200 Issue a work order if more than 30 minutes of maintenance repsir time s required as a result of an inspection, Page 2 of 2
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Ordnance Systems Inc.

Holston Army Ammunition Plant
4509 West Stone Drive
Kingsport, TN 37660-9982

EPA Identification Number: TN 5210020421

PCB Annual Document Log
January 1, 2008 — June 30, 200

Prepared by: Environmental and Electrical Departments
Submitted by:  Environmental Department

ED_001691B_00002018



BAE SYSTEMS |

Ordnance Svstems Inc.
PCB Transformer inspection Example Checklist

PM / Inspec’uon Checklist

PMINGP#: 123 Buldg AnsBG P Duscription: " PCB Quartery Inapections

Heoxt Due Date 1172000  Last Complete 7172009 PR Complation DEIE: .............commmreeroeorseriiir. Status Aclive Hours
Dussvery 3 mihe Foraon Assigned Procadurs 3TF
4 Group Lineman, Feclity Power i Category Inspaction 9030

Nolas Per ingpection Report - 1/3/08 « A, 114, 124 - NON PCE
TI26/08 - LADSH1IPMLE - Maved to Bldg #122, PCB Storage, isken off this PM.
Bi4408- THIS P MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER.
3.*}1&3 a&mpm & Lﬁsmpm rasm’,fm f;‘m % zm ﬁm &t ﬁ ﬁg ?22

fom Uascrplsn " Provedure g Comp
1 SATmansformer POB { $184388 3 STF 8030 amitdsse T
Chach PCB Lago
Chack condiion of squipmentiagk or fiming
Chack for squipmantin uge
. fuonpes . . -
2 BATranslormer{ 7i48128 ) B W S PRI
Ghach PCS Logo
Cheek sondiion of squipmenifiendy or fiming
CompFr mpametestn ; : e oo o e e e
3 194 Traneformer (FRE2786} I SEEEET 7
CheePCBAege e
Chack sondiian of equlpmentiesk o7 Himing
Chak for waulpmant it use
K - i v b 55505 e A 5 S0 o o .
4 ﬁmfmmmwmmn S K TR F gy o
Chaek BOB Logo
Chach condition of saupmanyiesh or flming
Gk ine exuloment In usg
o

§  Tranwisomer, Precipliator LABISSOPHLE ) 2130 i 8TF 5030 M LAGESGHPMALE
Chask P08 Luge "
Chack sondiion of sqeipmantiesks o7 Miming
Chack For souipmant i use
e ByranctFlug - o e e i ot e e
& Treneformer, Freciplietsr (L400803PHLE ) 2198 Lis STF 530 M LABEH0PNLE
Check PCB Lugo .
Lhack mdion o spspmaniioal o ety
ks For paolpmiand b ee
SO .. .. S
B 54 B Ripesiine gammw; ST Enn prrpei s
SWW&WMwM
e SRR ofomant in ol - e o e v e e
WS4 Sowl Copaniter A5 TGOA 1 T S el =
Cheek POB Loge
MW&MM&&W
Chagkfor

g W GGy, S i e
Chaek P8 Logo
mw@mmmmmmmrmm

o wira Msﬂ AR, i s -~ - mv i ame Rl AARRARARRAR AARARAAAAAR SSARARS

i2 mmmmmmm BYF M s 3

A AAARAR AR AN A S AN S e

Chack PCB Logo
Chack songlin mquwmﬁeakmfﬁmg

4 camﬁmmmmm ) g a3
Gl BOR Loge
Lheek ooniion of syuisrmmedesk or Sy
o Chedkregibmentioeg

Monday, July 27, 2008 fasue a work ordor if mor than 30 minuics of mab repair time i required as & seault of an Inspection, Prge i of 2

Holston Army Ammunition Plant i
2008 PCB Annual Document Log
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BAE SYSTEMS

Ordnance Systems Inc.

PM / inspaction Checklist
1§ Capssiior 8204 Basement STFE030 HOLE0BY E“‘:

Wonday, July 27, 2009 Hasuse » work order if more then 38 minutss of melntonance sepals tom Is mquired 5a & rssult of s inapaction, Pege 2 of 3

Holston Army Armnmunition Plant 2
2008 PCB Annual Document Log
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BAE SYSTEMS |

Ordnance Svstems Inc,

2008 PCB Transformer Quarterly Inspections
PM / Inspection Checklist
P FINOBE: 123 Buliding Aren 8.G  PM Description : PCB Gummfy Impmnn
Nsst Dus Dot 442008 Luet Complete 1472008 P Compiation Dotee D{0-00, Status Activo Hours
Duswvpiy 3 ity Parmon st S0 07 L305_ T2ef Brocedum §TF
Pl Group Lineman, Faciily Power PM Category inspeciion 8030
Hotes Per inspection Report - 13/08 - 58, 118, 124 - NON PCB

- Mnmn o s e o e . ,. - P

1 84 Trensformer POB (3104568 ) 3TF 8030 SH3BA868 T —:
Chaclk PCB Loge
Chask condithon of equipmentfek o Bming
Chack for squipment in Lse

TRR Tmmms i ?MMES) e smninoss e spmanesnaon oo gt a0 e i [ /
Chatk PEB Logo L
Chaek condion of saulpmentfasks or fining
Uhask For spimrant i gin

3 $1.A Trensformer (FOS2VES) STF 9833 ahiregaves v
Check PO Loge . e
Chack condition of equipmentieak or iming
Check for squipment In use

& T4%A Transtormer { PLAGBOST ) SR SRR fﬁ
Chask POE Logo "4
{hack sonditon of sqpmantiaal o fisteg
Chack for aquipmentinuse
. NOK PCB) C e e
k] Tmmi’omﬁn Mc!nrﬁs{nr (L&Wb; HsoHke ) FFRE W Lé%&i%%ki
Chuok LB Loge
Chack sonditon of squipmentieshs o fimig
Chetk Por atulpment in s
Pyrnol Fiud s s e e I
8 Teanslormer, PMMr&W&% H e SIF R S LABSBETPRLE T T
Chack PCE Logo ‘
Chaek condlion u&wuﬁmmh@ o fming
MMW

I mmfnrmr. g LAnIPRLE ot CogEue T ahtAomtmELE T’
Chieok PCB Logs Tt
(o sinlitorel ooypiaryiants or Nl
Chack P stuipsn i

Rt inag et e s e s e e et 2

8 Traewtormer, Pesiphn mms Thienty STF $00 LansaamiaR Y
Chask POB Loge
Chack sondiien of equipssniiesie of fiming
Chech For squigent i uss

B . N v N

& Traneformer, Procipitetor (400020PHLE ) 2150k e ) SF e 3
Chaok FOB Logo
Ghaok condiion of squipreniissls of Bming
i Fow aopigment  use
Pyranat Pl , , ot e e+ e

16 5A Simall Capacketor BICC DOOR) TP 3030 DBo0es | e
Cheek PCH Logo e
Check oonsiton of equipmentieaks or fiming
Chach For squipment in use — ] B

1 Mmmcmeluwrmcunon) §TF 8030 20 A ,;,,
Chack PCB Logo !
Chach condlion of aquptamiiaiks or fiming
Sddwwpgnethes ,

K2 mmmmmw&m STF 9030 108 0047 ;:,,-g
Check PCB Logo e
Chech cunditon of squipmentisake or Siming
Cheok For stulptmentinuse

-

Thursday, March 13, 2008 Tssus 8 work order if more than 30 mimstes of malntenance repair time dn required as 8 vesult of an inspestion. Pags § of 2

Holston Army Armmmunition Plant 3
2008 PCB Annual Document Log
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BAE SYSTEMS

Ordnance Systems Inc,

PM / Inspection Checklist
19 20 BmaR Copaciinbor SCC DOOR )

Mw sk oy iy
niamm o
Tk Fovwaulomnt s us .

18 Cepaciors () (0891)
Lok FUB Logs
cmmwmxﬂmmm«m

g RO T o

ke emmww
Chech #08 Loy

cmmmarmwﬁwmmm

Ohkhemetinge
TR Cagaatior B Bamament

Chack POB Logo
chodzwndﬁmdnqwmnmﬂnrmm

Thureday, March 13, 2008 Hasuse & work ovder if more than 30 minutes of maintensnce repalr e Is required 28 & result of an inspection.

STF 8030

§TF 9030

Holston Army Ammunition Plant
2008 PCB Annual Document Log
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BAE SYSTEMS

Ordnance Systems Inc.

PM / Inspection Checklist

PHINGSE: 423 Buldhg AmaBG  PMDmarigton: POB Ousrieryl
Yo Duefiste S/TMI008  LustTomplats SAT200 | PHCompietionDat: {3 fir
Dusavery 3wl Parsan Aaalpned ‘:Efg f:ég

P Group Lineman, Fackity Powsr P Category  nspaciion
Metes Per Inspection Report - 4308 - 5-A, 11-4, 124 - NON PCB

Statwe Aclive

Procedurs STF

4030

fiem Deseription
1 &A& Yrensformer POB { 3104508 )
Chack PCB Logo
Chack condiion of equipmentisek or fiming

Chook for squipment In use
{NONPOB)

Prosedure
STF 8030

Equigh

Comp
BN 3184588 [:{2/

T oA Tranelormer { 7466120 )

Chatk POB Loga
Chack condtton of squipmentisals or liming

HFER

SHAGE T 1

sungig

cnmma.m
Chaak pandiion of supinmentfiogk or fiming
%@WWW@M

B Famatormar, Praigiiobsr JARIRLE | 050 by |
Gk BUB g '
vk condtion of squipmentisels o Biming ‘
Chack For squlpment inuss

Pyrarc Pl

Chack PCB Logo
CM@MMWWnMwHIM
Chaek W LA

Poond Pl

paigiiy

L w

E%é'm”é‘m?m?ﬁ,

N RRSERAET )

¥ Franehormar, Prosihnnr (ASS TGRS  SIB0L0S
Chack PCB Logo
Ghertt conditon of souipne s o ning i
ek For sl e ;
Pyvaod Pl

BIF 9038

I LAIRR m

§ Tomvetormar, Dol [AREFHLE TT00 e
Chetk PGB Logo i
Lo congin S anuipeeaipaty oy fiody ’i
MMW 2] .‘

W s

% rmmw Prarphior LASSIPRLE jaisiLin

i

Chack PCE Loge
Ghaek condtion of squipmantiesis or Himing

Check For squipnemtinios

KFWH

T G Sl Cupeottator (MEC DOOR §

"R Sl Cagachator WOE BO0RT
Check PR Logo
Chadiondlion of squbrmeniisais or Sl

DS Lt

§TF 23030

Tuesday, Juns 17, 2008

Issue 8 work order if mors than 30 minutes of matntesance repuir thme s required a8 8 rewult of an inspeation,

Page 1 of 2

Holston Army Ammunition Plant
2008 PCB Annual Document Log

ED_001691B_00002018



BAE SYSTEMS |

Ordnance Systems Inc,

PM / Inspaction Checklist
B 3 Bl Sty ICG DOUR Y ‘ STF 9030 109 0080 mw’

Chock poediin of esipmeninsle ve g !
ek Fae sqlionat n wis

W Cannter i (AR . ¥ T P el
cmmum YA i

7 Capaior 101 Bevenrt ’ ' TTUEE R WLBEE T
Chuck PCB Logo y
Chauk sandifion of seuipomsdank or Sy

e S R :

8. Lapasior Bi61 Bevement ' STF 8038 HOL 50534 (\-‘;
Chack PCB Logo
Chach condifon of sgulomentfsio Binky
Chack forpgudponni b e

3
H
H

i
Tuosday, June 17, 2008 Tnsue & work veder i mone ﬁz_ﬁm 30 minutes of malntensnce ropair tivoe is vequired & 8 result of an Inspection. Pagn 2 of2
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Ordnance Systems Ine,

C@{]g’ S@Wi ?@ %
PM / Inspection Checklist R o

e J Ty R Buliding Area B-G  PH Deweription : PGBQHIMyIMom
Hent Dwe Dote 7/18/2008  Last Complate 6/18/2008 Pﬂcomphﬂoﬂﬁé&’ kX Slatun Active Hours

Dunevary 3  mihe Poruon Asslynnd tvr {m Procadiurs STF
Pl Group Lineman, Faclily Powsr PH Csbagory  Insprecion 803
Hoten Per inspaction Report - 17308 - 54, 114, 12-A4 - NONPCB

Bem  Desosiption Procadirs Eaulpd Comp

1 B Trenstormas POD | 264088 §TF 8030 SN 3164888 m
ChackPLR Lo -
Check condition of aqulpmenyiesh or fiming
Chack for sruiprment in ves
b atisal

3 BAToamslorna {FI88920 1 - SR TH Egm
Chack PGB Logo
tmmmamwmmwm

o B
TR &Mmmrﬁm SR :
Chack POR Loga ) E__QL.,«_,_E
Dinsshoadtion of squinedi or fiming
Lhaek Top St b o

4" 1A Pranatorme {101 1 &7F 803 ShRE T
Chack PGB Logs BV
Ghack aundltkm wmmm o fening

v et . N

¥ mr,ﬁmsmwmm&m fid m&&mW;’
Chack POB Logo e
et i

P

§ Eeanslorm, Preciator LSRR VIR Ly
Thuk POR

mmtﬁf shdmiiedie wrilnlyg
i:mmwmmm

fmm&mm;w&iﬁ%ﬁ%ﬁm T
Chak PtBiLoge Movep do
Lt tledtion of didpioaniloain or Simloy

Chask Fir espulpmard inusn

& TeanaRoomss, Preiintr AT 1N B S1F 9030 LaanaEE ““‘JE
Chack PCH Logo -
Chak condion of aguipmantfeais or flming
Ghack For squlpment i uss
Poivangl Fadld

TERA ANLGROPRE

B Teanelonee, Preipier AURERLE | 150 L e
Check PGB Loge Tt
Chack ronditun of aquipmeniiesks w fiming
(heck For squipment in use
Pyrangl Ft

W 54 Small Sapabstor HCE BOOR S §TF Bt wewE
Otk POB Lago b
Chankcondtion of squlpmantfisai os fiming
bk For e

TSR Smal G apacitor MGG DOGR ) SiF 9030 T
Chesk POBLogo

Cheek o of eipmusioais or fiming

... ChigicPoc numnt i usy . v

2 7.A Small Cipucitior BR0C DOOR ) e 503 0 157
Check POB Loga

Chack condlion of epaipmentisais of fiming
Ghack For equiptmant in uss

Thursday, July 34, 2008 fsaue 8 work order i€ more than 30 minutes of maintensnce repair tims Is required ss o resull of an Inspectios, Page d of2

Holston Army Ammunition Plant 7
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Ordnance Systems Inc.

PM / inspaction Checklist
13 2044 Grmall Copaniadsr BACC DODR )

&P 8030 DROsD
1 S i L e i
® - ETe HOL. 8536
Y e e T y
Chack PCE Logo &M“
Chaok condiion of squipmant/ioals or
Checkfrequpmentin e .. e v
Thursday, July 24, 2008 Tssue 8 work orde i€ more than 30 minules of mukimancs repsir time is required as 8 result of an tnvpeotion. Page 2 of 2

Holston Army Ammunition Plant
2008 PCB Annual Document Log
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BAE SYSTEMS |

Ordnance Systems Inc.

PM { Inspection Checkhst
P INSPE: 123 Buliding Area B PMDnedpﬁon. Pcamnmﬂyhlpacﬂonn

Hext Due Dats 10/15/2008 Last Complete 7/26/2008 Pl Completion mxw‘fm‘;.:w Statuz Active Hours
¥
Duseveryd  mths Porson M-lgmd_mm Procedure STF
PH Group Lineman, Facilly Power PH Category Inspeciion w30

Notes Per Ingpection Raport - 1308 - 54, 1144, 12.4 - NON PCB
T128108 - LAG5B13PMLE - Moved o Bldy #122, PCB Storage, lakan off this PM,
8/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,

Hem Desesiption Procadurs Baulnd Comp

1 SA Transformer PGB { 3484568 ) STF 8030 S 3164568 ¢ :VTF“;
Check PCB Loge oo
Check sonditon of equipmentiesk o fiming
Chack for squipment in use
{NON PCB) . y .. . [

2 BATransformer { 7148128 ) gk B hatir: —
Check PCH Logo o
Chock condiian of squipranifiesks o Simleg

e Bhack Foraquinnant sy _ . —

3 {1 Trenwtonmer (FURI80) e STF 9030 S FOE2Y86 “‘:‘/"
CheePCBLoge e

Cheok condiion of sguipmenifissk or fiving
Chgck for squipment In use
als: N e .

4 424 Ts’snefomw( BR4BENE 3 BYF 9030 Bt FLEEEET ":"':,?’
CheckPCBLege
Chack conditian of squiprniask or Felng
Ghatk for equisnent In uga
{NON POB) N

§  Traneformer, Preciphisior (L495500PMLE | 2150 fhbs STF 5030 N LARRBEPMLETTT Y
Chack PCE Loge | o iiea
Check ponditon of squismantiesks or Bring
Chech Por sgulpment b use

Pyt Puig ,

§  Translormer, Preciplistor (LANSMOITMIE 1 2150 Lbs STF 9030 S LSRSIOPRE T
Check PCB Lo e
Chak conditon of squipmantiesis or Mming
Chaok For aquinment s uee

_ Pyranni Fluid = . ) .

¥ Travetonmer, Pocipiiater L 40R0AMLE T 2100 s STF 8B LASSRIERMIR
Chsck POB Logn
Chack eondiion of sk or kg
Chaek For snviponnnd bse
Frmaitnnt v e e S N

& Trenstormer, Precipiator (LASSERPRLA BBl ST 80 o LA g’""""'*
Chek POB Logs o
Chack somltn ol pgubemationi or Riming
i:hwes Fggggww ]

“

5 %A Smal Copszilgior 400 DODR) B SIF R 10 0045
Ohack POB Loge
Chsch condlion shigpiemnlisnks or Bming
Pt ,
0 A Smel Copaciisior JCE DODRT STF g
Chedh POB Logo
Chak eondion of equlpmentfients of fiming
Shock Foe soqulpmun in o . »
7.4 Smeli Capacitalor (HCC DOOR ) ) SIF 0% DR oT r—
Chack PCBLogo AL
Chatk mzﬁmmmwwmm o Btng
_ GhakEe ¥4

-
=

Monday, October 13, 2008 fssue a work order If more then 30 minutes of maintenance vepsir time is required as & msuit of an Inspection, Page 1 of2

Holston Army Ammunition Plant 9
2008 PCB Annual Document Log
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Ordnance Systems Ine,

F M/ inspection Checklist
w  20-A Swald Capesitetor BI00 DOOR )
Chack PCB Logo
Ghack condion of equipmentisaks or lming
ik For o

STF 8030

1D 0050

L

13 Capechon 18} L0981
Chack BB Logo
Ghack condiion of aquipmantieak or Fiming
........ Clvsck for equipmant bt use —
14 Capuchor B30% Basement
Check PLB Lags
ek tondiin of squiprowtiss o Bving
Dtk v spapmentin oap

STF 2030

HoLeet T

SHH

15 Gapsstor B2 Besamant
Chask PO Loge
Chiock obeton o acuipmentiaak o fiing
Cirath tor souament i use

e

Monday, Celober 13, 2008 fssue a work order i€ mors than 30 minutes of maf eepaie tims fs

lred 28 B result of an inspection,

Page 2 of 2

Holston Army Ammunition Plant
2008 PCB Annual Document Log
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Ordnance Systems Inc.

Holston Army Ammunition Plant
4509 West Stone Drive
Kingsport, TN 37660-9982

EPA ldentification Number: TN 5210020421

-

Annual Document Log
January 1, 2010 — December 31, 2010

Prepared by: Environmental and Electrical Departments
Submitted by:  Environmental Department
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Ordnance Systems Inc.

PCB Transformer Inspection Example
Checklist
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PM/ Inspectlon Checkhst
PMIINSPR: 123  Bullding AreaBG  PM Description: PCB Quartarlylnspections

Next Due Date 7/21/2011 Last Complete 4/21/2011 PM CompletionDate: Status Active Hours
Dueevery 3  mihs Person Assigned Procedure STF
P Group Lineman, Facilly Power PM Category Inspeciion 8030

Motes Per Inspection Report - 1/3/08 - 5-4, 11-4, 12-A - NON PCB
712808 - L 495613PMLB - Moved o Bidg #122, PCB Storage, taken off this PM.
8/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER.
3111408 - LA06625PMLB & L485622PMLB removed fron Bldg 200 & stored at Bldg 122
7114 12010 - Removed 3164568, F962788, PLR48661, all non-PCB
7/22 2010 Added PLR49861 back to PM per Amy

ftem nucrlpﬁnn - Pwmdum Equlp# Comp

1 B Transformer { 7146926 ) STF 8030 SN 7146128 |
Check PCB Logo t
Check condlion of squipmentieaks or liming

., Gheck For squigrent In use R S e ot SR

2 12 ATmnuomlor( PLIADES1 ) STF 8030 SPLRAGRGT
Chack PCB Logo ;

Chack condiion of squipment/isak or Biming
Chack for squipmentinuss - e o

3 Transformer, Precipltator (| AS5500PMLE ) 2050 Lbs STF 8030 3N L495500PMLE r
Chack PCE Logo e
Chedicondlion of equipment/isals or fitming
Chack For equipment In use

. Pyranol Fluid e e

4 Tmnslommgr, Pnclplhtar(L‘MSl’MLB ) 2950 Lbs STF 8030 3N LASSBOIPMLE |
Check PCB Logo
Check condion of squipmentfeaks or fiming
Check For eguipment in use
Pyranol Fluld - i e o ve s

5 %A Small Capacitator (MCC DODR) STF 8030 4 048 - :
Chack PCB Logo o
Chack condiion of equipmentieaks or Mming
Check For squipment in use . ce e © e s

§ A Smell Capacitstor (MCC DOOR ) STF 9030 1D# 0045
Chiscic PCB Logo : Nw b
Chack conditon of equipmentieaka or fiming
Check For squipment in use o ) . - o

7 7-ASmall Capackator (MCC DOOR ) . STF 9030 D% 0047
Chack PCB Logo
Chack condiion of squipmentisaks or fiming
Check For aquipment in use o . s L i

&  20-A Small Capachator (MCC DOOR)  BYF 030 ID# 0050
Chack PCH Logo e e
Chadk condlion of squipmeniisaks or fiming

. Check For equipment in uge S . . i o e

9 Capacors (8) (30881) STF 9030 HOL 20089 |
Check PCH Logo L e
Checiceondiion of equipmentiesh or fiming

., Checkfraquipmantin use . . ) o ,

10 Capaciior B201 Basement ' © T STFR030 HOL 60835
Chack PCB Logo
Check condilion of squipmentiesk or ilming

. Check for squipment In wee o .

1 Camcihr B201 Basament i T gwemn HOL&0B |
Check PCB Logo
Chach sondillon of sudpmantiesk or fiming
Chech ke egulpesantin vee

Monday, July 11,2011 Issue a work order if more than 30 minutes o maintenance repair time is required as a result of an ingpection. Page | of 2

Holaton Army Ammunition Plant 2
2010 PCB Annusl Document Log
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LAl ToBE I?}IW\I&IUI ¥ S BN ed RefE Rk Gt G

PMLINGPE: 123 Bullding AreaB.G  PM Description:

Hext Dus Date 1/2/2010  LastComplete 10/2/2005

Dusevery 3  mthe-
PM Group Lineman, Facility Power

P Completion Date: 1 1
Porson Aseigned __ *2u !\.‘m j
P Category Inspecilon

PGB Quarterly §mmﬁa

Notes Per inspaction Report - 4/3/08 - 5-4, 11-A, 12-A - NON PCB
7128/08 - L485813PMLB - Moved to Bldg #122, PCB Storage, taken off this PM.

8/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER
11108 - LASEB25PMLB & L4G5622PMLE removed fron Bidg 200 & stored at Bldg 122

Status Active

Haure

rfrocnduro S‘l’l‘f

8030

tem Description

1

%A Transformer PGB ( 3164568 )

Check PCB Logo

Chack condiion of squipmenteak or fliming
Chack for equiprment in use

THON POBY

Procadure
STF 9030

Equipd Comp

SN 3164568 [‘Z}

A Transformer 7146128 )

Check PCE Logo
Check condlion of equipmenifleaks or filming
Check For squloment In use

STF 8030

SN 7148128 @

118 Tranaformer (FS82788)

Chack PCB Logo

Chack conditfon of squipmentieak or mmlng
Check for equipment in use

O poR

STF 8030

BN Fog2786 m

12-A Transformer { PLR42881 ) .
Check PCB Logo
Check condition of aquipmantieak or fiiming

Check for squipment In use
{HON PO

STF 8030

v “ P
SN PLR428E Ezﬁ

Transformer, Proclpltator guasmm Y150 iLbs
Chack PCB Logo

Chack condlion of equipment/ieaka or fiiming

Check For squdprentin use

Pyrarol Flod

8TF 8030

/M L495500PMLE IZZ]

Tranwformer, Precipitator (L495603PMLE ) 2130 Lbs
Check PCB Logo

Chack condlion of equipmantioaks or fiming

Check For squipment In use

Pyrangl Flukd

STF B850

N LASSE0OPILE I

&4 Smali Capaciator (MCC DOOR )

Chack PCB Lago
Check conditon of equipment/ieaks or fiming
Check For squipmantin use

STF 8030

104 0045

10

6-A Bimall Capacitator JRCC DOUR}

Check PCB Logo ' o
Chack conditon of equipmentfissks or fiming :
Chack Fur squipmant In use "

STF 8030

D4 0048 EE

11

¥ Bmal Capueiator (MCC DOOR )
Check PCB Logo

Chack conditon of squlpmentieaks or fiming
Chack Far squlptment s use

STF 5030

{04 0047 [ﬁ

W

20+4 Smat Cepacitator (00 DOOK )

Check PCB Logo
Check condlion of equipmaniiaaks or fiming
Chack Forsauipment in uge

STF 4030

1D# 0050 [E]

13

Capachors (8) (30861) g,@ .

Check PCB Loge.

Check eondiiion of squipmentiaak or fiming
Check o eauipment In use

v BIFS0N

HOL 30881 Lj‘?:}

4

Capactior 5201 Basermant

Check PCB Logo -
Check condition of oqulpmntllaak or. fiming
Check for equipment in use

S§TF 8030

T

sad

sy, January 19, 2010 ' . Issus 8 work order if more than 30 minutes of maintenance repair time is requived as & reault of an inspaction.

Holaton Army Ammunition Plant
2010 PCB Annual Document Log

Page 1 of 2

ED_001691B_00002018



oo T o e g T T e T R R R
16 Capacitor 201 Bessmant STF 9030 HoLgsy T
Chack PCB Logo , _ .

Check condiion of squipmentisak of flming g =
e SHRCK T eI I B

sday, January 19, 2010 Tssue 8 work ordes if more than 30 minutes of maintenancs repair time is roquired a3 a result of sn inspection. Page 2 of 2

Holston Army Ammunition Plant
2010 PCB Annusl Document Log

ED_001691B_00002018



<ivi 7 INSPECLHUN LIELRIST
h P 7 INSPE: 123 Bullding AreaB-G  PM Description: PCB numer!y Inspccﬂam

Next Due Date 4/20/2010 Last Complste 1/20/2010  PM Completion Dete: Status Active Hours 5
Dusevery 3 mths Person Assigned £ Procedure STF

PM Group LUineman, Facility Power PM Category Inspection 8030

Notes Per inspaction Report - 1/3/08 - 5-8, 11-A, 12-A - NON PCB
TI28/08 - 1.485613PMLE - Movad to Bidg #122, PCB Storage, taken off this PM.
B/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,
3H4/08 - LAG5625PMLB & L485622PMLE ramovad fron Bldg 200 & stored at Bldg 122

Hem Dascription Procedurs Equing Comp
1 5ATeanslormer PCB { 3164568 ) * STF 5030 SN3tes [
Check PCB Logo

CMd( condition of aquipmentiesk or fiming
Ll ﬁ;{}ﬂ%&ﬁth use

TR armar (7148128 ) STF 9030 SN 7146120 IZ
Check PCB Logo .

Check conditon of aquipmantisaks or fliming

Chack For syulpment in ugs

3 11-ATranslormur (FOG2T86) ) STF 8030 SN Fag2TRE

Chack PCS Logo
Chaek condltion of equipmentlaak or flming

FbTarmer { FLRAGART STF B SNPLRISHET [ >

Chack PCB Logo
Check condition of squipmantisak or fiming

{eauipment in use

Foupadarylr, Pracipltator (L4BS509PMLE } 2150 ILbs " STF 803 3N L406590PMLE EZ
Chack PCB Logo
Chack congifon of aquipmentieaia or fiming
Chack For aquipmant In uss
Pyanod Fluid
§  Transfommer, Pracipiiator (L405603PMLE ) 2150 Lhs §TF 9030 /N LA9BB0IPMLE Iz
Chack PCB Logo
Chack condlton of equipmentfieaks or Riming
Chack For equipment n uge
Pyrano! Flukd
8  5A Small Capacitator (MCC DOOR) . . §TF 8030 D% 0045 LZJ :
Check PCB Logo
Chack conditon of aquipment/isaks or flming
Check For squlpmant in use » . .
10 6A Small Capuciisbur [MCC DOORY STF 3030 D@ 0048 m
Chack PCB Logo f e
Check conditon of sguipmenifieaks or Miming :
Eheck For gaulpmant in uze
11 T4 Smdll Capachutor (NGO DOOR) BTF 3030 108 0047 IE
Check PCB Logo ’
Chack conditon of equipment/iasks or fiming
Chack For aquipdment In use
12 20-A Small Capsciiator (MCC DOCR | §TF 5030 1% 0050
Check PCB Logo
Chack condifon of aquipmsntisshs or fiming
Chack For squlpment In use

13 Capacitars (6) (30869) g : STF 8030 HOL 30864 |
Chack PCH Logo "ﬁ . Lt

Check conditon of squipmentieak or fiming
Chech for agulpemant In use
14 Capacltor B20Y Basement STF 8030 HOL 60835
Chack PCB Logo . Q

Chack condition of sgulpmenifeak o fiming
Chack far sienant In use

sesday, April 20, 2010 Isaue a work order if more than 30 minutes of maintenance repair time 18 required ss a result ofan inspection, Page { of 2

Holston Army Ammunition Plant @
2810 PCB Annusl Document Log

ED_001691B_00002018



W/ Ingpeciion Lhecklist

15 Capcitor B0 Bavemont 5TF 9030 HOL 80834 z]’
" Chack PGB Loge .
Check condition of equipmentiesk or Riming
Chach for eguipmant in use

esday, April 20, 2010 Issue & work order if more than 30 minutes of maintenanoe repair time is required &5 8 reault of an inspection. Page 2 of 2

Holaton Army Ammunition Blant T
2010 POB Annusl Document Log

ED_001691B_00002018



LA LI LS b LA R R A A L AL A
3

PMIINSP#:‘ 123 Building AreaB-G  PM Descriptlon : PCB Quarterdy Inspectlons

Next Due Date 7/20/2010 LastComplete 42012010  PM Completion Date: () YO Status Actve Hours m(gw
‘Dueevery 3  mths Person Assigned 5= Procedure STF
PM Group Linemen, Facilty Power PMCategory Inspection 8030

Notes Per inspection Report - 1/3/08 - 5-A, 14-4, 12-A - NON PCB
7/28/08 - L405813PMLB - Moved o Bidg #122, PCB Slorage, taken off this PM, '
814/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER.
108 - L495625PMLB & L495822PMLB removed fron Bldg 200 & stored at Bldg 122

ltem Doscrlptlon Procedurs Equipd Comp
1 SATransformer PCE { 3164568 ) * ST 9030 SN 3164568 557
Check PCB Logo ,‘
Chock uondltion of squiprmmaliienk ot fiming

 ppipment it use

Rewoved  Topm DA Tiulz0r v

7BA Tmmfwmm' { 7148126 ) ‘ STF W% SN TIEEN M
Chack PCB Logo -
Check condllon of equipmentieaks or fiming

o Shotk For equipmmmusav )

3 19-A Transformes (F382788) : STF 8030 SN FOB2786 Cﬂ
Chack PCB Logo L Py

&&‘g

Check wndlﬂon of &quipmanmak or fiming

L h ‘ . o Q\@mﬁggm C& : 7 ‘ 1%{ ol ,.o E}%

Vanetormar (PLRIGHST STFU PR

Adcéec! RAck

Chack condition of equipmentfieak of flming
7/22] 2010

' ‘rmsmmg Pracipitator {L435590PNLE ) 2150 ILbe R ! ST 9030 sm L485E9GPMLE 7~
Check PCB Logo -
Check condilon of equipmentieaks or fiming
Check For aguipment In use
Pyranc Fluld .

§  Transformer, Procipitator (L4BSE03PMLE ) 2150 Lhs STF 8030 3N L4BSEO3PMLE ! P -
Chack PCB Logo T
Check condlion of equipment/lsaks or fiming
Chack For equipment In uss

Pyranol Fluid : ;

9 5-A Smail Capacitator (MGG DOOR 3 ' ' BTF 8030 04 0045 E“‘“p“} .
Check PCB Logo ’

Check conditon of equipmantisaks or liming
___ Chagk For equipmentin use * _—

10 6-A Smail Olplclutw {MCC DOOR ) §TF 8030 D% 0048 l Z !

Check PCB Logo '
Chack conditon of equipmentieaks or fliming
Chack For sauipment In vse = v

14 F-A §malf Capscitator (MGG DOOR) - §TF 903 0 G0k Qf"
Check PCB Logo
Chack condtlon of equipmentiaaks or fiming i
Check For equipment In use )

12 20-A Small Capacitator (WGC DOOR ) T ' §TF 9030 iDE00s0 [
Check PCB Logo
Chack condifon of equipmentfieaks of fiming

. Check For soulomant In uss v .

13 Capachtors (8] (I0066) . STF 9030 HOL 30881 E:g"
Check PCB Logo
Chack condltion of aquipmentisak or fiming

i Chack for aguipment in use : - . .

14" Capacitor B201 Baxement BYF 9030 HOL 60835 E““;;f"
Check PCB Loge : \
Check condilion of agulpmuntiosk or fiming

.. Check for squipment i use

Fres

sesday, July 13, 2010 Issue a work order if more than 30 minutes of maintenance repair time is required as a result of an inspeation, Page 1 of 2

Holston Army Ammunition Plant - )
2010 PCB Annual Document Log

ED_001691B_00002018



BRE & UE VPR S Wwel Rl 8 e ¥ ® 0l DR A%
‘15 Cepechor 5201 Basemsat . STFHN HOL 80834 [z/
-+ Chack PCB Logo . . .
Chpaioondiion of spdprwnteak or fiming .
Chasok by aqulprant b e

sesday, July 13,2010 tssue & work order if more then 30 minutes of maintenance repalr time Is required as & result of an inspection, Page 2 of 2

Holston Amay Ammwniion Plang
210 RUE Annget Dununiant Log
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M / Inspection Checklist

PMINSPE: 123

Dusevery 3 mths
Pi Group Lineman, Facilily Power

Bullding AreaB-G  PH Description:
Next Due Date 10/14/2010 Last Complete 7/14/2010

PCB Quarterly ?@@mﬁa
PH Complation Date: ele. . Status Active

Person Assigned ‘ i ﬁ’:ﬂ
PHi Catugory Inspection

Motes Per Inspection Report - 1/3/08 - 5-A, 11-A, 12-A - NON PCB
7i28/08 - L495813PMLB - Moved to Bidg #122, PCB Storage, takan off this PM.
8/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,
311100 - L495625PMLE & L405822PMLE removed fron Bldg 200 & stored at Bidg 122
714 12010 - Removed 3164568, F862788, PLR49861, all non-PCB

T/22-2010 - Added PLRABESY back to PM, per Amy

Hours

Procedure STF

8030

Hem Dascription

1

8-A Transformer | 7146128)

Chack PCB Loge
Cheuk condlton of equipmenteaks or fiming
Check For equlpment Inuse

Procedure
STF 8030

Equiph Lomp
SN 7140128

124 Transformar { PLR488S )

Chack PCB Logo

Chack condition of equipmentieak or fiming
Chieek T sgulpmnt b usy

STF 8030

&N BLRASSST [j

Transformur, Frecipiiator (LA5500PRLE ) 2150 iLbs

Check PCB Logo

Check conditon of squipmentieaks orfilming
Check For equipment ln uge

Eynanci Flulg

§TF 8030

Y L&QW&MEE‘/

Transformer, Precipltator (LASSB03RMLE ) 2150 Lbs

Check PCB Logo

Chack condlton of aquipmentieaks or filming
Chack For equlprsat in use

Fyrangl Fluld

STRE0N

&
UM LABSE0IRMLE iz

S Bt Capsclintor (MO0 DOGR )
Chack PCB Logo

Chack conditon of equimﬁissks or fliming
Uhork For squpment v use

SIF BN

DROME

&-A Small Capacistor (MCC DOOR)
Check PCB Logo

Check conditon of squlpmeniissks or fming
Chack For sgudoment In use

STF 8030

{04 0046

T-A Small Capacitator 0T BOOR §
Check PCB Logo

Check conditon of sgudpmaniiesks or fiming
Chack For squiphvant i use

BTFE030

R naT

20-A Bmul Capachator (HCE DOOH )

Check PCB Logo
Chack conditon of sailpmanissks or ﬂ!mlng
Check Por squinment n use

§TF 0%

104 0050

Cuapacliors (8) (30861)
Chack PCB Logo

Check condion of equipmentieak or fiming
Chack for saulnment In use

BTF #0530

10

Capaciior B201 Barement
Chack PCB Logo

Chack condition of equipmentieak or fllming
Chak for squlpenent In use

§TF 9030

11

Capachior B204 Bagemaent
Chack PCB Logo ®

Chack condition of enulpmantiesk or flming
Chack for suipesat b use

STF 8030

Thursday, September 30, 2

Hoteton Avmy Ammunition Plant
2010 PCB Annual Bocument Log

Issue & work order if more than 30 minutes of meintenance repalr tims is required a5 a result of &n inspection,

Page 1 of
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Ordnance Systems Inc.

Holston Army Ammunition Plant
4509 West Stone Drive
Kingsport, TN 37660-9982

EPA ldentification Number: TN 5210020421

B Annual Document Log
January 1, 2011 — December 31, 2011

Prepared by: Environmental and Electrical Departments
Submitted by:  Environmental Department
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Ordnance Systems Inc.

Transformer Inspection Example
Checklist

Holston Army Ammunition Plant Page 1
2011 PCB Annual Document Log
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PM/ Inspectlon Checkllst

1

10

KT

Monday, July 11, 2081

PHJINGPS : 123
Haxt Dua Date 7/21/2014

Dusevery 3 mihs

PMi Group Lineman, Facilily Power

Bundlng Area B~G P Description
L.ast Complete 4/212011

Pcniduartarly Inspecions
PY Completion Date:

Person Assigned

P Category  Inspection

e

Hates Por Inspaciion Report - 1/3/08 - §-4, 114, 12-4 - NON PCB
7128008 - L496613PMLE - Moved fo Bidg #122, PCB Slorage, taken off this PM,

8/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER.

311108 - L4G5625PMLB & L4B5622PMLB removed fron Bidg 200 & stored at Bldg 122
714 12010 - Removed 3184568, F962786, PLRAGSE, all non-PCB
7122-2010 - Added PLIAS861 beck to PM, per Ay

tam Doscrlptian

8- Transformer ( 7948126 )
Chack PCB Logo
Chack condiion of equipmantiaais or Biming
_Chack For squipment In uss
124 mnﬂomer( PLRASSSY )
Check PUB Logo
Chack condiion of squipmentiask or Biming
Check forequipmeniinuse
Yransformer, Preciplinto r {L4S5550PMLE ) 2150 Lbe
Chisck PCB Logo
Check condiion of equipmenifieaks or fiming
Chack For equipment in use
_ Pyranal Fluld
Tmnsfmor, Praclphtator (MD.'M:BPMLB ) 2150 Lbsy
Chack PCB Logo
Cheek condiion of equipmantieaks or fiming
GChack For equipment in use
Pyranol Fluld
5.5 Sl Cammr @ACC DOOR )
Chaeck PCB Logo
Check condlion of equipmantisaks of fiming
Check For siulprantin we
&-A Smiall Capncitator #ICC DOOR )
Check PCB Logo
Chack conditon of equipmant/leaks or fiming
Chack For equipment In use o
T-A Gmal Capackator (MCC DOOR )
Chack PCE Logo
Chack conditon of equipmentfiaaks or fliming
Chack For equipiment In use .
20-A Small Capechstor (MCC DOOR )
Check PCE Logo
Chack conditon of equipmentfieaks or fiming
Chadk For equipmant in use
Capaciiors (8} (30“1 }
Chack PCB Logo
Check condiion of squipmentieak or fiming
. Checi for aquipmant In use
Copaciior 8201 Basermont
Chack PCB Logo
Check condilion of aqulprenyisek or Rlming
Chiek for piproet i g
Capantior 8201 Basemant
Check PCB Logo
Check condilon of squlpmentiosk or Biming
Check for squlpment in use

Holston Army Ammunition Plant
2011 PCB Annual Document Log

Issue a work order if more than 30 minutes of maintenanes repair time is required a8 a result of an inspection.

Status Active Hours
Procedure STF
8030
i " 5eaa” tomp
STF 9030 SINTIS016 |
TSR smeuesst T
sTR 9030 SN L4BBSOGPNALE
STF9030 3N L49SBOIPMLE;
STF9030  IDKO04S o
STF9030 0¥ 0046
Las
STF 9030 D% 0047 ‘i
5TFB030 #0080
ST a3 msaeei"""{ '
" STF 9030 HOL 60835
STF 8030 | HOLGB3d |
Page ! of 2
Pagae 2
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Ordnsnce Systems Inc.

2011 PCB Transformer Quarterly
Inspections

Holston Army Ammunition Plant Page 3
2011 PCB Annual Document Log
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F-'M / Inspectlon Checkllst

Next Duellate 1/4/2011  Last Complate 10422010 P8 Comphation Deb

PMIINSH 123 Bulldmg AreaB-G PM Ducrlption PCB Cuarterly lnlplcllons

Dugpewsry 3 mihs Parson Ausigned g ;ﬁ 3 :ig?m
P Group Lineman, Faclity Power P Category  [nspection

Notes Per inspection Report - 1/3/08 - 5-4, 11-A, 12:A - NON PCB
7128108 - L435613PMLB - Moved fo Bldg #122, PCB Storage, taken off this PM.
B/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,
311708 - L405625PMLB & L495622PMLB removed fron Bldg 200 & stored at Bidg 122
714 72010 - Removed 3164568, FG52788, PLR49661, all non-PCB
7422-2010 - Added PLR48861 back to PM, per Amy

Status Active Hours

Procedurs STF
9030

¥em Deseripiion

1

2

3

4

5

&

7

o

1%

Monday, January 03, 2011

%A Transformer { 7148128 )

Chacl PCB Logo

Check conditon of equipmantionks or fiming
Chack Foraguipmentin use

12-4 Tranuformer { PLA4SESTS

Check PCB Logo

Chack condiion of snulpmant/isak or fiming
Chack for equipment I use

Procedure v Equipdt Comp

STF 2030 SNTUEIE
7

STF o030 S/N PLR49GY [ e

~ Chatk for equipment In use

Transformer, Precipiator (L49SSOOPIRLE ) 2190 Lbe

Chack PCB Logo

Check conditon of equipmentieaks or Brming
Cheek For squipment in use

Pyl Flgld

Transformer, Precipltator
Check PCB Logo

Check conditon of squipmentieaks or Biming
Chack For saulpmant in use

 Pyranel Fluld

54 Baad Capaciiator (R0 ﬂﬁ@m

Gheck POB Logo

Chack condilon of sauiprentieais or Biming
_ Chack For sguipmantin use

" &-A Small Capachator (00 DOOR)

Check PCB Logo
Check conditon of squipmentfissls or fiming
Chegh Forsquipment In uss
7-A Small Capacheior (MCC DOOR )

Chack PCB Logo

Chack conifiion of squipmentisske or fiming
Checic For squdptmant in une

20-A Small Capacitater (MCC DOOR )

Check PCB Logo
Check conditon of equipment/leaks or fiming
Check For aquipmant in use

Cypachiors {8) (30061)

Chack PCB Logo

Chack condition of equipmentfieak or liming
_Gheok for sguipment In ues

f:sm&w B201 Basment

Chack PCB Logo
Check condition of equipmentfleak or fiming
Chack for spipment It use

 Capachor B201 Basement

Chack PCB Logo
Chek condition of eguipmentiesh or fiming

Holston Army Ammunition Plant
2011 PCB Annual Document Log

STFR030 3N L4BSSOBPMLE ~ >~

STF 9030 31N LAGEBOIPMLE

ST 9030 1D# 0046 f”

§TF 8020 DROBST
e

STF 8030 O 0050

STF 9030 HOL 30881

STF 9030 HOLBOBIS L

" STFR030 HOLBOG2 |

Isaue a work order if more than 30 minutes of maintenance repair time is roquired as a result of an inspection. Page | of 1
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PM / Inspection Checklist P
PM/INSPE: 123 Bullding AreaB-G  PM Description : PCB Quarterly Inspections 1’
Mext Due Dute 4/5/2011 LastComplate 1/5/2011  PM Complation Date: tf f@i f AN Status Active Hours
Dueevery 3 mths Person Assigned £ Procedure STF

PM Group Lineman, Facllity Power PM Category Inspaction 8030

Notes Per Inspection Raport - 1/3/08 - 54, 11-4, 12-A - NON PCB
7/28/08 - 1.495613PMLB - Moved o Bldg #122, PCB Storage, taken off this P,
8/4108- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER.
311108 - L495625PMLD & 1.495622PMLB removed fron Bldg 200 & stored at Bidg 122
TH4 12010 - Removed 3164568, FO62785, PLR49861, gl non-PCB
7122-2040 - Added PLR4SBE1 back to PM, par Amy

femn  Description Procedure Equiph GComp

1 85 Transformer { 7146128 ) STF 9030 SM746128
Check PGB Logo
Check conditon of equipmentieaks or filming
Check For aquipmant in use
2 12A Transformer { PLR4S8S! ) §TF 8030 SN PLR4SSET S
Check PCB Logo
Check condition of equipment/eak or flming
Check for equipment in use
3 Transformer, Preciplistior (L495508PMLE ) 2150 Lbs STF 8030 3N L485539PMLE ‘/
Check PGB Logo
Check conditon of equipment/ieaks or filming
Check For aquipment in use
Pyranol Fluld
4  Transformer, Precipilater (L40S503PMLE ) 2150 Lbs STF 8030 3N LAGSEO3PMLE o

Check PCB Logo
Gheck condiion of euipmentfieaks or fiming
Check For equipment in use
Pyranol Fluid
§  SA Small Capachator (MCC DOOR ) STF 8030 0% 0045 w*
Check PCB Logo
Chedk conditon of squipmentfieaks or fiming
Check For squipment In use
8§ 6-A Small Capacitator (MCC DOOR ) STF 8030 1062 0046
Gheck PCH Logo
Check conditon of equipment/leaks or filming
Check For equipment in use
7 T-A Small Capacilator (MCC DOOR ) STF 8030 iD# 0047 . o
Chack PCB Logo
Checl conditon of aquipmentfieaks or fiming
Chack For equiptment in use
8§ 20-A Smali Capaciiator (MCC DOOR ) STF 3030 D4 0050
Check PGB Logo .
Chack conditon of squipmentieaks or fiming
Chack For equipment in use
9  Gapacltors (8) (30861) §TF 9030 HOL 309681
Check PCB Logo
Check condition of equipmentfieak or fiming
Check for equipmeni In use
10 Capecitor 8201 Bagsment STF 9030 HOL 60835
Chack PCR Logo
Check condition of equipmentfieak or fiiming
Check for equipmant in use
11 Capacitor B201 Basament STF 9030 HOL 60834
Check PCB Logo
Check condition of squipment/ieak or filming
Check for equipment in use
Holston Army Ammunition Plant Page 8
2011 PCB Annual Document Log
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PM 7 Inspection Checklist
P/ NGRS . 123 Bullding Area B-G P Description :  PCB Quarterly inspections

Next Due Date 7212011 LastComplete 4212011  PM Completion Dgte; ' 7= 23 4~ oid |

Dueevery 3 mihe Person Assigned Aakiths 1ERK

PW Group Lineman, Facillty Power P Category Inspection

Notes Per inspection Report - 1/308 - 5-A, 11-A, 12-A - NON PCB
7128008 - L49561IPMLB - Moved to Bidg #122, PCB Storage, taken off this PM.

8/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,

311109 - L495625PMLE & L495622PMLE removed fron Bldg 200 & stored at Bldg 122
7114 12010 - Removed 3164568, F962766, PLR49861, all non-PCB
71222010 - Added PLR49861 back to PM, per Amy

tem Description

1 8-ATranslormer{ 7146128 )
Check PGB Logo
Check conditon of aquipmentfieaks or fitming
Chack For equipmant In use

2 12.A Transformer | PLR4SEG1 )
Check PCB Logo
Gheck condition of equipmentieak ar fiming
Check for equipment in use

3 Transformer, Precipitator (L4SSSOBPMLE ) 2150 (Lbs
Check PCB Logo
Check conditon of equipment/iaaks or filming
Chedk For equipmeni in use
Pyranot Fluld

4  Transformer, Precipitator (L4SS60IPMLE ) 2950 Lbs
Check PCB Lago
Check condlton of aquipment/leaks o filming
Check For egquipment in use
Pyranol Fiuld

5  5A Small Capacitator (MCC DOOR )
Gheck PCB Logo
Check conditon of equipmentieaks or flming
Check For equipment in use

6 @-A Small Capacitator (MCC DDOR )
Check PCB Logo
Check conditon of eguipmentieaks or flming
Check For equipment In use

7 7-ASmall Capaciator (MCC OOOR )
Check PGB Logo
Chech conditon of equipmentfeaks or fiming
Check For equiptment in use

8 20-A Small Capacitator (MCC DDOR )
Check PCB Logo
Check conditon of equipmenifieaks or fiming
Check For equipmant in use

8§ Capacliors (8) (30881)
Check PCB Logo
Check condifion of equipment/leak or Biming
Check for equipment in use

10 Gapaclior 8201 Basemant
Check PCB Lo e Trwntde
Check coniifion of squipmantiesh of Bm!
Check for equipmant in use

i1 Capachior B201 Basement
Check PLBLage oo ‘gﬁfix he, b oo
Check sondifion of squipmantiens 11 Himin
Check for equipment in use

Status Active

Hours

Procedure STF

' Procedurs
STF 9030

STF 9030

§TF 9030

STF 9030

STF 3030

STF 8030

STF 9030

STF 4030

STF 5030

STF 8030

§TF 9030

8030

' Equiph Comp

SNTUSIS

SIN PLR49851 /

N LAGSEOOPMLE -
3N L495603PMLE L

oRocds o
oko0ss
oHReT

{D# 0050

HOL 60835

HOL 60834

v
KoL

v~

v’

Wednesday, July 20, 2011 lusue a work erder i more than 30 minstes of maintcnance repair time is required as & result of an inspuction, Page | 0f'2
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PM / Inspection Checklist

PM/INSPS: 123 Bullding AreaB-G  PM Description: PCB Quarterly Inspections

Next Dus Date 10/21/2011 LastComplete 7/21/2011 PMComple(ion: Status Active Hours
Duesvery 3  mthe Parson Assigned v Procedure STF
PM Group Lineman, Fadility Powar PM Category  Inspaciion 9030

Notes Per Inspaction Report - 1/3/08 - 5-4, 11-4, 12-A - NON PCB
7128108 - L495613PMLE - Moved to Bldg #122, PCB Storags, taken off this PM.
8/4/08- THIS Ph MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER.
311009 - L495625PMLE & L495622PMLB removed fron Bldg 200 & stored at Bldg 122
7114 /2010 - Removed 3164568, F962786, PLR49BS1, all non-PCB
7/22-2010 - Added PLR4GB6T back to PM, per Amy

ftem Dgscription N Procedure Equlﬂ” L'Comp

1 8A Trensformer { 7946136 ) STF 800 SN 7146126 /
Chack PCB Logo ¢
Check conditon of equipmentieaks or filming
Check For equipment in use

2 12-A Tensformes { PLRE9SST ) STF 8030 S/N PLR498S1 /
Chack PCB Logo
Chack condition of equipmantieak or fiming
Check for aquipment in uss

3 Translormer, Procipitator (L405500PMLE ) 2150 ILbs STF 90230 3N L4D5500PMLE /
Check CB Logo
Check conditon of equipmentfieaks or flming
Check For aguipment in use
Pyranwl Fluld

4  Transformer, Pragipitator (LA95603PMLE ) 2150 Lha STF 8030 3N L4O5E03RPMLE /
Check PCB Logo
Chack conditon of equipmentiaaks or flming
Check For equipment in use
Pyrarol Flukl

5  5A Smell Cupacitator (WCC DOOR ) STF 8030 1D# 0045
Check PCB Logo
Chack conditon of equipmentfieaks or flming
Check For squipment in use

6  6&-ASmall Capucitator (MCC DOOR ) STF 8030 10# 0046
Check PCE Logo
Check conditon of equipmant/ieaks or filming
Check For equipment in use

7 74 Smgll Capacitator (MCC DOOR) STF 8030 108 0047
Check PCB Logo
Check conditon of equipmentflaaks or flming
Chegk For aquiptment in use

8 20-A Small Capaciiator (MCC DOOR ) 8TF 9030 #0050 /
Chack PCB Logo
Chaek conditon of aquipmentieaks or flming
Ghack For equipment in use

9 Cupacitors 8) (30861) STF 9030 HOL 30861 /
Check PCB Loge
Chack conditlon of squipmentieak or fiming
Chack for equipment in use

10 Capucitor B201 Basement STF 9030 HOL 60835 ‘/v
Check PCB Logo
Check condition of equipmentieak or Himing
Check for equipment In use

1 Capacltor 8201 Bassmaent STF 9030 HOL 80834 /
Check PCB Logo
Check confition of equipmentiieak or flming
Chack for equipment in use

NN N

Thursday. Cetober (3,201 Issuc a work prder i more thes 30 minutes of maintenance repair time is required a4 a rosult of an inspection, Page 1 of 2

Holston Army Ammunition Plant Page 7
2011 PCB Annual Document Log

ED_001691B_00002018



B0 wswinoog [Bnuly 954 LLoZ

g obed Bl UOIIUNUILY AUy UOCISIOH
‘RiqeleAs
Supuny uodn wspusdap — suijuc bnoig
YZlL o] jebyize Buisq auoyaq spesbdn saunbai yun ‘shep 1088PM1d b A jsuyosueif
06 Joj solaes ui Jeye Buljdwes sanbeas
— poyissepsl fuisg gnd polsuBluc)
dd Awmom
wdd 1/°0) gog-ucu se H04-UoU SB PIYISSRIoa! BUN
va payISsePRaY 'XE0d 0 eb ezv ‘90 PlRUILIBIUOD SB PaLISSEI0 Auauuo 895¥91E Ml | Joulosuel]
Joud widd $¢ AIsnoIAsidg
dd ﬂmum
widd pL) god-uou a7d4-LUoU SE DBISSEIDa N
vii se payissejosy X80d 1ebog ‘G0 PSISUILBILCS SE PalIsse|D AJauLo 9812964 dl | Jsulojsuel]
o1 Joud ggL Aisnoinald
NOILLY3O0T . {'sien] SCTAL HIBHNN 3 dSdAil
iNaWdinpa | (Wdd)'oNoD 83d INNTOA pInid NOLLYOIJISSVID IVRNES | 00D | INIWHINDI
80d-NON SV Q3IJISVY103Y SHaWHOASNYHL
2jqel0siep IoN = ON
JDW Y02 00S< aN jouiAd ews 0500#01 X | ioioeded WS
22N VL 006< aN jouBiAd [[BWS LY00#CH X joyceded WS
O0W 'v9 00S< aN jouBiAd lfews SrOoHal X | foyoeded WS
DOW VS 00G6< ON jouBIAd llews S¥O0#QI ¥ ioyordeD WS
WSWaseq' LoZ 00G< 1d L jouiAd lewg ¥EE0SETI0H YO loyoeden
JUSLISSET LOZ 00S< k1 [OUBIAg jews SEROSHIOH Yo Joyoede)
Wiy 19le 'vg 005< et g joueAd abre LOB0E#TOH VO Joyoeden
‘Alijgejieas
Buipury uodn Juspusdep — suguo bnoug
Y¥Zi f8ge] ieByrze Buieq suojeq opeibdn saunbal yun "sAep LOB6FNId Nl Jjsuuocisusll
08 o} eopuss u Jeye Buydues saanba)
~ paiyssejoas Buieg ‘G804 PelBulWBIUOD
Wy 102912 'vg 00&< B g5z jouBJAd gad lind gziorLs ol Jauliosued |
Z#i8liog 002 006< jeb zg jouBiAd 83d iind STNdEDSSEYT | M1 | Jeuuojsuel]
L#s]ioq "002 006< 1eb zg joueiAd g0d lind SINGEBSSEYT | M1 | JeuLsjsuel]
HOLLY20T . {'sjen) SAAL HISWNN 3 3dAl
wedd .
iNGmdinpa | WAd'oNODE3d | gunqon | g | NOLLVOIAISSVTIO W3S | aoo | iNaWdIND3
LNV id NOLLINOWNVY ANV NOLSTIOH

LL0Z ‘1€ MIEWIO3A ~ AMOLNIANI 80d

*3U}] SWIAISAS SOUBTPIQ

ED_001691B_00002018



B0 wesunoo] lenuuy 904 LLoZ

g sbed JuBjd UoHIUNUIWY Aully UOISIOH
sgod 0
uiejuoD
pIp Aoy
J1 se pejean
alam Aau s
‘ g0d
ow:_mmm%ow Buuieiuon
poulE} A N cé ViN 44" LL/B/9 LL/6/9 Y ESIY VN Allenusiod
spieoq suwisy
[eougoele
aup uo [eduosig
sioyoeded
ayl
41 UMOWUN
SEM }
. (N/A) . . . .
Ol By | (sien) | ‘Bpigie paiolg | POACWIBY ON [Bli8S edA)
Sjuswiog wnig _.M_wﬁ jeiol "IOA paioig aieq a1 tiod4 paaotusy uswdinbyg
ANV 1d NOILLINNWHY ANYY NOLSTIOH
LLOZ “LE ¥IEWID30 — LI0Z ‘L AUVNNYP
SADVHOLS NI SH3LI 80d
*3HJ SWS}EAS IDERUDIO

 SWILSAS 3V

ED_001691B_00002018



o uswinoo [enuuy 80d 1102

oLebed U] UOIIUNLUIWY AULly UCISION
sg0d
Buuizuon
LLioE/8 LifLig Z6 YN 2zl LLIBI9 LL/8/9 Y BlY YN Ajjenusiod
swisy
" {Bouoeid
pesodsig | peddiys | (Bu)im | ('sieD) | ‘bpige paloig peacway wia -ON 1BLIS SCAL
aeq aeq | oL | oA | pauois | eeq sjeq wioid pasottiey NIEUSS | juswdinbg

ANV 1d NOLLINNWINY ARY NOLSTOH
LL0Z “1E MIBWIDIA ~ LLOZ L AUVNINYT

d3S0dSid SW3all 80d

“JUY STWESISAS SoHETPID

ED_001691B_00002018



Ordnance Systems Inc.

Manifest and Certificate of Disposal from
Clean Harbors

Holston Army Ammunition Plant Page 11
2011 PCB Annual Document Log
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Clean Harbors Deer Park, LLC
2027 independence Parkway South
La Porte TX, 77571
TXDOS5141378
{281) 930-2300

CERTIFICATE OF DISPOSAL

Sales Orderd: LVY3688837

Bae Systems Ordinance Systems

Generator Facllily Name:
Genaralor Address: 4508 West Stone Drive Date Raceived: 82212011
Generalor Contact Name:
Gensrator ERA ID: THE2100204214 Load #: 334888
Manifest #: 00447 2888FLE
Criginal Date Removed Unit  Serlal ¥/ #aterial Disposal Mathod of Disposal Faclity
Description Date Disposal

CHIDE From Service Type Customer ID

24818688 1172011 Dt 248966987 incinsration Dasr Park, TX Faciliy

Capadior For Insineration BI3I201 1

Under Clvil and Criminal Penalfes of Law for the making or submission of fslse or fraudulent statemants or represenisions (18 U.8.C. 1001
and 18 U.8.C, 2818), | cartify thet the Informstion contained In or accompanying this document is rue, accurate, and complste. As o the
identified section(s) of this document for which | cannot personally verify truth and accuracy, | certify as the company official having supervisory
regponsibility for the persons who, anling under my direct Instructions, made the verification that this Information Is rue, accurate, and conpleta.

Thursday, Saptember 08, 2011

Date

Authorized Agent

Pages 1 of 1

Page 14
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Ordnance Systems Ine.

2011 B-122 PCB Storage Area Inspections

Holston Army Ammunition Plant : Page 18
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'BAE SYSTEMS

Ordnance Systems Inc.

Holston Army Ammunition Plant
4509 West Stone Drive
Kingsport, TN 37660-9982

EPA ldentification Number: TN 5210020421

PCB Annual Document Log
January 1, 2012 — December 31, 2012

Prepared by: Environmental and Electrical Departments
Submitted by:  Environmental Department
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Ordnance Systems Inc.

2012 PCB

Transformer Quarterly
Inspections

Note: In July 2013, the Electrical and Instrument Services Manager contacted GE regarding the
capacitors in B-201 (items 10 and 11 on the checklist). Per GE, these capacitors do not contain
PCBs. They have been removed from the PCB inventory and quarterly inspection checklist.

Holston Army Ammunition Plant Page 1
2012 PCB Annual Document Log
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PM / Inspectnon Checkhst

PMIINSPR: 123 Bullding AreaBG  PM Description: PCB Quartedly imf&aczﬁtma |
Mext Due Date 11172012  Last Complete 10/7/2017 PR campiaﬁmlmz TAmEAL Status Active Hours

Dueevery 3 mihs Pargon Assignad LAY g [ Procedure STF

PM Group Lineman, Faclity Power PM Catsgory Inspection 8030

Notes Per Inspection Report - 1/3/08 - 5-A, 11-A, 12-4 - NON PCB
7/28/08 - L495813PMLB - Moved to Bidg #122, PCB Storags, taken off this PM.
B/4108- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER.
11109 - L4D5625PMLE & L495622PMLE removed fron Bldg 200 & stored at Bldg 122
7/14 12010 - Removed 3164568, F362788, PLR49881, all non-FCB
7122-2010 - Added PLRAS8E1 back to PM, per Amy

4 Notem a 52 ek 2 P

Hem Descrigtion , wa&ﬁh - Equipl Comp

1 B4 Transformee { TI46128) STF 9030 SM 7146128 i \/
Check PCB Logo &
Chack condiion of equlpmentieaks or fiming
Check Forauuipmentintag e e o

2 1A Transiommes (PLRASHST) $TF 9030 SNPLRAGEET g/
Check PCB Logo
Check condition of equipmentiaak or fiming

- Checkfor squipmentin use L

3 Transformer, Pmler(LmPHLB)mSO Lbs _ STF 8030 3N LABSS0BPMLE “» /"
Check PCB Logo A N '
Check condion of squipmentiieaks or fiming el LC{X
Check For equipment in use l
Pyranc] Fluid ) o "~

4 Tmmformar, Proclpfmor (MQSN:?PM.B } 2950 Lhe BTF 9030 3N L4O5B03PMLE \/ o
Check PCB Logo
Chesk conditon of equipmantieaks or fiming
Check For equipment in use
Pyranat Fluid 4_ . e i e e

5 5 Small Capaciiator (MCC DOOR ) BTFR030  IDBOOES o
Check PCB Logo ;
Chack condifon of equipmentiesks or fiming
Check Forequipmentinuse . s s s e e \ e e v e n s ot vone

& &4 Small Capuchiator (MCC DOOR ) §TF 8030 T I ;;wfe
Check PCB Logo f
Chack conditon of equipmentfieaks or filming
Check For equipmant in use C e e e .

7 7oA Bmall cawcmr(mcc DOOR) STF 5030 D4 0047 :@ i
Check PCB Logo o
Chack conditon of equipmentiieaks ar fiming
Check For equipimentin use s e —— e _ e s

B 20-A Small Capacitator (MCC DOOR) STFO030 MOS0 |»
Check PCB Logo ;
Check condiion of aquipmentfiaaks or filming
Check Forequipmentinuee A :

9  Cspacliors (6] (30081) $TF 6030 HOL30861 | -
Check FCB Logo i
Chaok comdition of equipment/ieak or filming
Check for equipmentinuse . e ke

10 Capacitor B20{ Beasment STF 030 HOL 60835
Check PCB Logo .t - , S
Chech condlion of equipmeniiaak or fiming |
Check brequipmentinuse ¢ e s

11 Cupacior B201 Bassmant o STFE00° T Wovsosm

. Check PCB Logo R

Check condition of equipmentipak or fiming S ( LD

: Chack for pquipmentiousg

vt e ga anen

|

Tuesday, January 17, 2002 lasue n work order if more than 30 minutes of maintenance repair time is required us a result of an inspection. Page | of 2
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PM / Inspection Checkhst
PN INSPE: 123 Bulldlnq AreaBG PM Descrlp(lon BCB Qunﬂarljr Inspactions

Mext Due Dule 41712012  Last Complete 1/17/2012  PM Completion Ualy 3 ii ¥ Ai:? Status Active Hours
Buesvery 3 mthe Paraon Ausigned (RIS A Procedure STF
PM Group Lineman, Facllity Power PM Category Inspection 8030

Hotes Perinspection Report - 1/3/08 - 5-8, 11-4, 12-A - NON PCB
7/28/08 - 14955 13PMLB - Moved to Bidg #122, FCB Storage, taken off this PM,
8/408- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,
3111409 - L 495825PMLB & L495622PMLB removed fron Bldg 200 & slored at Bldg 122
7144 2040 - Removed 3164568, F362785, PLR4S861, all non-PCB
7122-2010 - Added PLR46861 back to PM, per Amy

Kem Descriplion Procadure Equiph Comp

1 &A Transformer{ 7146126 ) STF 8030 GiNTHEle | S

Chaeck PCB Logo
Choek wnditan of equipmenﬂleaks or fiiming

2 12.ATrneformer{ PLRASEHT ) T - ,
Check PCE Logo Kemnosn / Dhemwod @vind
Check condition of equipmentfiaak or filming
Check for sguipment i use o o B

3 'fransformor, Praclpihtor {LASE599PMLE ) 2150 (Lbs STF $3 N LABSSSEPMLE w
Check PCB Logo '
Chack condiion of equipmentieaks or fiming
Check For equipment in use

 Pyrancl Fluid i ) L ..

4 Trnnslumsr. Pnclpmw (LlﬂSBMPﬂLB )2150  Lbe STF 8030 3N L4BS603PMLE
Check PCE Logo
Check conditon of equipmentfasks or filming
Check For eguipment n use
Pyranot Flukt o _ _

5 54 Small Cupacltator {MCC DOOR ) §TF 8030 eo0ss 1 v
Check PCB Logo
Chack conditon of equipmentfiaaks or Riming
Check For equipment in use L L ) o

§ A Small Capacitaior (MCC DOOR } STF9030 D& 0046
Chack PCB Logo
Check conditon of equipmentfieshs or fiming
Check For aquipment In use . o L o

7 T-ASmall Capachator (mcc DOOR ) STF 8030 106 0047 ~
Chack PCB Logo
Check conditon of equipmenifisals or fiming
Check For equipinast In ugs ) . o . ,

8§  20-ABmall Capaclmar {McC DOOR) ST 8030 DRo0ss /
Check PCB Logo .
Check conditon of equipment/ieaks or filming
Check For equigment In use e o . o

8 Capucitors (8) (30901) STF 6030 HOL 30881
Chack BCH Logo
Check condiion of equipmentfeak or filming
Check for equipment In use . e . : .

10 Cspaciior B201 Basament $TF 9030 HOLB0B3S ¢
Chack PGB Logo i N
Ghack condilion of equipment/leak or fliming
Check forsquipmantinuse e .. .

11 Capacitor B20Y Besement STF 8030 HOL 60834
Check PGB Logo
Chetk condition of squipmentfiaak of flming
Check for equipmentinuee =~

8TF 5030 BN PLRASHES v

v’

[ W

Vl

oo b ot € 3 Py

Tuesday, April 17, 2012 Issue a work order if more than 30 minutes of mainterunce repair time is required ay a result of an inspection. Page 1 of 2

Holston Army Smmunition Plant Page 3
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PM / Inspection Checklist
PHINSPR: 123 Buliding AreaB-G  PM Description: PCB Quarierly Inspections
Next Dus Date 71152012 Last Complets 4152012 PM Completon Da: M& T Statws Active Hours
Duesvery 3 mthe Person Assigned (A< faz s 2, s Procedure STF

PM Group Lineman, Facillty Power PM Category Inspoctlon | 8030
Notes B/4X08- THIS PM MUST 8E COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,

RETREY S

fiem Description Procadure Equiph Comp

1 B-ATraneformer { 7148128} STF 9030 BN 7146126 ’/
Check PCB Lago
Chack conditon of equipmentieaka or fiiming
Chack For squipment in use
2 12-A Trensformer { PLRABEGT 3 ‘ ) \ STF 8030 SN PLRASEGY l_/
Check PCB Logo g0 Miaasing
Chack condition of equipment/lssk o il
Chack for gquipmant in use
3 Teanglormer, Praciplator (LGDSMPMLB Y2450 by STF 9030 3N L495508PMLE /
Check PCB Logo
Chack conditon of sgulpmentfeaks or fiming
Chack For equipmant in use
Pymnol Fluld
4 Transformer, Pmmpimor (1495603PMLE )2150 Lhe STF 8030 31N L4OSGUIPMLE &
Chack PCB Logo
Check condhion of equipmsnifieaks or filming
Chack For equipment in use
Pyranol Fiuid
5  5A Small Capacitator (MCC DODR ) 8TF 9030 D4 0045
Chack PCB Loge
Chack conditon of equipment/lagks or fiming
Check For equipment In use
§  6-A Smell Capachiator (MCC DODR ) STF 9030 1D 0048
Chck PCB Logo
Dhetk condiion of spuipmentieaks or fiming
* ¢ $pustk Foraquipmentin use
7 ‘T-ASmall Cepaciator (Mcc DOOR ) STF 9030 10st 0047
Check PGS Logo
Chack conditon of aquipment/isaks or fiming
Check For squiptment in use
8  20-A Smell Capscliator (MCC DOOR ) STF 8030 104 0050
Check PCB Logo
Check conditon of equipmentfieaks or filming
Chaeck For equipmant in use )
g Capacliors (8) (30861) 8TF 8030 HOL 30881
Check PCB Logo
Chack condiion of squipmentiask or Miming
Check for gauipment In usse
10 Capacior B201 Bassment STF 9030 HOL 60835
Check PCBLogo

Check condition of aquipmentiaak or filming
Check for equipment In uss N Jf ‘/./‘5’(:. _

11 Gapacitor 8207 Basemant STF 9030 HOL 60834
Check PCB Logo

Chetk condiion of eguipmentieak or fiming
Chetk for equipment In use /%’ l‘ f}l € *C

) WA N N N U O

Wednesday, July 25, 2012 Issue & work order if move than 30 minutes of maintenance repair time is reguired as a result of an inspection, Page l of 2

Holston Srmy SAmmunition Flant Page 4
2012 PCE Annusl Document Log
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PM / INSPE: 123 Last Complate Date: 7/25/2012

Bullding: Area B-3 Statux: Active
Mot Due Date: 10/25/2012 Procedure: STF 8030
Dus every 3 months PHi Complation Date: / - %" / ﬁ;....._,
P Group: Lineman, Faciity Power Hours:
P Category: Inspection Parson Assigned: A He Y. D&‘ e f /

Hotes: BM4/08 THIS PM MUST BE COMPLETED WITHIN THE FIRST f

#HOF EACH QUARTER,

npt

1 8-A Transformer { 7146128 ) \/ SN 7146126
Check PGB Loge
Cheack condilon of equipment/iesks or fiming
Check For equipment in use

3 Transformer, Precipitator (L485590PMLB ) 2150 iLbs . SN L4S5589PMLE
Check PCB Logo v /’
Check conditon of equipmentieaks or fiming
Check For aquipment in use
Pyrang) Fluld

4 Transformer, Precipitator (L495803PMLE ) 2150 Lbs BN LASBB03PMLE
Check PCB Logo
Chaeck conditon of equipmentieaks or filming
Chack For equipment in use
Pyranol Fluid

] §-4 Small Capacitator 10 0045
Chack PCB Logo
Check conditon of equipmentieaks or filming
Chack For equipment in use

L] 8-A Small Capacitator
Check PCB Logo
Check conditon of eguipmentfoaks or iming
Check For squipment in use

7 7-A Small Capacitator
Check PCB Logo
Check conditon of equipmentieaks or filming
Check For equiptment In use

8 20-A Small Capacitator
Check PCB Logo
Check coreliton of squlpmentieaks or fiiming
Check For equipment In use

] Capaciiors (8) {30961)
Cheok PCB Logo
Check sondition of sguipmentieak or filming
Gheok for equunent iy use
10 Capaciior B209 Basement HOL 80835
Check PCB Logo
Check condition of equipmentiiesk or filming
Chesk for stpipmsnt v use

11 Capaciior 8201 Bagement HOL 80834
Chack POB Loge
Check condition of sguimmentiask or fiming
Chagk for squipment in e
2 12-A Translormer { PLR4G861 ) SN PLR49861Y
Check POB Lago
Check corditfon of equlpmerifsek or flming
Chick for squilpent In use

a2 B~F Translerpen v’ S//U,gs’?l{ 1ol
Holston Army Ammunition Plant Page B
2012 PGB Annusl Document Log
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104 0047

100 0050

HOL 30061
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Ordnance Systems Inc.

Holston Army Ammunition Plant
4509 West Stone Drive
Kingsport, TN 37660-9982

EPA ldentification Number: TN 5210020421

PCB Annual Document Log
January 1, 2013 — December 31, 2013

Prepared by: Environmental and Electrical Departments
Submitted by:  Environmental Department

ED_001691B_00002018



Ordnance Systems Inc.

Transformer Quarterly
Inspections

Note: In July 2013, the Electrical and instrument Services Manager contacted GE regarding the
capacitors in B-201 (items 10 and 11 on the checklist). Per GE, these capacitors do not contain
PCBs. They have been removed from the PCB inventory and quarterly inspection checklist.

Holston Army Ammunition Plant Page 1
2013 PCB Annual Document Log

ED_001691B_00002018



Crawford, Amy (US SSA

From: Foy, Matthew (US SSA)

Sent: Tuesday, July 30, 2013 11:23 AM

To: Bright, Michael (US SSA); Harper, Scott (US SSA); Boggs, Jeffery (US SSA); Alley, Calvin
{US 55A); Darnell, Justin {US SSA)

Ce: Crawford, Amy (US SSA)

Subject: Bldg 201 Pump House - Capacitors in basement

Importance: High

Al

See confirmation below. These capacitors DO NOT contain PCB fluids. Hence, any all references to them being treated
as such, should be discontinued.

Amy — if you will update environmental’s records {PCB plan, SPCC plans (7)), Vll see that our PM is updated to remove
these items from the inspection list.

Thanks,

BAE Systems - Ordnance Systems Inc.
Manager, Electrical & Instrument Services
0: 423.578.6086

E: matthew fow

CONFIDENTIALITY NOTICE: The Information in the attached communication Is confidentlal, Is Intended solely for the addressee, includes proprietary items. If you are
not the Intended recipient, any disclosure, copying, distribution or any action taken or omitted to be taken In reliance on It, Is prohibited and may be unlawful. If you
have recelved this communication In error, please notify the sender and shred any paper coples. If you are not the intended reciplent you may not retaln, copy or use
this communication for any purpose. If you are the Intended reciplent you should not disclose all or any part of the contents to any other person, except in
accordance with all applicable nondisclosure and confidentiality agreements. Sender reserves all Intellectual property rights In this communication, Including but not
limited to copyrights, trade secrets, patents and trademarks as applicable.

From: ENERGY Parts Only Requests (GE Energy Services) [mailtoensry. bar
Sent: Tuesday, July 30, 2013 11:14 AM

To: Foy, Matthew (US 5SA)

Subject: 43F763DA1 Capacitor

Hi Matt,
1 spoke with my technical contact in regards to the Capacitor. Based off of the information you supplied me

with,

The numbers on the Capacitor.
43F763DA1

1886733

16148668p10

Holston Army Ammunition Plant Page 2
2013 BPCE dnnusl Document Log
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Specs:

300v dc surge
200mfd
non polar

My technical contact was able to conclude.
This is an electrolytic capacitor, it does not contain pyronol (PCB) fluid

I hope this helps. If you need any more information on this or anything else, come to us at the Parts Group.

Regards,
Michelle

Holston Army Ammuenition Pent Page 3
2013 FOR Annuel Docwmnent Log
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PM/ Inspectnon Checklist

PMIINSP#: 123 Bullding AeaBG  PMDescription: Visual Inspection - PCB Equipment ! Arsas

Mext Due Date 1/8/2013  Last Complele 10/3/2012  PM Completion Date; :L?L 7/1.3 Status Acilve Hours
Dueevery 3 mihs Person Assigned ¢ . A T 7 Procedure STF
PM Group Lineman, Facility Power Pid Category Inspection 8030
Holes 2/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER.

Wem Descripion Procedure Equiph Comp

1 BA Transtormar (79464128 ) STF 9030 S 7148126 [“"CI—P

Chack PCB Logo
Check condiion of equipmentiesks or liming
Chack For squipment In use

2 12-A Transformer { PLRASSS1 ) ’ STF 9030

Check PCB Logo
Chack condition of sutdipmesniieak or fiming
Chack for aquismentin use

3 Translormer, Praciphator (LABS50SPMLE ) 2150 fLbs ' §TF 9030 SNLAGBEORPMLE| o

Check PCB Logo

Chack condlion of equlpmonmeaka ar fiming

Check For squipment in use

Pyranol Fluld S , .
4  Traneformer, Precipitator (LASSE0IPHILE ) 2150 Lbs 8TF 8030 3N LA95G03PMLE g -

Check PCB Logo

Check conditon of equipment/isals or fiming
Check For equipmant in use

Pyranol Fluld

§ %A Small Capachator (MCC DOOR ) STF 9030 RS | e
Check PCB Logo .
Check condlion of squipmentiealks or fiming
Check For equipment in use

8  6-ASmall Capacitator (WCC DOOR ) ‘ T STF8030  IDROME / v
Check PCE Logo il
Chack condlton of squipmentieaks or filming
Check For equipmant In use

7™ 7.2 Sl Cape st DOOR) R e e Iﬁﬂmﬁﬁlﬂ 4/"/
Check PCB Logo S
Check conditon of equipment/ieaks or fiming
Check For equiptment in use

8  20-A Small Capachsior MCC DOOR) STF 8030 104 0050
Check PCB Logo
Check conditon of equipment/ieaks or fiming
Check For squipment in use

§  Capacitors (8) (30961) STF 8030 HOL 30861 o
Check PCB Logo oo
Chatk condiion of squipmentfisak or fiming
Cheek for espufpmant s vee

0 CoeirtiEm L e STEGTT " oL 6083s ‘
Check PCB Logo i
Check condition of aquipmentfieak or fliming
Check for aquipment in use .

11 Capaciior B201 Basement STF 8030 HOL 60834
Check PCB Logo
Check condition of equipment/leak or fiming
Check for equipment in use

Wednesday, Janusry 89, 2 Issue & work order if more than 30 minutes of maintenance repair time is required as a result of an inspection, Page | of 2

Holeton Army &mmunition Flank Page 4
2013 PCB snnunl Document Log
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PM / Inspectlon Checklist

PM l NSRS . 123 Bullding AreaB-G  PM Description : Visual tm;mizﬁaa i’f.:ﬁ Eﬁiﬁm&ﬁﬂ freas
Hoxt Due Date 4/22/2013 Last Complete 12212013 B Compwﬁsn Date: 2 Status Active Hours
Dusevery 3 miths Person Assigned ¥ ' ) Progedure STF
PM Group Lineman, Facllily Powar PM Category Inspection ) 8030
Nom 814/08- THIS PM MUST BE COMF’LETED WITHIN THE FIRST MONTH OF EACH QUARTER

“m mc"pﬂm pm“dum . . Equh’ comp

1 8ATeansformer { 7446126 ) STF 8030 SN 7146128
Chack PCB Logo
Chack conditon of smdpmentiagks or fiming
Check For aquipment in yse

2 12-A Traneformer { PLE4URG1 )
Chack PCB Logo
Chack condion of spipmentienk of fiming

) Chadk for snulpmant i use

3 Traneformer, Precipitator (maswsmm 12150
Check POB Logo
Chack conditon of aquipment/ieaks or fiming
Check For equipmant In use
Prranol Pl . e

4 Transformer, Precipitator (L495603PHLE ) 2450 Lbs BTF 5030
Check PCB Logo
Check condlion of equipmentiaaks o Himing
Check For aquipment in use

. Pyrano! Fluld o S et e .

$  5A Small Cepacitator (MCC DOOR ) STF 8030 104 0045 g”(“”
Check PCB Logo =
Check condiion of sqaﬂgmwm&m or fiiming

e—

STF 6030 S PLR4GEGY ¢
dobe 7

STF 8030 M LA9GEI9PMLE , E'!

6 A Smll Capacator (HCC BOOR) : STF 8030 oAO04E [
Check PCB Logo M
Chack conditon of equipmentiaaks or flming
Check For equipmentinuse o . o

7 7-h Small Capuciiator (MCC DOOR ) STF 8030 04 0047 [;wa
CheckPCBLloge e
Chack conditon of sguipmentfisaks or fiming
Check For squiptmeént In use : e

8  20-A Small Capachator (MCC DOOR ) STF 8030 D000 5
Chaeck PCB Logo
Check conditon of equipmentisaks or fiming
Chech For equipment In use o . _

§  Capaciors (6) (30081) §TF 9030 HOL 30861 [;.7";
Check PCB Logo et
Check condion of equipmentiesk or fiming

. Chockloroquipmentinuee S

10 Capacitor B201 Basemant STF 5030 HOL 80835 ngﬁ
Check POB Logo o
Check condition of equipmentieak or fiming P—

Chack for squipment in usa

11 Qapaciior 8201 Bayament
Chack PCB Logo
Chack condlfion of squtpmentiest or lming
Chackfor squlpmant inuse

STF 8030 HOL 60834 ?’“‘m

Tuesday, March 26, 2013 Issue 8 work order if more than 30 minutes of maintenance ropair me is required us a result of an inspection. Page | of 2
Holston Army Ammunition Plant Pags &
2013 PCB Snnusl Document Log
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PM / Inspection Checklist

PM I INSPR: 123 Bullding AreaB-G  PM Description

Dueevery 3 mths

PH Group Lineman, Faclilty Power P Category Inspeciion

Yisual Inspection - PCB Equipment { Areas
Next Due Dute 6/28/2013 Last Complete 3/26/2013  PM Completion Date: 2 5"‘ ’3

)
Person Assignedd] /305

Status Active

Procedure STF
9030

Hours

Notes 81’4/0& THIS PM MUST BE COMPLETED WITHlN THE FIRST MONTH GF EACH QUARTER

ltem Descnptlon

1

10

IRt

Monday, July 08, 2013

8-A Yeansformer { 7145146 )
Check PCE Logo
Chack conditon of aguipmentieaks or fiming
Check For squipment In use
12-A Tranafosmer {PLR42861 )
Check PCB Logo
Check condition of egipmentieak or fiming
Check for agudprient s use
Transformar, Precipitator (L495539PMLE § 2150 1Lbs
Chack PCB Logo
Chack condlten of sguipmentleaks or filming
Cheok For equipment In use
Pyranol Fluld
Teansformar, Procipitator (L4D5803PMLE } 2150 Lbs
Check PCE Logo
Chack conditon of aquipmentieaks or flming
Check For equipment in use

_ Pyranol Fluid
%A $mall Capaciator (AGC DOOR )
Chack PCH Logo
Chack conditon of equipmentieaks or fiming
Check For syulpment In use
6-A Small Capacitator (Mcc DOOR )
Check PCB Logo
Check conditon of aquipment/ieaks or fiming
Check Forequlpmant in use
7-A Small Capacitator (MCC DOOR)
Check PCB Logo
Chack sonding of eguismenifioaks or fiming
Chack For squiplmantin uee
204 Smolt Capasiiator (MO DUOR)
Check PCB Logo
Check conditon of equipmantieaks or fiming
Chack For equipment In use
GCapacitors (8) (30881}
Check PCE Logo
Chack condiion of eguipmentieak or fiming
Check fur squipment Iy uss
Capachior B201 Bavement
Chack PCB Logo
Check condition of equipmentfieak or fiming
Chack for equipment in use

Capaclior B201 Bagoment
Check PCB Logo

Gheck condition of equipmantisak or fiming
Chack for squipment in use

_ Notin use

e

,‘/0{ XY

Rﬁ?m&w é S fm”w\ ey
Has Reon Kempved

Procedure Equips Comp
STF 9030 SN7146128 | 7

STF 6030 G PLRAGEE I

& ’%‘%
i\%ey EF@ i\‘ 7 vvvvvvv
SIFWI0

W\f

SN LagBsasPMLE

3N L495BO3PMLE /

" §TR9030 104 0045

§TF 9030 104 0046

STF 8030 {D# 0047

STF 9030 040080

%

STF 9030

HOL30S1 |

Mot ia o wse

STF9030

ST 2030

MCC Dpor

Holston drmy Ammunition Blant
2013 POE Annunl Documant Log

fssue a work order if more than 30 minutes of maintenance repair time is required as 8 result of an inspection.

ADDE’D b@aﬁ‘k’f + 5 D‘ﬁf\ 7!?}?0‘3
Per g““m*-\ Qﬁﬂ““‘:f)ﬁb

Page 1 of 2
Puge 6
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Ordnance Syatems inc.

Stmtus: Rec'd / Schaduled
Make: wa
#odel: n/a
Cont Conter: 1-3400-18253
Baulpment Swnen Bright, Micheel
Aren/Buliding #: Area B-G - Arga B - General Facility
Location: Varlous (sse sitached)
Typlcal Houm: 3
Actusl Hours: 0
Provious PR-WO & - 1/1/0001

Specification: Id
See attached equipment listing.

Roguest Description: sual Inspections.

Malntenence Notes:

| Attac Hinente

Holston &rmy Armmunition Flant
2013 pOR Annual Document Log

Page T
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1D-2370 VERSION: 1.0 ERFECTIVE
Ares 8~ PCB Checkilst ol @ 3843

Coples of this checklist permitted to collect fleld data and check-off tasking us complated. Coples are to be
printed from the PM Work Order attachment to ansure the current version Is utilized during execution of the
P,

REFEREMCES:
® PME-246 — PCB Equipment Inspection
# PM-123 - Visual Inspection ~ PCB Equipment Areas

NOTES:

Verify contents of the checklist while performing the PM. Note any required upduotes.

HOL B200 - Transformer
Precip. SN: L49560PMLE
Roof Pyranol fluld T
Check PCB labeling leglble / intact. %
Check general condition / integrity, [
signs of leakage.
HOL B200 - Transformer
Precip. SN: L495603PMLE
Roof Pyranol fluld Vi
Check PCB labeling legible / Intact. W/
Check general condition / Integrity, w
igns of leakag

(ovepleted o0
[ ' o 2o 128
a9 ‘ 9 \20 13
BAE Systems Facllities Malntenance Pagefof2
Wﬁ?ﬁ%ﬁﬁw Kirnunition ®iant Kingsport, TN Page 8

2013 PCE Annusl Docununt Log
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10-2370 VERSION: 1.0 EFFECTIVE

Ares B PCB Checkist __@_h, 7-24-13

Cratlng new Equipment ltem
| into Preventive
i Maintenance.Net.

BAE Systems Faciliies Malintenance Page 2 of2
W Guetame, ine, Kingsport, Th .
!29 £ %m@%nltlon Plant s Page

2043 PCE fnnusl Document Log
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EE Ordnance Systems Inc.

Statiss: Rec'd / Scheduled
Hiake: nla

Hodsl: nia
Cont Cortar: 1-3400-19253
Equipment Ownur: Bright, Michael
ArpaiBoliding #: Area A-Ares A
Loostion: Varlous (ses altached)

Typloal Hours: 3
Astusl Hours: 0
Pravious PM-WO & - 1/1/0001

Previous Notes:

Spacification: |OId PM.123: PCB Quarterly Inspection Typical Duration: 2 hrs

Ses atached sguipment lsting.

Raguest Description: aud inspections.

Bsintenanss Boles: ,

1D-2401-1.0_- Ares_A_PCB_Checkilst.pdf, EventChackList pdf

Holston Army Ammonition Plant Page 10
2013 PLE Annunl Document Log
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e VERSION: 1.0 EFFECTIVE

Ares & - PCB Checkist _ﬁ%_ 7-2813

LCoples of this ceckiist permitted to collect flald data and check.off tasking as completed. Coplesaratobe
printad from the PM Work Order attachment to ensure the current version Is utilized during axecution of the
M,

REFERENCES:
# PME-246 ~ PCB Equipment Inspection
® PM-123 ~ Visual Inspection — PCB Equipment Areas

Verlfy contents of the checklist while performing the PM. Note any required updotes,

Transformer
Ground | SN: 7146126
Floor Equipment not in service,

@@/m No power to bidg 8-A.
Check PCB labeling legible / Intact.
Check general condition / Integrity,
signs of leakage,
2 ‘ Bldg 84, {6) Capacitors

Py Eastside, | Surplus / obsolete equipment. NotIn
storage service. No power to bldg 8-4,
Check PCB labeling legible / intact.
Check general condition / integrity,
slgns of leakage.

2A, MCC | Capacitor
doopr

C%

R

Check PCB labeling legible / intact,
Check general condition / Integrity,
signs of leakage.

~ 54, MCC
4 M ﬁ@ - Capacitor

Check PCB iabeling legible / Intact.
Check general condition / integrity,
signs of leakage.

&4, MCC Capacitor
door

3

Sk

Check PCB isbeling legible / Intact.
Check general condition / integrity,
signs of leakage,
6 a2y 3 s 78 MCC | Capacitor

W'w door P
Check PCB labeling legible / intact.

Check general condition / integrity,
signs of leakage,

7 20A, MCC | Capacitor .
v 334@ door
Check PCB labeling legible / Intact,

Check general condition / Integrity,
slzns of leakag

N
RR

&R
R

BAE Systams Faciliitles Maintenance W \ © Pagedof 2
Crdnance Systems, inc. Kingsport, TN = 1
Holston Army Ammunition Plant 331 Page 11
2013 BPCE Annunl Document Log Cﬂ\\“\ \ 70\3
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 BAE SYSTEMS

Ordnance Systems Ine.

pM o T|cket ; - | A— . . 12/4,201

Status: Complete
Make: n/a
Model n/a

Cost Center: 1-3400-18253

Equ'lpmmﬂtvbﬁn@r: v Brighl, Mlchanl
Area/Bullding ¥ Area B-G - Area B - General Faciilty

Location: Varous (see aitached)

” v'vl'yp cal Hours: 3
Actual Hours: 2

Pravious PM-WO #: 308324 - 12/4/2013

Pravious Notes:

Old PM 123; PCB Qrarterly Inspecﬂon Typical Duratlon 1 hrs

Specification;

See attached equlpment Iis!mg

Vlsual lnspections

Request Description:

Maintenance Notes:]

Campietad By.

Date:

Holston Army Ammunition Plant Page 12
2013 PGB Annual Document Log
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Event #; 246 EQ tem 1D &

Event Description: 3M - PCB Equipment Inspection Equlpmant item: LINE - Area-B PCB Equipment insp
Event Group: Lineman, Facility Power Bullding: Area B-G - Area B - Gensral Facllity
Month Intarval: 3 Owner: Bright, Michael
Work Category: Environmental identification 1:
Scheduled Hours: 3 identification 2:
Event Next Due Date: 12/19/2013 identification 3:
Event Last Complete Date: 9/19/2013 Complation Date:

Event Late Status: 4 - Current
Notes: Old PM-123; PCB Qrarerly Inspaction Typical Duratlon: 1 hrs

Seeo attached equipment listing.

Visual inspsctions.

Visually inspect the equipmant lterms contalning PCB
contaminated fiuld, chacling fof laakuge, genar

v

11/28/2013 Tof 1

Holston Army Ammunition Plant Pags 13
2013 POE Annunl Document Log
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10-2370 VERSION: 1.0  ERRECTIVE
v Area B~ PCB Checkiist ,@,ﬁ?w_, 72843

Coples of this checklist permitted to colisct fleld data and check-off tasking as completed. Coples are to be
printed from the PM Work Order attachmaent to ensure the current version Is utlilzed during execution of the
PM.

REFERENCES:
& PME-246 — PCB Equipment Inspection
# PM-123 - Visual Inspection - PCB Equipment Areas

NOTES:

Verify contents of the checklist while performing the PM. Note any required updates.

Precip. SN: L495590PMLB

Roof Pyranol fluid
Check PCB labeling leglble / Intact. g
Check general condition / integrity, g
signs of leakage.

2 HOL 8200 - Transformer

Precip. SN: L485B03PMLE

Roof Pyranol fluld
Check PCB labeling legible / intact, m
Check general condltion / Integrity, '

s of leaka

BAE Systems Facllitles Maintenance Page Lof2
Ondnance Sytems, Ing, Kingsport, TH
Holatan Ay Ammunition Plant & Page 14
2013 PCE Annunl Documnent Log

ED_001691B_00002018



10-2370 VERSION: 1.0 EFFECTIVE

Area B ~ PCB Checklist ,Z'Lh_ 72413

Creating new Equipment tem
| into Preventive

Maintenance.Net.

BAE Systems Faclities Maintenance Pagedof 2

%’@E@é@ﬁ%@ Enmunition Fiant Kingsport, TN Page 18
2013 POE Anpnual Document Log
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Ordnance Systems Inc.

Work Order #: 305723 Status: Complete
Event #/ Description: 246/ 3M - PCB Equipment Inspection Make: nfa
item # / Descripiton: 2370/ LINE - Area-B PCB Equipment Insp Model: nfa
Maintsnance Group: LINE - Line Crew Cost Centsr: 1-3400-19253
Equipment Owner: Bright, Michael Next Due: 7/29/2014
Area/Building #: Area B-G - Area B - General Facility Event Interval: 3
Locatlon: Various (see attached) Last Completed: 4/29/2014 6:31:10 AM
Identification-1: Typical Hours: 3
identification-2: Actual Hours: 2
Identification-3: Previous PM-WO #: 313404 - 4/29/2014

Previous Notes:

-3; pPCB Qranrly Inspection Typical Duration: 1 hrs

Specification: ol

See attached equipment listing.

Request Description: '

Malintenance Notes: .'

Attachments

EventCheckList.pdf, ID-2370-1.0_-_Area_B_PCB_Checklist.pdf

Maintenar
Work Order Complete? [:I D Date:
Yes No
Holston Army Ammunition Plant Page 16

2013 PCE Annual Document Log

ED_001691B_00002018



Event #: 248 EQ item (D #;

Event Description: 3M - PCB Equipment Inspection Equipment tem: LINE - Area-A PCB Equipment insp
Event Group: Lineman, Facllity Powar Bullding: Area A - Area A
Month Interval: 3 QOwner: Bright, Michael
Work Category: Environmental identification 1:
Scheduled Hours: 3 ldentification 2:
Event Next Due Date: 12/23/2013 identification 3:
Event Last Complete Date: 9/23/2013 Completion Date;

Event Late Status: 4 - Current
Notes: Old PM-123; PCB Quarterly Inspection Typlcal Duration: 2 hrs

See attached equipment listing.

' ”véhec

Visually inspect the ecuipment lterms contalning PCB
contaminated fiuld, chacking for laakage, gener

\ﬁsualnspections.

12/2/2013 1 of1
Pags 17

Holston Army &mmunition Plant
2013 PCE Annual Document Loy
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10-2401 VERSION: 1.0 ERFECTIVE
Area A~ PCB Checkiist Py, % P

Coples of this checklist permitted to collect fleld data and check-off tasking as completed. Coples are to be
printed from the PM Work Order attachment to ensure the current version Is utilized durlng execution of the
P,

REFERENCES:
& PME-246 — PCB Equipment Inspection
# PM-123 ~ Visual Inspection — PCB Equipment Areas

Verify contents of the checklist while performing the PM. Note any required updates.

Bldg 8a, Transformer
Ground SN: 7146126
Floor | Equipment not in service.
No power to bldg 8-,
Check PCB iabeling legible /intact. %
Check general condition / Integrity, fa
signs of leakage.
2 Bldg 8A, {6} Capacitors
Eastside, | Surplus / obsolete equipment. Notin
storage service. No power to bldg 8-A.
Check PCB labeling legible / intact. I
Check general condition / integrity, Cd
| signs of leakage.
3 2A, MCC | Capacitor
‘ door ‘
v Check PCB labeling legible / intact. K
Check general condition / integrity, &
signs of leakage.
4 5A, MCC | Capacitor
doar
Check PCB labeling lagible / intact. 0
Check general condition / integrity, Vil
signs of leakage.
5 6A, MCC  : Capacitor
| door
Check PCB labeling legible / Intact. o
Check general condition / integrity, 4
slgns of leakage,
6 7A, MCC | Capacitor
door
Check PCB labeling legible / intact. vl
Check general condition / integrity, s
signs of leakage. .
7 204, MCC | Capacitor
door
Check PCB labeling Jegible / intact. T
Check general condition / integrity, W
igns of | ;

BAE Systems Facllitles Maintenance Page 1 ofd

Ordnance Systems, inc. Kingsport, TN
Holston Army Amemunition Plant
2013 PCR Annuasl Document Log

Page 18
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10-2408 VERSION: 1.0 EFFECTIVE
Ares & - PCB Checklise 7. A

____'_?__ 3813

ng new Equipment ltem
i Into Preventive
| Maintenance,Net,

BAE Systems Facilities Malntenance Pageof2
Drdagnce Sevtemy; Inc, Kingsport, TN
mmm Anwmunition Plant g5po Fage 19

2013 PCH Annual Document Log
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PM/ Inspectlon Checklist

PM l INSPE: 123 Bulldlng AraB-G PM Mgmon \ﬂtuallnspocﬂon i’CB Equipment / km
NextDue Date 162013  Last Complete 1082012  PM Completion Date: __Z. /7 /13 Status Actve Hours
Dueevery 3 mihs Person Assigned C. A T 10 Procedure STF
PM Group Lineman, Facillly Power PM Category Inspsction 8030
Notes 8/4/08- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,
em Description Procedurs Equiph Comp

1 8-ATrensformer { 7146128 ) STF 9030 SN 7148126 ["C:—‘w
Check PCB Logo
Chack conditon of equipment/eaks or Biming
Check For equipment In use , ,
2 12-A Transformer ( PLR4SEG1 ¥ STF 5030
Check PGB Logo
Chack condition of equipmentitaak or flming
Chack for equiprment in use v .
3 Transformer, Preciphiator (LAGSSO0PRMLE } 2150 Lbe STF 9030 3N L4GE500PMLE i M"/
CheckPCBLOge e
Check conditon of equipmant/isaks or fiming
Chack For aquipmant s uge
PracelFlld | |
4 Transformer, Precipitator (L4BSBO03PMLE ) 2150Lbe 8TF 90 3 L405003PMLE { o »""’M
Chack PCB Logo '
Check conditon of squipmentfieaks or fiming
Check For squipment In use
Pyranol Fluld
§ &4 Small Capacitator (MCC DOOR § STF 9030 108 0045 N
Check PCB Logo le——
Check conditon of equipment/isaks or fiming
Chack For equipment in use

B8  6-A Smuli Capacilator (MCC DOOR ) 'STF 8030

Check PCB Logo

Check conditon of squipmenifisaks or fiming

__Check For equipment in use N e ——— ,
7 7-A Small Capacitator (MCC DOOR ) STF 6030

Chack PGB Loge

Check conditon of equipmantfieaks or fiming

Check For aquiptment in use -
8  20-A Small Capeciator BICC DOOR ) STF 9030 {0 0050 ‘ ----- g

Check PCB Logo e e
Check conditon of squipment/leaks or Miming

Check For squipment In use
8 Capachiors (6) (30889) STF 9030 HOL 30061 /

Check PCB Logo oe—
Ghack conditon of squipmentieak or fiming
Check for squipmant In use

@ Capachior B301 Basement s STERR" ioL 088
Chack PCB Logo
Chack oondllfon of equipmentfieak or fiming
Check for squipment in use

11 Capaclior B201 Basement STF 8030 HOL G083
Check PCB Logo o
Chack condition of aquipmentAsak or fiming
Check for equipment In use

Woednesday, January 09, 2 1ssue & work order if more than 30 minutes of maintenance sepair time is required as s result of an inspection. Page | of 2

Holston Army Ammunition Flant Pagn d
20143 PCE fnnusd Document Log
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PM / Inspection Checklist

PM/INSPE: 123 Bultding Area 8-G  PM Dewcription: Visusl inspection - PCB Equipment / Arsas

Next Due Date 4/22/2013 LastComplete 1/22/2013  PM Completion Date: + 7% Status Active

‘hem  Description

1

Dusavery 3  mihe Person Assigned

PM Group Lineman, Faclliity Power PM Category Inspection
Nates 8/4008- THIS PM MUST BE COMPLETED WITHIN THE FIRST MONTH OF EACH QUARTER,

8-A Transformar { 7448125 ) STF 8030
Check PCB Logo

Check conditon of squipmenteaks or fiming

Chack For soutomentin use

Houre _

Procedure STF

8030

e N A

Equlni. ” Comp

SN 7148128

2.4 Tranaformar { PLRDEET ) w?w e
Check PCB Logo & ,
Chnck contdifon of equipmentissk or fiming
Chatkbor squipmentin uge

40'3& 8TF 8030

$

S PLRADERT [;7'“

Transformer, Precipitator (L4955G9PNIL ) 2150 tLb §TF 9030
Chack PCB Logo

Gheck condiion of equipmantieaks or fiming

Check For equipmant in use

Pyranol Fluld

SN LA95509PMLE ( , !

Transformer, Precipitstor (L495603PMLE ) 2150 Lbs ' R ST 9030
Check PCB Logo

Check conditon of squipment/ieaks or fiming

Check For aquipmant in use

Pyranol Fluld

3N LABSE0IPMLE 7 )

5-A Small Capacitator (MCC DOOR ) o STF 8030
Check PCB Logo

Chack condlion of equipmentisaks or fiming
Check For equipment in use

{D# 0045 |

6-A Small Capachator (MCC DOOR ) o T STF 9030

Chack PCB Logo
Check conditon of equipmentieaks or filming
Chock POreQuipmastInuss e

DHOE

7-4 Small Capscitator (MCC DOOR ) STF 9030

Check PCB Logo
Chack conditon of squipmantiesks or fiming
Check For aquiptmant in use

0% Q47

20-A Small Capsciiator (MCC DOOR ) ) o STF 8030

Check PCB Logo
Chack condlion of equipment/ieaks or filming
CheckForequipmentinuge .~

104 0080 ME

Capecitors (8) (J0861) o STF 9030
Chack PCE Logo

Check condion of equiprsentiesk or iiming

Check for sgulnmant i yse

10

e e

Check PCB Lago
Check condifon of equipmantisaior filming
Chack for sguipmant In use

11

Tuesday, March 26, 2013

Capachior 8201 Basemant STFe030

HOL 30081 E.i

Capacilor D201 Bssement o §TF 8030
Check PCB Logo

Chack pondion of eauiomentaek or fliming
Check for equipmant n use

Holston Krmy Smmunition Plant
2013 POB Annusl Document Log

HOL 80834 ”@

tssue a work order if more than 30 minutes of maintenance repair time is required 8s & result of an inspection. . g&gw& fof2
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PM / Inspection Checklist

P /INGPE: 123 Bullding Area B-G

Dueevery 3 mihs

PU Group Lineman, Facility Power

P Description :

Person Assigned
PM Category  Inspaction

Visual Inspection - PCB Equipmant / Aress
Mext Due Date 5/26/2013 Last Complete 3/26/2013 PM Comphﬂon)bato: 2" 5" / 3

Hotes 8/4[08— THIS PM MUST BE COMPLETED WiTHIN THE FIRST MONTH OF EACH QUARTER

ftem Description

1 BA Transformer { 7145126 )

Check PGB Logo
Check conditon of equipment/izals ar fliming
Check For squipmant in use

Notin upse

2 12-A Teaneformer { PLR498S1 )
Chack PCB Logo
Check condition of aquipmentiaak or fiming
Chack for equlpment in use o
3 Transformer, Precipltator (L49S580PMLE ) 2150 lLbs
Check PCB Logo
Chack conditon of equipmsntieaks or filming
Check For squipment in use
Pyranol Fiuld

4 Transformer, Precipitator (L495803PMLE ) 2050 Lhs '

Check PCB Logo
Check conditon of equipmentieaks or fiming
Check For squipment In uge

__ Pyranol Fluid

&  B-A Small Capachator {MCC DOOR)

Chack PCB Logo
Check conditon of aquipmentiteaks or fiming
Check For aquipment in use

&  G-ASmall Capacimor (Mcc DOOR }
Check PCB Logo
Check conditon of equipment/ieaks or filming
Chack For eguipment by use

7 T-A Bmall Capachtator (MCC DOOR }
Check PCB Logo
Chack conditon of squipmeniisaks or Bining
Chack For squiptment in use

R@mwgc\ r{?"“““ DW::\

3. ﬁ&ffs{?fﬂd

8 A Small QamMr{kﬁm‘: BOORY
Chack PCB Logo
Check condlion of equipmentleaks or filming
Chack Forsauipment s use

9 Capacitors {8) (30861)
Check PCB Logo
Chack condifion of equipment/leak or fiming
Chack for equipment in use

10 Capuclior B201 Basement
Check PCB Logo
Chack condition of equipmentieak or fiming

Check for aquipmant i uas

11 Capacltor B20¢ Baserment
Check PCB Logo
Chark condition of equipmantiieak or flming
Chack for equipment b use

Bldg Q-A smell
MCC Dpor

Muonday, July 08, 2013

Holston Army Smmunition Plant
2013 PCR Annual Document Log

Mot ia pst

&0 §‘ g?‘%

7S A

lssue & work order if more than 30 minutes of maintenance repair time is required as 8 resull of an inspection.

Status  Active Hours
Procsdurs STF
8030
v Procedurs E;;lp# ) &omp
STF 5030 SN 7148126 g";"‘
STF 8030 S/N PLR48861 !1'
\r fsﬁ“mwz P '
o lilon &
8TF 5030 3N LAS5EOSPILE
STF9030  INL4OSBOIPMLE 7 |
STF 9030 D# 0045 g,fr
STF 6030 D% 0048 M
STF 8030 okoosr A
STF 9030 oros0 ¢}
STF 9030 HOL 30961 | 3,/””’
STF 9030 HOLGO8SS 1/
""" §TF 9030 HOLG0BY
ARDed bDock To 2 “’{ﬁ]wl‘;ﬁ

pe'r e Cﬁ‘: PV ORT
\ D

Page { of 2
Page €
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Ordnance Systems Inc.

Btutus: Rec'd/ Scheduled
Make: n/s
#odel: nfa

Cout Corter: 1-3400-19283
Equipment Cwner: Bright, Michael

SrapBullding #: Aren B-G - Ares B - General Facility

Typlcal Hours: 3
Actus! Hours: O
Provious PM-WO #: - 1/1/0001

Epocication:

Request Description:|

Mubdenancs Notes:

Holston Army Smmusition Plant Pags 7
2013 PCH Annual Document Log

ED_001691B_00002018



1D-2370
Aren B —PCB Checkiist

VERSION: 1.0

ERERCTIVE

gZx @ FR413

Coplas of this checklist parmitted to collect fleld data and check-off tasking us compilated. Coples are to be
printed from the PM Work Order attachmant to ensure the current version Is utiiized during execution of the

P,

REFERENCES:

# PME-246 - PCB Equipment Inspeaction
# PM-123 - Visual Inspection ~ PCB Bguipment Areas

NOTES:

Verify contents of the checklist while performing the PM. Note any required updotes.

BAE Systems

HSPEEE TS S cvunition Plant

1 HOL B200 -~ Transformer
Precip. SN: L4O5595PMLE »
Roof Pyrane! fluld P
Check PCB labeling legible / intact. w7/
Check general condition / integrity, G
signs of leakage.
2 HOL | B200 ~ Transformer
Precip. SN: L488603PMLB
Roof Pyranol fluid Vi
Check PCB labeling legible / Intact, W
Check general condition / integrity, w
signs of leakage,

Facliities Maintensnce
Kingspors, TN

2013 2C8 Annusl Document Log

prte“reé, PIN)
w’o 305"1'28
ql\ﬁ\zoll’)

Pageiof2
P B

ED_001691B_00002018



1D-2370 VERSION: 1.0 EFFECTIVE

Areis B~ PCB Chackiist 7. Z:; 7-24-43

| Creating new Equipment item
t Into Preventive
Malntenance.Net.

BAE Systams Facilities Maintenance Pagel2ofd

ﬁ&%@&%’&%%@unlﬁon Plant Kingspart, T Fage B

2013 PO Annual Document Log
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Ordnance Systems Inc.

Status: Rec'd / Scheduled
Make: n/a
#hodet: n/a

Coet Center: 1-3400-18253

Equipment Cwner: Bright, Micheel
Aren/Buliding #: Ares A - Area A

L.ocation: Varous {see sttached)

Typlesl Hourss 3

Actusl Hours: 0
Pravious PMAWO # - 1//0009

Pravious Noles:

Spacification:

Request Dasoription: |

Halntenance Noles: a

:vA ac Hiivnte

Completed By: Diate:

Holaton Army fmmunition Plant Page 10
2013 PCE Annual Bocument Log
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12401 VERSION: 1.0 EFFECTIVE

Area &~ PCB Checkiist 7. Z;. 7-28-13

Coples of this checkilst permitted to collect Neld data snd check-off tasking as completed, Coplas sre to be
printed fram the PM Work Order attachment to ensure the current verston Is utiifzed during exacution of the
PM,

REFERENCES:
® PME-246 - PCB Equipment Inspection
® PM-123 ~ Visual inspection - PCB Equipment Areas

Verify contents of the checklist while performing the PM, Note any requived updotes,

Transformer

Ground | SN: 7146126

Floor Equipment not In service.

Mo power to bldg 8-A,

Check PCB labeling legible / Intact,

Check general condition / Integrity,

signs of leakage.

2 Bldg 84, {6) Capacitors

<l m Eastside, | Surplus / obsolete equipment. Not In
storage | service. No power to bidg 8-A.

Check PCB labeling legible / Intact.

Check general condition / integrity,

slgns of leakage.

2A, MCC | Capacitor
door

<%

R

Check PCB labeling legihls / Intact,
Check general condition / integrity,
signs of leakage,

4 m@wﬁ 5A, MCC | Capacitor

door

Check PCB labeling legible / intact.
Check general condition / integrity,
signs of leakage.

6A, MCC | Capacitor
door

3K
RQ

TR

Check PCB fabeling legible / Intact.
Check general condltion / Integrity,
signs of leakage.

) 78, MCC Capacitor
W"w door P

Check PCB labeling legible / intact.
Check general condition / integrity,
signs of leakage.

7 w /@ 30A. MCC | Capacitor ;
: ooy .
Checl PCB labeling legible / Intact,

Check general condition / Integrity,
s of leakage,

S8

R

BAE Systemma Facllities Malntenance W \ o Page 1otz
Ordnance Systems, inc. Kingsport, TM [t ad
Holﬁtm: frmy Smmunition Plant 30X Pags 11
2013 PFOB Annunl Document Loy O\ \\q \ 70V
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Ordnance Systems Inc.

Status: Complete
Make: n/a
Model: n/a

Cost Center: 1-3400-19253
Equipment Owner: Bright, Michae!

AroaiBullding #: Area B-G - Area B - General Facifity

Location: Various (sas altached)
Typical Hours: 3
Actual Hours: 2

Provious PM-WO #: 308324 - 12/4/2013

Pravious Notes:

Specification:

Request Description:

Malntenance Notes:

Completed By,

Date:

Holston Army Ammunition Plant Page 12
2013 POE Annual Documunt Log
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Dlo

Ji83ay

Event #:

Event Description: 3M - PCB Equipment inspection

246 EQ ftem 1D #:

Equiprnent Hem: LINE - Ares-B PCB Equipment insp

Event Group: Lineman, Facility Power Bullding: Area B-G - Area B - General Facliity

Month interval: 3 Owner: Bright, Michas!
Work Category: Environmental identification 1:
Scheduled MHours: 3 Identificstion 2:
Event Neut Dus Date: 12/19/2013 identification 3:
Event Last Complete Date: 9/18/2013 Completion Date:

Event Late Status: 4 - Current
Notes: Old PM-123; PCB Qrarterly Inspection Typical Duration: 1 hrs

Sew attached equipment listing.

surdantinated fuld, checiking for leakege, gener

Visual inspections. Vigually inagxs e pguipment Rerms comalning PCB \/

11/28/2013

Holzton Army Ammunition Plant
2013 PCE Annual Documant Log

1of{
Page 13
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iB-2370 VERSION: 1.0 EFFECTIVE
. Ares B - PCB Checklist i) &? 0443

Coples of this checklist permitted to collect fleld data and check-off tasking as completed. Coples are to be
printed from the PM Work Order attachment to ensure the current version Is utilized during execution of the
Poa,

REFEREMCES:
# PME-246 - PCB Equipment Inspection
® PM-123 — Visual Inspection ~ PCB Equipment Areas

NOTES:

Verify contents of the checkiist while performing the PM. Note any required updates,

Tra me
Precip. SN: L495598PMLE

Roof | Pyranol fluld

| Check PCB labeling legible / intact.
Check general condition / integrity,
signs of leakage.

2 HOL B200 ~ Transformer

Precip. SiM: L485803PMLB

Roof Pyranol fluld

Chack PCB labeling legible / intact,
Check general condition / integrity,
| slgns of leakage

€

QR

BAE Systams " Facllities Maintensnce Page 1of2

Ordngnce Systems, Ine,
Raﬁ?@m gmmunlt!on Flant
2013 PCE Annual Bocument Log

Kingsport, TN Page 14
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192370 VERSION: 1.0 EFFECTIVE

* Arga B — PCR Checkiist . .3.__3’_;1__ F2413

Creating new Equipment item
Into Preventive
Maintenance . Net,

BAE Systems Facllitles Malntenance PageRofl

' Wi’nmunltlon Plomt Kingsport, TN Faga 18
2013 PCE dnnual Document Log
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Ordnance Systems Inc.

Work Order # 305728 Status: Complete
Event #/ Degcription: 246/ 3M - PCB Equipment Inspection Make: n/a
item # / Descripiton: 2370 / LINE - Area-B PCB Equipment insp Modsel: nfa
Haintenance Group: LINE - Line Crew Cost Center: 1-3400-19253
Equipment Owner; Bright, Michael Next Due: 7/29/2014
Area/Buliding #: Area B-G - Area B - General Facllity Event interval: 3
Location: Various (see attached) Last Complated: 4/29/2014 8:31:10 AM
identification-1: Typlcal Hours: 3
identification-2: Actual Hours: 2
identification-3: Provious PM-WO #: 313404 - 4/20/2014

Previous Notes:

Qrarterly ction Tyical Du

Old PM-123; PC

inspe

Specification: ration: 1 hrs

See attached equipment listing.

Request Description:

Maintenance Notes:|9/19/13 - Boggs - completed this PMAWO and completed checkiist.

EveniCheckList.pdf, ID-2370-1 .0__-_“Area__B_PCB_Checklisi.pf

Maintenance Work Ticket Completion

Work Order Complete? D I'_'l Date:
You No
Holston Army Ammunition Plant Page 18

2013 PCH Annunl Documant Log
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Event #: 246 EQ ltom 1D #:

Event Description: 3M - PCB Equipment Inspection Equipment tern: LINE - Area-A PCB Equipment Insp
Event Group: Lineman, Facility Power Bullding: Area A - Area A
Month Interval: 3 Owner: Bright, Michael
Work Category: Environmental Idantiflcation 1:
Scheduled Hours: 3 idontification 2:
Event Next Due Date: 12/23/2013 ldentification 3;
Evant Last Complste Date: 9/33/2013 Completion Date:

Event Late Status: 4 - Current

Notes: Old PM-123; PCB Quarterly inspection Typical Duration: 2 hrs

See attached equipment listing,

) Description

Visually Inspect the gipmst ferms

¢ ntalnln .v o
contarninated fluld, checking for loakage, gener

is lnspeétios

12/2/2013 of1

7
Holston Army Ammunition Plant Page 1

2013 PCE Annual Document Log
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102401 VERSION: 1.0 EFFECTIVE

Area A - PCB Checkilst _M__ 7-24-43

Coples of this checklist permitted to collect field data and check-off tasking as completed. Copies are to be
printed from the PM Work Order attachment to ensure the current version Is utllized during execution of the
Pid.

REFERENCES:
& PME-246 — PCB Equipment Inspection
# PM-123 ~ Visual inspection - PCB Equipment Areas

Verlfy contents of the checklist while performing the PM. Note an ¥ required updates,

Bldg 84, Transformer
Ground SN: 7146126
Floor Equipment not In service.
No power to bidg 8-A.
Check PCB labeling legible / intact. o %
Check general condition / integrity, g
‘ signs of leakage.
2 Bldg 84, {6} Capacitors
! Eastside, | Surplus / obsolete equipment. Notin
storage service. No power to bidg 8-,
Check PCB 5aba!§n§ legible / intact, T
Check general condition / integrity, @
signs of leakage.
3 2A, MCC Capacitor
door
Check PCB labuling legible / intact. &
Check general condition / integrity, &l
signs of leakage.
4 5A, MCC | Capacitor
door
Check PCB labeling legible / intact. [
Check general condition / integrity, &
signs of leakage.
5 6A, MCC | Capacitor
door
Check PCB labeling fegible / intact. o4
Check general condition / integrity, v
signs of leakage.
6 7A,MCC | Capacitor
door
Check PCB iabaling legible / Intact. v g
Check general condition / integrity, g
signs of leakage.
7 20A, MCC | Capacitor
door
Check PCB labeling legible / intact. C gl
Check general condition / integrity, ”
i kag |

BAE Systems Facilitles Maintenance Page1of2
Ordnance Systems, ing. Kingsport, TN
Holuton ﬁrm_:l Hmmuonition Plant Pags 18
2013 PCE Annual Document Log
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10-2401 VERSION: 1.0 ﬁ??ﬁ(ﬁ’ivg
* Ares A = PBCB Chackiist P A

LY T

Creating new Equipent item
into Preventive
Maintenance.Net.

BAK Systems Facllitles Maintenance Poge 2 of2

1 Systams, Inc. Kingspovt, TH
Gﬁc&% am%%’ Ammmunition Plant Bsp

2013 PCE Annusl Rocument Loy
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Ordnance Systems Inc.

Manifests and Certificates of Disposal from
Clean Harbors
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Clean Harbors Environmental Services
1875 Forge Streex
Tucker, GA 30084

www.sleanhashors.com

Holaton Army Somunttion Blget
2043 PCE Annual Documsnt Ll

March 15, 2013

Paul Bailey

Bae Systems Ordinance Systems
4509 WestStone Drive

Kingsport, TN 37660

RE: Sales Order #: GA5020174

vDear Mr. Bailey:

Enclosed please find a signed copy of your shipping document, which indicates
acceptance of your waste at our Clean Harbors PPM facility in Tucker, Georgia.

Shipping Document Number: 004800103FLE

Date Received: 3M1M3

In accordance with 40 CFR 264.12(b), Clean Harbors PPM, LLC-Tucker Facility
has the appropriate state and federal permits to accept, store, and/or treat the
waste you shipped to our facility. This letter should be kept on file with your copy
of the signed manifest.

We appreciate your business. If you have any questions, please contact me at
(770) 934-0902 x 6562.

Sincerely,

Carol Ramsay
Compliance Guard

Enclosure(s)
1875 Forge Strest, Tucker, GA 30084 ph: 770.934.0902 fax 770.496.5996

Page 25

le & Technology Crenting a Safer, Cleaner Envivonment”
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Clean Harbors FPM LLC

1875 Forge Street
Tucker GA, 30084
GADSB0B3D187
(770) 934-0802
CERTIFICATE OF DISPOSAL
Ganerator Faoliity Namae: Bus Systerms Ordinance Systems Sales Orderd: QASOB2008
Gengrator Addrass: 4808 Weaat Stons Drive Dade Receivad: 31 1/2013
Kingsport, TN, 37880
anemtor Contact Mamvwe:
Glenaeator EPA ID: THNE210020421 Load ¥
Manifest & 0048001 03FLE
Oriuiiial Doty Removed Unk  Serlal®/ Haterial Disposal Method of Disposs! Faclity
CHIDE From Service Type CustomeriD Descyiption Date Disposal
30000860 AURBI2013 TT  OG4S00103FLE/ POB quulzt:s l;ga; Ig:‘c;ﬂcﬂmn 822013 Of Reclamation PP = Tusker, GA Facllity

Under Civil and Cifminal Penalties of Law for the making or submission of filse or fraudulant statements or represantstions (18 U.8.C. 1001
and 18 U.8.C. 2815), | cartfy that the Information contalnad In or acoompanying this docimant is trus, sccurats, and complate. As to the
idertified section(s) of this dosument for which § cannct peraonsily verfy truth and accuracy, | certify as the company officlal having supervisory
responsibility for the persons who, acting under my direct instructions, made the verification that this informetion s true, acourate, and complete.

Wt/ Tuesday, April 02, 2013
Authorized Agent Date

Page 1 of 1

3700 u{s Vaes K3
(‘\l MI?-& 0 Cov “V\Agu S ‘(\J'\m«:‘}%ﬁ%
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Clean Harbors

1672 East Highland Road
Twinsburg, OH
330-425-3625

Fax 330-487-5784

MR. MICHAEL BRIGHT

BAE SYSTEMS ORDINANCE SYSTEMS
4508 WEST STONE DRIVE
KINGSPORT, TN 37660

)

PRV O - o,

Enclosed you will find signed copies of your shipping documents, which indicates acceptance of
your waste at our Clean Harbors PPM facility in Twinsburg, OH.

004800260FLE RECEIVED 06/20/13

In accordance with 40 CFR 264.12(b), Clean Harbors PPM, LLC-Twinsburg Facility has the
appropriate state and federal permits to accept, store, andlor treat the waste you shipped to our
facility. This letter should be kept on file with your copy of the signed manifest.

We appreciate your business. If you have any questions, please contact me at (330) 425-3825.

Sincerely,

Jxﬂn?[ﬁ’nu J’ f

Shantanu S. Pahl

Facility General Manager

Enclosures

Holaton Army Ammunition Plant Page 28
2013 PCR Annusl Documont Log
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Clean Harbors PPM LLC
1672 East Highland Road
Twinsburg OH, 44087
OHDY8BoTE300
(330) 425-3825

CERTIFICATE OF DISPOSAL

Generator Contact Name: Sales Order#:  GABSTITE?
Ganerator Faclity Namwe: Bas Systems Ordinancs Systems Dats Received:  8/20/2013
4809 Weet Stone Diive

Kingeport, TN 37660

Ganerator EPA 1D: THE210020421 Manifest & 004800280FLE
Line & Profile/Description Dispomal Method of Disposal Disposal Facilicy
Date
1 PPMDEOT TRANSFORMER <80 ppr FOR RECLAMATION THEZ013 Decommission Twinsburg, OH Feclity

Under Chitt sind Oriving! Pernites of Law for the saking or submission of fales or feodulent ol sk oF pepreserdations (B LUA.C, 1M
and 15 U.8.0. 2818), | cartily that the Information contalned In or seoampanying this document s tue, soourate, s conplole. As 1o B
icarifiod seotion{s) o this docurment for whish | canvet parsonally vertly tnifh st socumey, | conify ss the company offfcisl having supervisery
raspansibility for the perecns whe, scing under ny direct ingtrusions, rnde S verification thet Sis Information s froe, sooureby, amd cosmplete,

Pags 1 of 1
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Ordnance Systems Inc.

Holston Army Ammunition Plant
4509 West Stone Drive
Kingsport, TN 37660-9982

EPA ldentification Number: TN 5210020421

PCB Annual Document Log
January 1, 2014 - December 31, 2014

Prepared by: Environmental and Electrical Departments
Submitted by:  Environmental Department

ED_001691B_00002018
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Ordnance Systems Ine.

Quarterly

2014 P

CB Transformer

Inspections

Holston Army Ammunition Plant Page 1
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. w/D SO E
Qs W
2401 VERSION: 1.0 . BRRECIVE

Ares A = P08 Chackllst , _,_,,253.__&?” P

Coples of this cheaklist paravitted to collnct flald date srd sheck-off tesking as complated. Coplesarntobe
printed frows thes PAA Work Order attachmaent to ensure the current version Is utlized duriag axscution of the
le

REFEREMCES:
& PME-246 ~ PCB Equipment Inspection
# PM-123 - Visual Inspaction - PCB Equipment Areas

Verify contents of the checkiist while performing the PM. Note ony required updates,

1 Bidg 84, Transformer
Ground | §N; 7146126
Floor Equipment not in sarvice,
No powar to bidg B-A, , P
| Check PCB labeling legible / intact. i i
Check general condition / integrity, Fif
| signs of leakage.
2 Bldg®a, | | {6) Capacltors
Eastside, . | Surplus / obsolete squipment. Not in
slorage service. No power to bidg 8-A, Y
Check PCB labeling legible / Intact. i Ay
Check general condition / integrity, .|
] signs of leakage,
3 28, MCC ¢ Capacitor
daor
' Check PCB labeling legible / intact, =
Check general condition / Integrity, 'yl
signs of leakage.
4 54, MCC | Capacitor
door
Check PCB labefing legible / Intact. G
Check general condition / integrity, ]
; _| signs of leakage.
5 | A MCC . | Capacitor
door £
Chack PCB lab ellanble/ Intact. o
' Check general condition / integrity, i
signs of leakage.
& 178,MCC | Capacitor
door
Check PCB labeling legible / intact. =
Check general condition / integrity, icl
.| signs of leakage,
7 208, ML { Capacitor
door
Cheack PCE labeling Jegible / intact. EF
Chack general condition / Integrity, v

BAR Systams Paclities Malntenante Pagelofd
Ordnance Systemy, ine. Kingsport, TH

Holston Army Ammunition Plant

Page 2
2014 POR Annunl Documaent Log

ED_001691B_00002018



U nd

T3 Create New Work Order ) Search Work Orders

AT B A o

e
Wark Order Number:
Work Order Thle:
Requestor:
Poirt of Cortact:
Cost Certer:
AraaBullding:
Location:
Work Categony:
Status:
Date Submitted:
Date Promiged:

Requires PCEC:

Requestor Notes:

Mainterance Notes:

AMrachmerts:

Envirmonmertal

Complate

1/27/2014

IA4/2014 551 A
Mo

Visual inspections,

HOL/BAL Number:
Equipmert:

FOD:

Mainteranos Group:
Estimated Hours:
Aotual Hours:
Edgtimated Matenals (3):
Date Degired.

Date Complated:

Focused Area;

3
4

2774
Falze

Bbgga_JE

Note: Completed checklist is unavailable;
however, the completion date in the work
order system shows the inspection was

conducted on 2/7/14.

- Flie Narmw

ED_001691B_00002018



ofs 313383

st 1050

M .
_zady ik

Coples of this checklist permitted to collect fleld data and chack-off tasking a5 complated. Coples are to ba
printed from the PM Work Order attachment to ensure the current verslon ls utllized during execution of the
Pid.

1532401 VERSION: 1.0
Ares &-PCE Chackilst

REFERENCES:
# PME-246 — PCB Equipment Inspection
@ PM-123 - Visual inspection ~ PCB Equipment Areas

Verify contents of the checklist while performing the PM. Note any required updotes,

Tra
Sround SN: 7146126
Floor Eguipment not in service.
Mo power to bidg B-A.
Check PCE labaling legible / Intact. -4
Check general condition / Integrity, g
signs of leakage.
2 Sldg 88, {6) Capacitors
| Eastside, | surplus / cbsolete equipment. Notin
storage | service. Nopowertobldg8-s, N
Check PCB labeling legible / Intact. ~ 4
Chack general condition / integrity, (Y o
signs of leakage. ‘
3 28, MCC | Capacitor
| door
Check PCB labeling legible / intact. v
Check general condition / integrity, TR
signs of leakage.
4 58, 8M0C | Capacitor
daor . ;
Check PCB isheling legible / Intact, @
Check general condition / integrity, &
signs of leakage.
5 68, MCC | Capacitor
donr
Check PCB labellng legible / Intact, v
Check general condition / Integrity, v d
. | signs of jeakage.
& 78, MCC | Capacitor
doar " "
Check PCB labeling legible / Intact, &
Chack general condition / Integrity, ~'d
: signs of leakege.
7 208, MCC § Capacitor
door X "
Check PCB labeling legible / intact. &
Check general condition / integrity, =

BAE Systams Fuctiides Mamienangs Pagelofd
Crdnaneg Systems, Inc. Kingspore, TN
Holston Army SAmmunition Plant Page 4

2014 PCE Annual Documant Log
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W 3vauoy

iD-2390 VERSION: 1.0
Aris B PCB Checklis

Ui @ EFPECTIVE
é“’ i 2 Z.? PRRER
Coples of this chackiist permitted to epllact fiald dats and check-off tasking as completed. Coples are to be

printed from tha PM Work Order attachmant 1o ensure the current version Is utlized during execution of the
PR,

REFERENCES:
# PME-246 ~ PCB Equipment Inspaction
& PM-123 - Visual Inspection - PCB Equipment Areas

NOTES:

Verify contents of the checklist while performing the PM. Note any required updaotes.

Pracip. §N: 14D5338PMLB
Roof pyranol fluid \d
Check PCB labeiing leglble / intact, g
Check general condition / integrity, [~ 4
signs of leakage. '
2 MO B200 - Transformer
{ Precip, $M: L4USACAPMLE
Roof Pyranol fluid v
Check PCB labelinmible { intact. ~4
| Check general condition / integrity, [~ d
signs of leakage.

BAE Sysiems Eacilittes Mabitenarce Pagelefd
Qrdrance Systems, Ing Kingsport, TH
Holston Army Smmunition Plant Page §

2014 PCE Annusl Document Log
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Wl 31 Liod7 SH|CA

1D-2401 T ‘ M \20!")’ VERSION: 1.4 EFFECTIVE

Area & - FCB Checkfist 7 l? 72413

Coplas of this checklist permitted to collect field data and check-off tasking as completed. Coples are to be
printed from the PM Work Order attachment to ensure the current version Is utifized during execution of the
PM.

REFERENCES:
# PME-248 - PCB Equipment Inspection
% PM-123 - Visual inspection - PCB Equipment Areas

Verifiy contents of the checklist while performing the PM. Nobe any required updates.

Bidg8a, | Transf
Ground SM: 7146126 v
Floor Equipment not in service.
No power to bidg 8-A. [ ]74
Check PCB fabefing lagible / intact, ik, [yl
Check general condition / integrity, El
; signs of leakage. oK,
2 bldg 84, {6} Capacitors ]
Bastside, | surplus/ obsolete equipment. Mot In v
storage service. No power to bldg B-4, fol 4
Check PCB Iabeling legible / intact. LK 17
Check general condition / Integrity, %
signs of leakage. frl 4
A, MCC i
3 2.\ Capacitor | ~k /
‘ Check PCB Jabeling legible / intacs, Mg '
| Check general condition / integrity, | i
signs of leakage. K
4 S&, MCC | Capacitor
door
Chech PCB lubeling Ie§1blel Intact. L 7 e
Check general condition / integrity, 12 Vgl
signs of leakage. & i
8 &4, MCC Capacitor
door
Check PCB labeling leglble / intact, oF 1o
Check general condition / integrity, B
. signs of leakage. oy
6 A, MCC | Capacitor
door
Check PCB [abeling legibie / Intact. Ay v
Check genersl condition / integrity, ('
signs of leakage. 0K
7 204, MCC { Capacitor
door , _
' Check PCB labaling legible / intact. Fal%s >4
Check genaral condition / Integrity, v
ns of laaka

BAE Symtems Faciiities pMaintenance Pagm 1L af2
Crdoancs Systems, Ine. Kingspors, TH
Holzston Army Ammunition Plant Page 6

2014 POR Annusl Documant Log
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Sl ot

192370 1 h.’-'r\ 2‘3\"1-' VERSION: 1.0 . EEFECHVE
Avas B~ PCB Checklist SH IQ A _&@@” P08

Coples of this checldist permitted to collect field data and check-off tasiing as completad. Coples sra to be
perinted from the B9 Work Order sttathmant to ensure the currant version is utlilzed during exscution of the
PML.

AEFERENCES:
-# PME-246 ~ PCB Equipment Inspection
# PM-123 - Visual Inspection — PCB Equipment Argas

NOTES:

Verlfy contents of the checklist while performing the P, Note any required updates.

Trangformer
Precip. Sh: L4B53gOPMLE
Roof pyranol fluid

Check PCB labeling legibie/ intact, ol

SR

Check geners! condition / integrity,
| signs of leakage. QB

2 HOL 8200~ Transformer
Pracip. 5N: LAGBA0IPMLE
Roof Pyranol fuld

Check PCB labeiing legibie / Intact. O

TR

Check general condition / integrity,
signs of leakage.

BAY Symems Faclities Malntanence Page i ofd
Ordnance Systams, ine Kingspore, TN
Holston Areny Ammunition Plant Pags 7

2014 PCE Annusl Documant Log
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{2401 EFFECTIVE
Arga A = PCB Checkdist $-24-34

Completed By: (/A Be Date: {{ -39 -4 <

Coplas of this checkiist parmitted to colfect fleld data and check-off tasking as completed. Coples are to be
printed from the BM Work Order attachment to ensure the current version is stilized during execution of the
P

REFERENCES:
# PME-246 — PCB Equipment Inspection
& Pi-123 - Visua! Inspection ~ PCB Equipment Areas

Verlfy contents of the checkiist while performing the PM. Note any required updates.

Bldg 84, | Transformer "
Ground | SN: 7146126 /
Floor Equipment not In service.
No power to bidg 8-A, .
Check PCB labeling legible / intact, v.§
Checle genaeral condition / Integrity, signs of o
: lzakage. |
2 Bldg 8a, | {6) Capacitors v’ 1
{ East side, | Surplus / obsolete squipment. Notin
storage | service. No powar to bldg 8-4, »
Chack PCB labeling legible / intact. 7.4
Check genaral conditlon / integrity, signs of v'e
leakage,
3 28, MCC | Capacitor Ve
door ~
| Check PCB labeling legible / intact. v 4
| Chack general condition / Integrity, signs of D}
leakage.
4 5A, MCC | Capacitor
door ‘/ﬁ
Check PCB labeling legible / intact. v
Check general condition / integrity, signs of -p/”
leakage.
5 6A, MCC | Capacitor
door
{ Check PCB labeling legible / intact. ]
Check general condition / integrity, signs of [
leakage.
& 74, MCT | Capacitor v
door .
Check PCB labejing legible / intact. g
Check general condition / integrity, signs of v
| leakage,
7 204, i Capacitor
MCe /
door J
| Check PCB labeling legible / intact. 2
BAE Systems Faciitties Maintenance Pagelof 3
Ordngnce Systams, inc Kingsport, TN
Holston Army Ammunition Plant Page 8
2014 PCE Annual Document Log
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{0-2404 EPPECTIVE
fren A - PCH Checkiist 8-24-14

Check general condition / integrity, signs of
feskage

BAE Sysems Faclintes Malmtangnce Page 2 of 8
Crdnancs Sysams, Ing. Kingspory, TN
Holaton Srny Ammunition Plant Page B

2014 PCB Annusl Document Log
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102370 EFFECTIVE
Arep B - PCB Checkiist $-24-2014

wor: AN OART completed By: A | H(I/ pate: 107~ A9 ‘/f

Copies of this checkiist permitted to collect field data and check-off tasking as completed. Copies are to be
printed from the PM Work Order attachment to ensure the current version is utilized during execution of the
PR,

REFERENCES:
# PME~-246 - PCB Equipment Inspection
# PM-123 — Visusl inspection - PCB Equipment Areas

ROTES:

Verify contents of the checkilst while performing the PM. Note any required updates.

i | HOL BA00 - Transforier
Pracip. SN: L4osEsOPMLE

Roof Pyranal fluid

Check PCB labeling legible / intact,
Check general condition / Integrity,
slgns of leakage.

2 | HOL - §200 - Transformer
Precip. SN: L49SBOSPMLE
| Roof Pyrano! fluld

Check PCB labeling legible / Intact.

Check general condition / integrity,
signs of leakage.

3

NIRRT

BAE Systems Facilities Malntenance Pagetofd
Ordnance Systems, ing, Kingsport, TN
Holston Army Ammunition Plant Page 10
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Ordnance Systems Inc.

Holston Army Ammunition Plant
4509 West Stone Drive
Kingsport, TN 37660-9982

EPA Identification Number: TN 5210020421

PCB Annual Document Log

January 1, 2014 - December 31, 2014

Prepared by: Environmental and Electrical Departments
Submitted by:  Environmental Department
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Ordnance Systems Inc.

2014 PCR

Transformer ¢
Inspections
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wf’ 5 <SIon9E
ap
1D-2400, VERSION: 1.0 EEPECTIVE

Aran A =808 Chacklist , Py % IR

Coples of this checkiist W{mm& e colisct fald date and chogholf tavking as completad, Doplesarstobe
printed froms the PM Wik Order attaciiment to ensute the curdant varsion 1s utilized during eaecution of the
an

REFERENCES:
& PME-246 ~ PCB Equlpnpent Inspection
2 PM-123 ~ Visual Inspaction - PCB Equipment Areas

venfy contents of the checklist while perfarming the PA. Note any reguired updates,

Ground SN: 7146126

Floor Equipment not in service,
.| No power to hidg 8-A. » .
| | Check PCB labeling legible / Intact. [ §
Check general condition / integrity, W
| signs of leakage.
2 Bldg8s, | | (6) Capacitors
Eastside,. | Surplus / obsolete equipment, Notin
storage | service. No power to bidg B-A. R
__| Check PCB labeiing legible / Intact, )
| Check general condition / integrity, &
signs of leakage,
3 2A,MCC © | Capacitor
daoe
Check PCB labeling legible / Intact. cd
Check general condition / integrity, 174
slgns of leakage.
4 5A,MCC | Capacitor
door
Cheek PCB labeling legible / Intact. [l
Cherk genaral condition / integrity, =
..|.signs of leakage.
& 84, MCC . | Capacitor
door £
Check PCB labeling legible / Intact. o
Chack general condition / integrity, 7.4
N signs of leakage.
) 78,MCC | Capacitor
doar -
Check PCB labeling legible / Intact. >4
Check general condition / integrity, cd
._| signs of leakage,
7 208, MCC | Capacitor
dgoor s
Cheek PCB labeling Teglble / Intact, iy
Chack general condition / integrity, v 4

BAE Systems Faclittes Malntenance Page 1of2
Orinance Systems, ne. Ringsport, TN

Holston Army Ammunition Plant

Page 2
2014 POB Annual Document Log
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e L

3 Create New Work Order ) Search Work Orders
Work Order Number: 310487
Work Order Ttle:  PM: 3M - ?ﬁﬁﬁqmgmm inaméﬁﬂéh

Reguestor: Charlotta Johnston HOL/BAE Number;
Point of Contact: o | Equipment:  LINE - Area-B PCB Equipment Insp
Cost Certer: 18253 - 15-20: BLECTRICAL IN POD:
Area/Bullding: s%m 9{5 ﬁma B ~Géﬂmé F@a‘:ﬁﬂfﬁ? Mairtenance Group: LINE LlreCew
Location:  Varous bes stached e Estimated Hog: | 3
Wark Category:  Environmental Actual Hours: 4
Status: Complete Estimated Matenials 8} 0
Date Submited: 1/27/2014 Date Desred:
Date Promised:  A/A/074 B5T AM e Dats Complatad:  BFRGIE T e
Requires PCEC:  No Facused Area:  False

Completed By: BaggstE.

Visual inspections, -

Note: Completed checklist is unavailable;
however, the completion date in the work

Requestor Notes: order system shows the inspection was
conducted on 2/7/14.

Mairtenance Notes:

Flie Marms Liret Modthed

Mtanhmerts:

ED_001691B_00002018



wlo 3133853

IR

102401, VERSION: L0

H EFFECTIVE
Area A ~FCB Checkllst

%% PR

Copigs of this chackilst permitted to collect Reld date and chack-off tasidng es compia:mk. Coples ara to be
prirted from the PM Work Order attachment to ensure the current verslon Is wtliized during execution of the
PhA,

REFERENCES:
# PME-246 — PCB Equipment Inspection
@ PM-123 - Visual Inspection — PCB Equipment Areas

Verify contents of the checklise while peeforming the PM. Note any required updates.

1 Bidg 84, Transformar
Ground SN: 7146126
Floor Equipment not In service,
Na power to bidg B-A,
Check PCB labeling legible / Intact. 2
| Check general condition / integrity, [~
signs of leakage.
2 Bidg 8a, | {6) Capucitors
Eastside, | surplus / obsolete equipment. Not in
starage | service. No power to bldg 8-4. .
Check PCB labeling leglble / intact. ~ 4
Check general condition / integrity, G¥
signs of leakage. '
3 2A,MCC | Capacitor
door
‘Check PCB labeling legible / intact, g
Check geners! condition / integrity, o o
signs of leakage.
4 58, MCC | Capacitor
door |
N | Check PCB Iabeling legible / intect, &
Check general condition / integrity, =4
signs of leakage.
3 64, MCC | Capacitor : |
dogr |
Check PCB labeling leglble / Intact. W
Check general condition / Integrity, ~ 4
signs of leakage.
6 7, MCC | Capacitor
door *
i Check PCE labeling legible / Intact. gi :
| Check general condition / integrity, =
signs of leakepe.
7 04, MCC | Capacitor
door o
Check PCB labeling legibie / intact. &
Check general condition / integrity, |
i lpaka

BAE Syitems Fagilitles Maknienancs Pagelofd
Crdnance Systems, inc., Kingsport, TH
Holston Army Ammmunition Plant Page 4

2014 POR Annual Document Log
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I vy

3-2370 VERGION: 3.0
furgn B PCB Cheddist

ERRECTIVE
ﬁé’?... EETE

Coples of this checkiist permitted to collect field data and check-off tasking as completed. Coples sve to be
printad from the PM Work Ordar sttachment to ensure the current varsion Is utlilzed during exacution of the
o,

REFERENCES:
& PME-245 - PCB Equipment Inspection
# PM-123 - Visual inspection - PCB Equipment Areas

NOTES:

Verlfy contents of the checkiist white performing the PM. Note any required updates.

"4 {HOL_____ | 8200~ Transform
| Precip. SN: L465508PMLE

Reot Pyranol fluld A
Check PCB labeling legible / Intact. &
Check general condition / integrity, v
signs of leakage. '

2 HOL | 8200~ Transformer

Precip. SN: L4S5SE0IPMLE

Roof Pyranol fluid v
Check PCB labeling legible / intact. [~ 4
Check general condition / integrity, =

BAE Syitams Facilities Malntenance Page 3 of2
Qrdnance Systams, Ing Hingaport, TH
Holston Army Smmunition Plant Page §

2014 PCB Annunl Docurnent Log
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b}{b 31 bled éH,Q‘\

D-2401

YERMION: 1.0
Aréa A - PCB Chackist T4 \2ere 7. 2 s

Copies of this checldist permitted to collect feld data and check-off tasking as complated. Coples are to be
printed from the PM Work Order sttachment to ensure the current version Is utilized during ewecution of the
PM.

REFERENCES:
& PME-248 - PCB Equipment Ingpection
# Pid-123 - Visual Inspection ~ PCB Equipment Areas

Verifyy contents of the checklist while performing the PM. Note any required updotes.

Teansformer
Ground | SN: 7146126 v
Flgor Equipment not In service.
No power to bidg 8.4, Ol
Check PCB iabaling legible / Intact. D, 3%
Check general condition / integrity, 3 g
_ ‘ signs of leakage. oK,
2 i Bldg 8A, {6} Capacitors
Eestside, | Surplus / cbsolete equipment. Mot in v
ftorage | service. No power to bidg B-a, ok .
Check PCB labeling legible / intact. AL 0~
Check general condition / Integrity, ' >
signs of leakage. fel 4
24, MLC ]
3 e Capacitor ~k /
Cheek PCB labeling legible / intact. ML IE’
4 Check general condition / integrity, v od
signs of leakage. AR
4 5A, MCL | Capacitor
| door ,
‘ Check PCB Iabe[inwlble / Intact. P 4 [0
Check general condition / integrity, [
signs of leskage. S
5 Ga, MCC | Capacitor
doar o
' Chack PCB labeling legible / intact, ox o
Check general condition / integrity, ired
signs of lsakage. 0oy
& Ta,MEC | Capacitor
Check PCB [sbeling legible / intact. ey v d
Check general condition / integrity, 1 (v
signs of leakage, O
? 204, MCT | Capacitor
o door
Check PCB labaling legible / intact. £ >4
Check general condition / integrity, ) o
igns of laakas O,

BAE Symtems Faciitlas Malntenans Pagm i of2
Ordnancs Systems, Int. Kingspors, TR
Holston Army Ammunition Plant Page §

2014 PLE Annual Document Log
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Sl ot

02370 1 ‘&4\ -‘w\‘L VERSION: 1.0 SEPECTVE
Aras B~PCB Chacklist SH ’Q o, ?"&@ FaeAR

Coplas of this checldist permitted to collect fleld data and check-off tasking as completed, Coplas sre to be
printed from the PV Work: Order attachmunt to ensure the curmant version Is utlifzed during execution of the
PR,

REFERENCES:
% PME-246 ~ PCB Equipment Inspection
= PM-123 ~ Visual inspection - PCB Equipment Argas

NOTES:

Verify contents of the checklist while performing the PM. Note any required updates,

Transformer

Precip. SN2 LABSSEOPMLE

Root Pyranol fluld » o
Check PCB labeling legible / intact, s T4 L 4
Check general condition / Intagrity, @

i slgns of leakage. Ol
2 HOL 8200~ Trarsformer

Pracip. SN LASES0IPMLE

Roof Pyranol fluig ]
Check PCB labeling legible / Intact. O [
Check general condition / integrity, [

BAE Systams Facilities Malntarenes Page i ofd
Crdnsnca Systemy, ine. Kingspare, TH
Holston Avrmy Ammunition Plant Bage 7

2014 PCE Snnusl Document Log
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1D-2401 EFFECTIVE
Arga A - PCB Chaekist 9-24-14

wos: A0 completedBy: LA BT pate: /-39 -1

Coples of this chacklist permitted to collect fleld data and check-off tasking as completed. Copies are to be
printed from the PM Work Order attachmant to ensure the current version is utilized during execution of the
P,

REFERENCES:
# PME-246 — PCB Equipment Inspection
® PM-123 - Visual Inspection ~ PCB Equipment Areas

Verify contents of the checklist while performing the PM. Note any requived updates.

nsf
SN: 7146126 e
Equipment not in service.
Mo power to bldg 8-A, R
Check PCB labeling legible / intact. vl
Chack general condition / integrity, slgns of o’
leakage.
2 Bldg 88, | {6) Capacitors e’
East side, | Surplus / obsolete equipment. Notin
storage | service. No power to bide 8-A, .
Chack PCB labeling legible / Intact, (7
Check general condition / integrity, signs of o'
leakage.
3 24, MCC | Capacitor v
door R
: Check PCB Iabelinglgglble / intact. [~ d
Check general condition / Integrity, signs of D;‘
leakage.
4 - 54, MCC | Capacitor
door ‘/,
Check PCB labeling legible / intact. fvd
Check general condition / integrity, signs of V
leakaga,
5 64, MCC | Capacitor
door
Check PCB labeling legible / intact. O
Check general condition / integrity, signs of [
leaksge.
6§ 74, MCC | Capacitor v
door "
Check PCB iabsiing legible / intact. B
Check general condition / Integrity, signs of (v
leskags,
7 208, Capacitor
ML V/
door Vs
Check PCB labeling legible / intact. > ol
BAE Systams Faciities Malntenance Pageldof B
Ordnance Systams, Inc, Kingsport, TN
Holston Army Ammunition Plant Page 8

2014 PCE Annual Document Log
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iD-2403
Aege A ~PCB Chocklist

EFPECTIVE
9-24-14

leakege.

BAE Svaems
Qrdnants Symems, Ing,

Holston Army Smmunition #lant
2014 PCE Armnusl Document Log

I Check general condition / integrity, signs of

Faclinies Malrtanance
Kingspoer, TH

Page2of g

Fage O
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1D-2370 EFFECTIVE
Aren 8- PCB Chacklist 5-24-2014

woe: ANOART Completed By: A 8(/ pate: 10~ 49 ‘{Y

Copies of this checklist permitted to collect field data and check-off tasking as completed. Copies are to be
printed from the PM Work Onder sttachment to ensure the current version Is utillzed during execution of the
P,

REFERENCES:
# PME-246 - PCB Equipment Inspection
& PM-123 - Visyal Inspaction - PCB Equipment Areas

NOTES:

Verify contents of the checkiist while performing the PM. Note any required updates.

1 — 800~ | Transformer
" Pracip. SN2 L408850PMLE
Roof Pyranol fluid

Check PCB labeling legible / intact,
Check general condition / integrity,
slgns of leakage.

LS| el S

2 HOL 8200~ Transformar
Precip. SN; L49EB0BPMLE
- Roof Pyranol fluld
Check PCB labeling legible / Intact. [~ i
Check general condition / integrity, "'

s of ieakage.

BAE Systems Facilities Maintenance Page 3 of &
Ordnance Systems, inc. Kingaport, TH
Haolston Army Ammunition Plant Page 10

2014 PCR Annual Document Log
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Holston Army Ammunition Plant, Area B, Pad-Mounted Transformers

Date of
Transformer Number Status Manufacturer PCB Serial Number |Size KVA|Comments Manufacture
G-231-TX InService No 955000052 1500
G-T2-TX InService  |Vantran Electric No 88v4145 750 |On nameplate: Mineral oil 1988
0 late: PCB tent | than 1 tii f
H-200-TX InService  |Cooper Power Systems No 759002590 2500 |00 Nemeplate content fess than 1 ppm attime o 11/2007
manufacture
. On nameplate: PCB content less than 1 ppm at time of
H-231-TX InService Cooper Power Systems No 959000051 1500 1/2009
manufacture
0 late: PCB tent | than 1 ti f
H-259-TX InService  |Cooper Power Systems No 950003887 300 || nemeptate contént fess than 1 ppm attime o 4/2009
manufacture
. On nameplate: PCB content less than 1 ppm at time of
H-320-TX InService Cooper Power Systems No 0950009436 300 10/2009
manufacture
Instruction book 46-060-1 {listed on nameplate) - specifies
. . transformer was filled or processed at the factory with non-
H-339-TX2 InService Westinghouse No 721310153 75 . . . . . 1972
PCB dielectric fluid and the non-PCB fluid contained less
than 1 ppm at the time of processing or filling.
O late: PCB tent | than 1 tti f
H-341-TX InService  |Cooper Power Systems No 750010142 sop || nemeplate content fess than 1 ppmattime o 5/2007
manufacture
. On nameplate: PCB content less than 1 ppm at time of
1-200-TX InService Cooper Power Systems No 759002589 2500 11/2007
manufacture
0 late: PCB tent | than 1 tti f
J-351-TX InService  |Cooper Power Systems No 1250014477 sop || nemepiate content fess than 1 ppm at ime o 12/2012
manufacture
. On nameplate: PCB content less than 1 ppm at time of
J-A2B-TX InService Cooper Power Systems No 1150012524 150 10/2011
manufacture
Type S L Transformer, 3 Phase, Oil Insulated, Self Cooled,
. . instruction book 5094, no markings about PCBs or
J-B3-TX InService Westinghouse No 3164584 500 . . o
manufacturing date; old analytical results indicate < 7 ppm
PCB
Type S L Transformer, 3 Phase, Oil Insulated, Self Cooled,
. . PCB- instruction book 5094, no markings about PCBs or
K-262-TX InService Westinghouse . 3164525 300 . .
contaminated manufacturing date; old analytical results show 122 ppm
PCB
O late: PCB tent | than 1 tti f
K-A2B-TX InService  |Cooper Power Systems No 1150012525 150 |o hamepate content fess than 1 ppmattime o 10/2011
manufacture
Type S L Transformer, 3 Phase, Qil Insulated, Self Cooled,
. . instruction book 5094, no markings about PCBs or
K-B3-TX InService Westinghouse No 3164584 500 ) ) o
manufacturing date; old analytical results indicate < 7 ppm
PCB
. . On nameplate: Filled with non-PCB mineral oil that
L-238-TX InService Westinghouse No 8710904228 500 1987

contained less than 1 ppm at time of manufacture
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Date of

Transformer Number Status Manufacturer PCB Serial Number |Size KVA|Comments Manufacture
. On nameplate: Non-PCB mineral oil - When manufactured
M-400-TX InService Cooper No 951023246 25 X 3/1995
contained less than 1 ppm PCB
) On nameplate: PCB content less than 1 ppm at time of
M-L1IM-TX InService Cooper Power Systems No 0850006464 500 4/2008
manufacture
0 late: PCB tent | than 1 i f
M-N3A-TX InService  |Cooper Power Systems No 750003100 spg || nemeptate content fess than 1 ppm attime o 2/2007
manufacture
. . Three phase, Type SL-AB Transformer, Oil Insulated, Self
MPT 1 InService Westinghouse No 3164403 7500 .
Cooled, See Instruction book 361556-543
Three phase, Type SL-AB Transformer, Oil Insulated, Self
MPT 2 InService Westinghouse No 3164404 7500 (Cooled, See Instruction book 361556-543; old analytical
results indicate < 50 ppm PCB
Th h T SL-ABT f Qill lated, Self
MPT 3 InService  |Westinghouse No 3164405 7500 | CC PRAse, Type SL-AL fransiormer, Litinsuiated, s
Cooled, See Instruction book 361556-543
On nameplate: Mineral oil filled; Sticker: No PCBs, Filled
N-G10A-TX InService  |Vantran Electric No 88v4129 225 lwith no PCB dielectric fluid, Less than 1 ppm at time of 1988
manufacture
N-G10A-TZ InService Vantran Electric No 88v4128 225 1988
. . On nameplate: Contains no detectable PCB at time of
N-110M-TX InService General Electric No Q524405-TVM 300 8/1997
manufacture
ki bout PCB facturing dat
N-14-TX InService  |Moloney No 710790 10 |1 MArkings about FLES or manulacturing date on
nameplate
) On nameplate: PCB content less than 1 ppm at time of
N-16-TX InService Cooper Power Systems No 750009856 150 5/2007
manufacture
inf ti bout PCB facturing dat
N-K5-TX InService  |Moloney No 710781 1o |N¢Mormation about FLEs of manutacturing Gate on
nameplate; old analytical results indicate < 7 ppm PCB
. Filled with non-PCB mineral oil that contained less than 1
N-L4-TX InService ABB No 981520194 150 . 2/1998
ppm PCB at time of manufacture
. On nameplate: PCB content less than 1 ppm at time of
N-M4-TX InService Cooper Power Systems No 1150005514 300 5/2011
manufacture
N-M6-TX InService  |Vantran Electric No 884120 150 |On nameplate: Mineral oil 1988
. On nameplate: PCB content less than 1 ppm at time of
N-M8-TX InService Cooper Power Systems No 1050012362 150 12/2010
manufacture
0 late: Filled with -PCB mi | cil that
N-N4-TX1 InService  |ABB No 05J363040 oo |- namepiate: GG WIth non-rts mineral o tha 8/2005
contained less than 1 ppm PCB at time of manufacture
. On nameplate: PCB content less than 1 ppm at time of
N-N8-TX InService Cooper Power Systems No 1050012364 150 12/2010

manufacture
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Date of

Transformer Number Status Manufacturer PCB Serial Number |Size KVA|Comments Manufacture
S Transformer, 3 Phase, 60 Cycles, Instruction book 5922,
. . style 80R295, no PCB markings, no manufacturing date;
0-C5-TX InService Westinghouse No 3163829 200 | i X s X
instruction book details use of Wemco "C" oil; old analytical
results show 9 ppm PCB
0 late: PCB tent | than 1 ti f
0-I5-TX InService  |Cooper Power Systems No 750011026 150 | hameplate contént fess than 1 ppm attime o 5/2007
manufacture
0O-15/15-TX InService Moloney No 710785 150 |old analytical results show 8 ppm PCB
. no information about PCBs or manufacturing date on
O-17-47-TX NotinService |Moloney No 710788 100 . o
nameplate; old analytical results indicate < 7 ppm PCB
inf ti bout PCB facturing dat
0-13-TX InService  |Moloney No 710794 100 |NO!MTormation about FLES oF manulacturing date on
nameplate; old analytical results indicate < 7 ppm PCB
. no information about PCBs or manufacturing date on
0-L3-TX InService Moloney No 710778 100 . o
nameplate; old analytical results indicate < 7 ppm PCB
O late: PCB tent | than 1 tti f
0-L5(1)-TX InService  |Cooper Power Systems No 750009859 225 |20 nameplate content fess than 1 ppmattime o 5/2007
manufacture
. no information about PCBs or manufacturing date on
0-L7-N7-TX NotinService |Moloney No 710792 100 . o
nameplate; old analytical results indicate < 7 ppm PCB
e} late: PCB tent | than1 tti f
0-M5-TX InService  |Cooper Power Systems No 750009858 225 |°nnameplate content fess than 1 ppm at time o 5/2007
manufacture
On nameplate: Mineral oil filled; Filled with non-PCB
0O-N3-TX InService  |Westinghouse No 89J401091 300 |mineral oil that contained less than 1 ppm at time of 5/1989
manufacture
0 late: PCB tent | than 1 ti f
O-N5-TX1 InService  |Cooper Power Systems No 0750011026 150 || nemeplate contént fess than 1 ppm attime o 5/2007
manufacture
. On nameplate: PCB content less than 1 ppm at time of
0O-N7-TX InService Cooper Power Systems No 1050012363 150 12/2010
manufacture
S Transformer, 3 Phase, 60 Cycles, instruction book 5922,
P-C3-TX InService  |Westinghouse No 3163825 200 |style 30R295, no markings about PCBs, no manufacturing
date; old analytical results indicate < 7 ppm PCB
S Transformer, 3 Phase, 60 cycles, instruction book 5922,
. . style 80R295, no markings about PCBs, no manufacturing
p-C7-TX InService  |Westinghouse No 3163809 200 . . . o
date; instruction book details use of Wemco "C" oil; old
analytical results show 15 ppm PCB
P-D7-TX NotInService |[Vantran Electric No 88v4133 300 {On nameplate: Mineral oil 1988
P-D8-TX NotInService |Vantran Electric No 88v4136 750 |On nameplate: Mineral oil 1988
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Transformer Number

Status

Manufacturer

PCB

Serial Number

Size KVA

Comments

Date of
Manufacture

P-E3-TX

InService

Cooper Power Systems

No

1050012404

300

On nameplate: PCB content less than 1 ppm at time of
manufacture

12/2010

P-E4-TX

InService

Westinghouse

No

3163819

200

S Transformer, 3 Phase, 60 Cycles, Instruction book 5922,
no PCB markings, no manufacturing date marked;
instruction book details use of Wemco "C" oil; old analytical
results show 7 ppm PCB

P-E7-TX

InService

Cooper Power Systems

No

1150010088

1500

On nameplate: PCB content less than 1 ppm at time of
manufacture

9/2011

P-E8-TX

InService

Westinghouse

No

3163823

200

S Transformer, 3 Phase, 60 Cycles, Instruction book 5922,
style 80R295, no PCB markings, no manufacturing date;
instruction book details use of Wemco "C" oil; old analytical
results show 9 ppm PCB

P-G3-TX

InService

Vantran Electric

No

88vV4122

200

On nameplate: Mineral oil filled; Sticker: No PCBs, Filled
with no PCB dielectric fluid, Less than 1 ppm at time of
manufacture

1988

P-G4-TX

InService

Westinghouse

No

3163805

200

S Transformer, 3 Phase, 60 Cycles, Instruction book 5922,
Style 80R295 (clearest one on nameplates), no markings for
PCBs or manufacturing date; instruction book details use of
Wemco "C" oil; old analytical results show 7 ppm PCB

P-G7-TX

InService

Square D Company

No

880761

500

On nameplate: Non-PCB Oil, Less than 1 ppm PCB

P-G8-TX

InService

Square D Company

No

870583-B1

500

Instruction book 43404-401-38

P-H4-TX

InService

Cooper Power Systems

No

1050012368

225

On nameplate: PCB content less than 1 ppm at time of
manufacture

12/2010

P-H7-TX

InService

Cooper Power Systems

No

1050012366

225

On nameplate: PCB content less than 1 ppm at time of
manufacture

12/2010

Q-C6-TX

InService

Westinghouse

No

3163830

200

S Transformer, 3 Phase, 80 Cycles, Instruction book 5922,
Style 30R295; instruction book details use of Wemco "C" oil;
no manufacturing date or PCB markings

Q-C98-TX

NotinService

Westinghouse

No

3163821

200

S Transformer, 3 Phase, 60 Cycles, Instruction book 5922,
instruction book details use of Wemco "C" oil, no markings
for PCBs or manufacturing date; old analytical results
indicate <7 ppm PCB

Q-D2-TX

InService

Moloney

No

710784

100

no markings for PCB or manufacturing date on nameplate;
old analytical results show 7 ppm PCB

Q-D6-TX

InService

Westinghouse

No

3164581

500

3 Phase, Type SL Transformer, Qil Insulated Self Cooled,
Instruction Book 5094; no manufacturing date or PCB/no
PCB marking; old analytical results indicate < 50 ppm PCB
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Date of

Transformer Number Status Manufacturer PCB Serial Number |Size KVA | Comments Manufacture
Fill transformer with "Wemco C" oil, 3 Phase, Type SL
Q-D9-TX NotinService |Westinghouse No 3164519 300 |Transformer, Qil Insulated, Self Cooled; old analytical results
show 9 ppm PCB
. On nameplate: Contains mineral oil with no detectable level
Q-D10-TX InService ABB No 061625144 750 ) 9/2006
of PCB, less than 1 ppm, at the time of manufacture
Q-D5-TX InService Square D Company No 871137-Al 1500 |{On nameplate: Non-PCB Qil 3/1988
Fill transformer with "Wemco C" oil, 3 Phase, Type SL
Q-E2-TX InService Westinghouse No 3164515 300 |Transformer, Oil Insulated, Self Cooled; old analytical results
show 29 ppm PCB
. On nameplate: PCB content less than 1 ppm at time of
Q-E6-TX InService Cooper Power Systems No 1050012403 300 12/2010
manufacture
Q-ES-TX NotinService No 300
Q-E10-TX InService  |Vantran Electric No 88v4144 750 |On nameplate: Mineral oil 1988
S Transformer, 3 Phase, 60 Cycles, Style 83RW428,
Q-G2-TX InService  |Westinghouse No 3521859 200 instruction book 5922, no PCB markings, no manufacturing
date shown
Q-G5-TX InService  |Vantran Electric No 88v4125 225 |On nameplate: Mineral ol 1988
S Transformer, 3 Phase, 60 Cycles, instruction book 5922,
Q-G6-TX InService Westinghouse No 3163811 200 |instruction book details use of Wemco "C" oil, Style 80R295,
no markings for PCBs or manufacturing date
. On nameplate: Non-PCB oil contains less than 1 ppm of PCB
Q-G10-TX InService Square D Company No 890560-A1 1500 . . 2/1990
fluid at time of manufacture
(@] late: PCB tent| than 1 tti f
Q-H5-TX InService  |Cooper Power Systems No 1050012369 225 |-nnemeplate content fess than 1 ppm at ime o 12/2010
manufacture
. On nameplate: Filled with non-PCB mineral oil that
Q-H6-TX InService ABB No 04J085354 225 . . 7/2004
contained less than 1 ppm PCB at time of manufacture
Fill transformer with "Wemco C" oil; Type S L transformer, 3
R-302(1}-TX InService Westinghouse No 3164513 300 |phase, oil insulated, self cooled, instruction book 5094; old
analytical results show 25 ppm PCB
T RSL, Oil lated Substation T f Cl OA
R-302(2)-TX NotInService |Westinghouse No SDT6145-0101 | 5000 | YPE T BHinsuiated substation fransiormer, t1ass LA, 12/1990
Insuldur Insulation, Instruction book PS-1002
. . On nameplate: Mineral oil; Sticker: No PCBs, Filled with no
R-334-TX InService Vantran Electric No 88v4137 225 . . . . 1988
PCB dielectric fluid, Less than 1 ppm at time of manufacture
R-B5-TX InService No 500
(6] late: PCB tent | than 1 tii f
S-B3-TX InService  |Cooper Power Systems No 1250004770 | 1000 || Memepiate content fess than 1 ppm attime o 4/2012

manufacture
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Date of

Transformer Number Status Manufacturer PCB Serial Number |Size KVA|Comments Manufacture
S-B5-TX InService No 500
T-124-TX InService No 25
. On nameplate: PCB content less than 1 ppm at time of
T-150-TX InService Cooper Power Systems No 1050012428 500 12/2010
manufacture
. On nameplate: Filled with non-PCB mineral oil that
T-155-TX InService ABB No 041170322 500 . . 11/2004
contained less than 1 ppm PCB at time of manufacture
0 late: PCB tent | than 1 i f
T-201(2)-TX InService  |Cooper Power Systems No 1159001454 | 3000 || omepiEte contentless than % ppm at time o 8/2011
manufacture
. On nameplate: PCB content less than 1 ppm at time of
T-201-TX InService Cooper Power Systems No 1050012360 150 12/2010
manufacture
T-232-TX InService  |Westinghouse No 81JB386105 1000 |On nameplate: Mineral oil 1981
. On nameplate: PCB content less than 1 ppm at time of
T-234-TX InService Cooper Power Systems No 1050012405 500 12/2010
manufacture
. On nameplate: PCB content less than 1 ppm at time of
T-235E-TX InService Cooper Power Systems No 1050012431 750 12/2010
manufacture
T-235B-TX InService Westinghouse No 951982265 2500 1995
Instruction book PM 1000, 3 Ph T RSL Qil lated
T-235-TX InService  |Westinghouse No TAT2486-0108 | 2500 | o0 -ctonboo » 3 Fhase Type finsulate 3/1981
Plazapad Transformer, Class OA, Insuldur Insulation
. On nameplate: PCB content less than 1 ppm at time of
U-150-TX InService Cooper Power Systems No 1050012429 500 12/2010
manufacture
e} late: PCB tent | than1 tti f
U-201(2)-TX InService  |Cooper Power Systems No 1159001466 150 |0 nameplate content fess than 1 ppm at time o 8/2011
manufacture
) On nameplate: PCB content less than 1 ppm at time of
U-201-TX InService Cooper Power Systems No 1050012361 3000 12/2010
manufacture
0 late: Wh factured tained less than 1
U-203(2)-TX InService  |Cooper Power Systems No 976002692 | 1500 |- omeplates Whenmanulactured contamediess than 11/1997
ppm PCB's
. On nameplate: PCB content less than 1 ppm at time of
U-203-TX InService Cooper Power Systems No 0750009950 300 5/2007
manufacture
U-221-TX NotinService No 1000
U-232-TX InService  |Westinghouse No 81JB386177 1000 |On nameplate: Mineral ol 1981
0 late: Wh factured tained less than 1
U-234-TX InService  |Cooper No 0037016991 | 500 |n nanepilates nen manulactured contained ess than 10/2000
ppm PCB's
. On nameplate: Filled with non-PCB mineral oil that
U-235B-TX InService ABB No 95]981384 2500 . . 11/1995
contained less than 1 ppm PCB at time of manufacture
0 late: PCB tent | than 1 i f
U-235E-TX InService  |Cooper Power Systems No illegible 750 n nameplate content fess than 1 ppm attime o
manufacture
. . Instruction book PM 1000, 3 Phase Type RSL Qil Insulated
U-235-TX InService Westinghouse No TAT2486-0101 2500 3/1981

Plazapad Transformer, Class OA, Insuldur Insulation

ED_001691B_00002018




Date of

Transformer Number Status Manufacturer PCB Serial Number |Size KVA|Comments Manufacture
. On nameplate: Filled with non-PCB mineral oil that
W-8-TX InService ABB No 031782168 500 . ] 04/2003
contained less than 1 ppm PCB at time of manufacture
W-100-TX InService No 1000
W-151-TX InService Vantran Electric No 74V2334 750 Mineral oil filled, instruction book V-100
. On nameplate: Filled with non-PCB mineral oil that
W-155-TX InService ABB No 041170304 500 . . 11/2004
contained less than 1 ppm PCB at time of manufacture
W-156-TX InService General Electric No L710404TMLA 500 12/1975
W-163-TX InService No 300
465000A005W-
X-155-TX InService  |VTC West No SRWL477A- 500 |On nameplate: Mineral oil Type 12/2008
RWL477A
X-262-TX Unknown  |Vantran Electric No 88v4139 300 |On nameplate: Mineral oil 1988
. On nameplate: When manufactured contained less than 1
X-334-TX InService Cooper No 959005239 225 , 10/1995
ppm PCB's
X-352B-TX Unknown No 750
On nameplate: PCB content less than 1 ppm at time of
X-363-TX Unknown |Cooper Power Systems No 1355000252 1500 1/2013
manufacture
) On nameplate: PCB content less than 1 ppm at time of
X-B3-TX InService Cooper Power Systems No 1250004769 1000 472012
manufacture
X-B5-TX InService No 500
X-B11-TX InService No 500
X-D2-TX Abandoned |Vantran Electric No 88v4130 225 |On nameplate: Mineral oil 1988
X-D3-TX NotinService |Vantran Electric No 88v4127 225 {On nameplate: Mineral oil 1988
On nameplate: Mineral oil filled ; Sticker: No PCBs, Filled
X-D5-TX InService  |Vantran Electric No 88v4140 500 |with no PCB dielectric fluid, Less than 1 ppm at time of 1988
manufacture
X-D6-TX NotinService |Vantran Electric No 88v4111 112 |On nameplate: Mineral oil 1988
X-D7-TX InService  |Vantran Electric No 88vV4123 225 JOn nameplate: Mineral oil 1988
X-D8-TX NotinService |Square D Company No 870583-A1 300 |instruction book 43404-401-38 1/1988
X-D9-TX NotinService [Vantran Electric No 88v4124 225 |On nameplate: Mineral oil 1988
. On nameplate: Filled with non-PCB mineral oil that
X-D10-TX NotinService [|ABB No 04J169218 300 . . 11/2004
contained less than 1 ppm PCB at time of manufacture
X-E2-TX InService  |Vantran Electric No 88v4113 112 |On nameplate: Mineral oil 1988
. . On nameplate: Mineral oil; Sticker: No PCBs, Filled with no
X-E8-TX InService Vantran Electric No 88v4114 112 . ) . . 1988
PCB dielectric fluid, Less than 1 ppm at time of manufacture
X-G5-TX InService No 225
X-G10A-TX InService  |Vantran Electric No 88v4119 150 |On nameplate: Mineral oil 1988
X-G10-TX InService  |Vantran Electric No 88V4116 150 |On nameplate: Mineral oil 1988
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Date of

Transformer Number Status Manufacturer PCB Serial Number |Size KVA|Comments Manufacture

X-G2-TX Abandoned {Vantran Electric No 88v4121 150 |On nameplate: Mineral oil 1988

X-G3-TX InService  |Vantran Electric No 88V4118 150 |On nameplate: Mineral oil 1988

X-G4-TX InService  |Vantran Electric No 88v4135 300 |On nameplate: Mineral oil 1988

X-G6-TX InService  |Vantran Electric No 88v4126 225 |On nameplate: Mineral oil 1988

X-G7-TX InService  |Vantran Electric No 88v4115 150 |On nameplate: Mineral oil 1988

X-G8-TX InService  |Vantran Electric No 88v4148 150 |On nameplate: Mineral oil 1988
e} late: PCB tent | than1 tti f

X-H4-TX InService  |Cooper Power Systems No 1050012367 225 |>"nameplate content fess than 1 ppm at time o 12/2010
manufacture

) On nameplate: PCB content less than 1 ppm at time of

X-H5-TX InService Cooper Power Systems No 1050012369 225 12/2010
manufacture
0 late: PCB tent | than 1 i f

X-H7-TX InService  |Cooper Power Systems No 1050012365 225 |7Nnameplate content fess than 1 ppm attime o 12/2010
manufacture

. . On nameplate: Mineral Qil; Sticker: No PCBs, Filled with no

X-110M-TX InService Vantran Electric No 88v4110 75 . . . . 1988
PCB dielectric fluid, Less than 1 ppm at time of manufacture

B-200, #1 Precipitator, A InService No

B-200, #1 Precipitator, B InService No

B-200, #1 Precipitator, C InService Yes L495599PMLB Nameplate indicates PCBs

B-200, #2 Precipitator, A NotinService No

B-200, #2 Precipitator, B NotinService No

B-200, #2 Precipitator, C NotinService Yes L495603PMLB Nameplate indicates PCBs
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